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Tender No.   DDU -EN-RFO-DDU -322-2020 

 
 

For 

 

Construction of Rail Flyover and its approaches on Viaducts, Formation in 

Embankments/Cuttings including Blanketing, Supply and Spreading of Ballast and 

related works for single track bi -directional electrif ied railway track on Item -Rate 

Basis for DDU B -route RFO connecting DFCCIL DDU yard with Vyasnagar station 

of Northern Railway and other related works such as Quarters, Water Tank, 

Drainage etc in connection with construction of EDFC  

 

E-TENDER DOCUMENT  

 TECHNICAL BID   

 (PACKET -A) 

             January -2021 

 

 

  

Empl oyer: 

DEDI CATED FREIGHT CORRIDOR CORPO RATION  OF IND IA LIMITED  

(A GOVERNM ENT OF INDIA ENTERPRISE) 

Under 

M INI STRY OF RAILWAYS 

 

 

           CGM O FFICE 

General  Manager/CO, DFCCIL  

       Manas Nagar Railway Colony,  

Pt Deen Dayal Upadhyay Nagar (Mughalsarai)  

Chandauli -232101, Uttar Pradesh, India 

 

 

                                               CORPORATE OFFICE  

DFCCIL, 5TH Floor, Supreme Court Metro Station Building ,   

New Delhi -110001 
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PART - I 

Chapter I  

 

DEDI CATED FREIGHT CORRIDOR CORPO RATION  OF IND IA LIMITED  

(A GOVERNM ENT OF INDIA ENTERPRISE) 

  

No:  DDU -EN-RFO-DDU -322-2020                                                                                      DATE:   13.01.2021 
 

NOTICE INVITING E -TENDER  

National Competitive Bidding  

Dear Sirs, 

 

Name of Work:  Construction of Rail Flyover and its approaches on Viaducts, Formation 

in Embankments/Cuttings including Blanketing, Supply and Spreading of Ballast and 

related works for single track bi -directional electrified railway track on Item -Rate Basis 

for DDU B -route RFO connecting DFCCIL DDU yard with Vyasnagar station of 

Northern Railway and other related works such as Quarters, Water Tank, Drainage etc 

in connection with construction of EDFC  

 

1.1.1 General Manager /Coordination/DDU , DFCCIL , Manas Nagar Railway Colony, Pt Deen Dayal 

Upadhyay Nagar (Mughalsarai), Chandauli -232101, Uttar Pradesh, India, invites e-tenders on 

two packet system  on prescribed forms from firms / Companies / Joint Ventures having 

requisite experience and financial capacity for execution of the follo wing work : 

 

Tender Notice No.  DDU -EN-RFO-DDU -322-2020 DATE:  13.01.2021 

Name of the work  Construction of Rail Flyover and its approaches on Viaducts, 

Formation in Embankments/Cuttings including Blanketing, 

Supply and Spreading of Ballast and related works  for single track 

bi-directional electrified railway track on Item -Rate Basis for DDU 

B-route RFO connecting DFCCIL DDU yard with Vyasnagar 

station of Northern Railway and other related works such as 

Quarters, Water Tank, Drainage etc in connection with 

construction of EDFC 

Employer  General Manager/ Coordination/DDU ,  

DFCCIL ,  

Manas Nagar Railway Colony , 

Pt Deen Dayal Upadhyay Nagar (Mughalsarai)  

Chandauli  -232101, Uttar Pradesh, India 

Acting through:  

Ajit Kumar Mishra, IRSE  

Mobile: +917897412000 

Email: ajitmishra@dfcc.co.in 

Engineer Employer/Employerõs authorized Representative 

Type of Tender Open E-Tender (Single stage Two Packet) 

Type of Contract Works Contracts 
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Estimated Cost Rs. 296,08,57,295/ -(Rupees Two Hundred Ninety Six  Crore Eight 

lacs Sixty Fifty Seven Thousand Two Hundred and Ninety Five 

Only).   

Period of Completion  24 months  

 

Cost of Tender Document Rs. 29,500/ - (Inclusive of GST) 

The cost of the tender document shall be deposited through e-

payment mode at www. ireps.gov.in  

 Earnest Money To be submitted in the form of Bid Security Declaration  as per 

Form No. 24 of Technical Bid 

E-tendering website  www.ireps.gov.in  

For any help, please contact IREPS Helpdesk at 011-23761525 (10 

Lines) 

Date and Time of start and 

submission of filled Tender 

Document 

NIT and Tender Document can be viewed after 00.00 Hrs of 

15.01.2021 and Bidding can be started after 00.00 Hrs of 

10.02.2021 and can be submitted upto 15.00 Hrs of 26.02.2021 

through www.ireps.gov.in    

Issue of Corrigendum, if any  Upto 15 days prior  to the last date of submission (on websites 

www.ireps.gov.in   and www. dfccil.com ) 

Pre-Bid Meeting On 29.01.2021 at 11.00 Hrs 
At office of Employer:  
General Manager/Coordination/DDU,  

DFCCIL ,  

Manas Nagar Railway Colony,  

Pt Deen Dayal Upadhyay Nagar (Mughalsarai)  

Chandauli -232101, Uttar Pradesh, India 

 

The Pre-Bid Meeting shall also be organised through video -

conference or virtual platform for which details will be uploaded on 

websites www.ireps.gov.in   and www.dfccil.com  prior to 

scheduled date. 

Date and Time of Opening of 

Tender (Technical bids -Packet 

A)  

Date 26.02.2021 at 15.30 hrs 

Opening date of Financial Bid (Packet-B) will be notified later  

Validity of offer  

 

120 days from the date of opening of the Technical Bid of the 

Tender 

Security Deposit 5% of Contract value 

Performance Bank Guarantee Performance Guarantee (PG) have to be submitted within 21 

(twenty one) days from the date of issue of Letter of Acceptance 

(LOA), amounting to three percent (3%) of the contract value in 

the form as given in clause 16.4 of GCC. 

Defect Liability Period  12 Months 

 

http://www.ireps.gov.in/
http://www.tenderwizard.com/DFCCIL
http://www.ireps.gov.in/
http://www.ireps.gov.in/
http://www.ireps.gov.in/
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1.1.2 Eligibility shall be assessed on applicants, fulfilling the technical capability and   competence 

as well as for financial and organizational resources as specified in clause no. 1.3.13 (i) A & B 

of Preamble & General Instruction to tenders ( Part - I, Chapter III).  
 

1.1.3 Tender document will be available on  DFCCIL's website www. dfccil.com, www.ireps.gov.in   

& Central Procurement portal eprocure.gov.in. For submission purpose, the Tender 

document can be downloaded from www.ireps.gov.in   website. Tenderers are advised not 

to make any corrections, additions or alterations in the downloaded tender documents. In 

case, any corrections additions or alterations in the downloaded tender documents are 

made, such tender shall be summarily rejected.  

 

1.1.4   DFCCIL may issue amendment(s) [addendum(s) / corrigendum(s) ] to the tender documents. 

In such cases the amendment(s) shall be issued and placed on DFCCILõs website: 

www. dfccil.com and www.ireps.gov.in  at least three days in advance of date of opening of 

tender. The tenderer who have downloaded the tender documents from the website before 

issue of amendment(s) must visit the website and ensure that such amendment(s) (if any) is 

also downloaded by them. Such amendment(s) (if any) shall also be uploaded  duly stamped 

and signed / digitally signed along with the submission of tenders. Any tender submitted 

without  amendment(s)  (if any) shal l be liable to be rejected . 

 

1.1.5  The tender documents shall be submitted in online mode  only  through website 

www.ireps.gov.in  in two e-Packets only viz Packet- A containing TECHNICAL BID and 

Packet- B containing FINANACIAL BID. Detailed credential as pe r the requirement of 

eligibility criteria and all tender papers except Bill of Quantities are to be submitted in 

technical bid. 

 

 Summary  of Prices (Form No. 3) with % age above or below or at par on the amount of 

schedules "A-I, A -II, A-III,  A-IV, B-I, B-II, B-III, B-IV,B-V, B-VI, B-VII , C-I and  C-IIó duly 

filled in along with Schedule of Prices (Form - 4) are to be submit online mode only  through 

www.ireps.gov.in  . 

 

Tenderer shall submit the Cost of Tender Document in favour of DFCCIL as detailed in Para 

1.3.4.3 of Preamble & General Instructions to Tenderers (Part-I, Chapter-III).  

 

Tenderer shall submit the Bid Security Declaration  as detailed in Para 1.3.8 of Preamble & 

General Instructions to Tenderers (Part-I, Chapter-III) . 

 

The rates must be filled through website www.ireps.gov.in  using digital signature for signing 

the document. 

 

1.1.6 To participate in the E-Bid submission, it is mandatory for the bidders to have user ID & 

password from www.ireps.gov.in  . 

 

1.1.7 Tenders shall be opened at the address given below as mentioned in Para 1.1.1 above in the 

presence of the tenderers or their authorized representatives intending to attend the opening. 

Address of Office of the General Manager/Coordination/DDU, DFCCIL , Manas Nagar 

Railway Colony, Pt Deen Dayal Upadhyay Nagar (Mughalsarai), Chandauli -232101, Uttar 

Pradesh, India.  

 

http://www.ireps.gov.in/
http://www.ireps.gov.in/
http://www.dfccil.gov.in/
http://www.ireps.gov.in/
http://www.ireps.gov.in/
http://www.ireps.gov.in/
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All the Bids received shall be opened on the date and time mentioned above in the tender 

notice. Bid of the bidders shall be opened through process of e-tendering. The sequence of 

opening shall be: 

i) Cost of Tender Document Details 

ii)  Technical offer- Technical Bid (Packet-A)  

iii)  Financial offer. (On a later date after scrutiny/evaluat ion of Technical Bid) 

  

1.1.8 Tender shall be submitted as per òPreamble & General Instruction to Tenderersó forming as 

part of the complete tender documents. 

 

1.1.9 Any tender received without Earnest money  in the form of Bid Security Declaration  and/or 

cost of tender documents in the form as specified in the tender documents shall not be 

considered and shall be summarily rejected.  

 

1.1.10 DFCCIL reserves right to cancel the tender before submission / opening of tender, postpone 

the tender submission / ope ning date and to accept / reject any or all tenders without 

assigning any reason thereof.  DFCCIL's assessment of suitability as per eligibility criteria 

shall be final and binding.  

 

1.1.11 Tenderers may note that they are liable to be disqualified at any time du ring tendering 

process in case any of the information furnished by them is not found to be true  and action as 

per Bid Security Declaration will be taken . The decision of DFCCIL in this regard shall be final 

and binding.  

 

1.1.12 DFCCIL reserves the right to pre-qualify the bidder(s) provisionally based on the documents 

submitted by them and open financial bid(s), subject to their final verification. In the event of 

any document being found false, the provisional qualification shall stand withdrawn, and the 

next low er bidder shall automatically come to the position of such disqualified bidder. Action 

against such disqualified tenderers shall be taken as per above Clause No. 1.1.11 of Notice 

Inviting Tender.  

1.1.13  Information as required as per various Forms to tend er document should be submitted by the 

tenderers without fail strictly as per formats.  

 

1.1.14 The validity of offer shall be 120 days from the date of opening of the  Technical Bid of the 

tender. 

 

1.1.15  Transfer of the tender document purchased by intend ing tenderer to another tenderer is not 

admissible. Tenderer can submit tenders only on the documents purchased / downloaded 

from the website www.ireps.gov.in  by them. 

 

1.1.16  Tenderers must read all instructions regarding e -tendering process as mentions in 

PREAMBLE & GENERAL INSTRUCTION S TO TENDERERS Part-I, Chapter-III.  

 

1.1.17 Tenderers are advised to visit the DFCCIL website regularly for information regarding 

tender. Amendment(s)  (if any) will be uploaded on DFCCIL website  www. dfccil.com  and 

www.ireps.gov.in   only . 

 

 

http://www.dfccil.gov.in/
http://www.ireps.gov.in/
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General  Manager/ Coordination/DDU  

For & on behalf of DFCCIL  
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PART - I  

Chapter I I  
 

GENERAL INFORMATION  / DATA SHEET  

 

Tender Notice No.  DDU -EN-RFO-DDU -322-2020 DATE:  13.01.2021 

Name of the work  Construction of Rail Flyover and its approaches on Viaducts, 

Formation in Embankments/Cuttings including Blanketing, 

Supply and Spreading of Ballast and related works for single track 

bi-directional electrified railway track on Item -Rate Basis for DDU 

B-route RFO connecting DFCCIL DDU yard with Vyasnagar 

station of Northern Railway and other related works such as 

Quarters, Water Tank, Drainage etc in connection with 

construction of EDFC 

Employer  General Manager/Coordination/DDU,  

DFCCIL ,  

Manas Nagar Railway Colony,  

Pt Deen Dayal Upadhyay Nagar (Mughalsarai)  

Chandauli -232101, Uttar Pradesh, India 

Acting through:  

Ajit Kumar Mishra, IRSE  

Mobile: +917897412000 

Email: ajitmishra@dfcc.co.in 

Engineer Employer/Employerõs authorized Representative 

Type of Tender Open E-Tender (Single stage Two Packet) 

Type of Contract Works Contracts 

Estimated Cost Rs. 2,96,08,57,295/ -(Rupees Two Hundred Ninety Six  Crore Eight 

lacs Sixty Fifty Seven Thousand Two Hundred and Ninety Five 

Only).  

Period of Completion  24 months 

 

Cost of Tender Document Rs. 29,500/- (Inclusive of GST) 

The cost of the tender document shall be deposited through e-

payment mode at www.ireps.gov.in  

 Earnest Money To be submitted in the form of Bid Security Declaration  as per 

Form No. 24 of Technical Bid 

E-tendering website  www.ireps.gov.in  

For any help, please contact IREPS Helpdesk at 011-23761525 (10 

Lines) 

Date and Time of start and 

submission of filled Tender 

NIT and Tender Document can be viewed after 00.00 Hrs of 

15.01.2021 and Bidding can be started after 00.00 Hrs of 

10.02.2021 and can be submitted upto 15.00 Hrs of 26.02.2021 

mailto:ajitmishra@dfcc.co.in
http://www.ireps.gov.in/
http://www.tenderwizard.com/DFCCIL


DDU -EN-RFO-DDU -322-2020 

Page 11 of 242 

Signature of Tenderer (s) with Seal 

Document through www.ireps.gov.in    

Issue of Corrigendum, if any  Upto 15 days prior  to the last date of submission (on websites 

www.ireps.gov.in   and www.dfccil.com ) 

Pre-Bid Meeting  On 29.01.2021 at 11.00 Hrs 
At office of Employer:  
General Manager/Coordination/DDU,  

DFCCIL ,  

Manas Nagar Railway Colony,  

Pt Deen Dayal Upadhyay Nagar (Mughalsarai)  

Chandauli -232101, Uttar Pradesh, India 

 

The Pre-Bid Meeting shall also be organised through video -

conference or virtual platform for which details will be uploaded on 

websites www.ireps.gov.in   and www.dfccil.com  prior to  

scheduled date. 

Date and Time of Opening of 

Tender (Technical bids -Packet 

A)  

Date 26.02.2021 at 15.30 hrs 

Opening date of Financial Bid (Packet-B) will be notified later  

Validity of offer  

 

120 days from the date of opening of the Technical Bid of the 

Tender 

Security Deposit 5% of Contract value 

Performance Bank Guarantee Performance Guarantee (PG) have to be submitted within 21 

(twenty one) days from the date of issue of Letter of Acceptance 

(LOA), amounting to three percent (3%) of the contract value in 

the form as given in clause 16.4 of GCC. 

Defect Liability Period  12 Months 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

http://www.ireps.gov.in/
http://www.ireps.gov.in/
http://www.ireps.gov.in/
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PART-I  

Chapter- II I  

 

PREAM BLE &  GENERAL IN STRUCTIONS  TO TENDERERS 

 

1.3.1 Intro duction  

 

(i ) General  

 

Dedicated Freight Corridor Corporation of India Ltd. (DFCCIL), a public sector undertaking  

has been set up under the Indian Companies Act, 1956 for implementation of Dedicated 

Freight Corrid or Project. Government of India is the sole shareholder of the DFCCIL. 

 

Ministry of Railways (MOR), Government of India has planned to construct Dedicated 

Freight Corridor (DFC) covering about 3338 route Ki lometres on Eastern and Western 

Corridors. The coverage of Eastern Corrid or is from Ludhiana to Dankuni and Western 

Corridor is planned from Jawaharlal Nehru  Port, Mum bai to Rewari/ Tughlakabad/Da dri  

near Delhi. There will be a link age between two corrid ors at Dadri. 

 

(ii)  Eastern  Dedicated Freight  Corridor  

 

Eastern DFC Route will  be approximately  1839 Km long from Dankuni to Ludhiana via 

DankuniðAsansoleðDhanbadðGayaðSonnagar - Mughalsarai- Al lahabad - Kanpur - Tundla- 

Al igarh - Khurja - Bulandshahr ð Meerut ðSaharanpurðAmbala-Ludh iana. Proposed 

alignment of DFC has been generally kept parallel to existing I ndian Railway line except 

provision of detours at some stations where the existing  yards/citi es are congested. 

 

DFC tracks are passing through Pt Deen Dayal Upadhyay (erstwhile Mughalsarai) Yard of 

East Central Railway where Lucknow/Varanasi bound ra il traffic require crossing of IR/ DFC 

tracks. To avoid surface crossing at this location, a Rail Flyover (RFO) for LKO/BSB bound 

traffic is planned to be constructed. 

 

Construction of this Rail Flyover for EC Railway has been entrusted to DFCCIL. According ly, 

DFCCIL intends to carry out construction of above Rail Flyover over IR and DFC tracks 

connecting DDU  yard  of DFCCIL with Vyasnagar yard of Northern Railway along with some 

related works on Item-Rate basis through this tender. 

 

(iii)  General instruction s (for on line tendering system)  

 

Submission of Online Bids is mandatory for this Notice Inviting Tender. E -Tendering is a new 

methodology for conducting Public Procurement in a transparent and secured manner. 

Suppliers/ Vendors will be the biggest benefic iaries of this new system of procurement. An e-

tendering portal of Dedicated Freight Corridor Corporation of India (DFCCIL)  introduced for 

the process of e-tendering which can be accessed on http://www. ireps.gov.in . (Refer in the 

BID DOCUMENTS ) 

Words in capital and not defined in this document shall have the same meaning as in òBID 

DOCUMENTSó. 
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Benefits to Suppliers/service providers are outlined on the Home -page of the portal. 

 

A.  ACCESSING  / PURCHASING OF BID DOCUMENTS:  

The Bidder who wish to view free Notif ication and Tender Documents can visit 

DFCCILõs website www.dfccil.com  or www.ireps.gov.in   or Central Procurement Portal 

www.eprocure.gov.in . Interested bidders who wish to participate should visit website 

www.ireps.gov.in , which is the only website for bidding their offer. Further the procedure is as 

follows:  

It is mandatory for all the Bidders to have organizational class-III digital signature 

certificate from  any of the licensed certifying agency (òCAó) Bidders can see the list of licensed 

CAs from the link www.cca.gov.in ] to particip ate in e-tendering of DFCCIL.  

To participate in the E-bid submission, it is mandatory for the Bidders to get 

themselves registered with IREPS (Indian Railway e-Procurement System) and to have user ID 

& password .  The E-Tender portal  is  http://www.ireps.gov.in . 

 

B. PREPARATION & SUBMISSION OF APPLICATIONS:  

Detailed BID DOCUMENTS  may be downloaded from IREPS and the Bid may be 

submitted online following the instructions appearing on the screen.  A Vendor manua l 

containing the detailed guidelines for e -tendering system is also available on IREPS.  

  Only Electronic Form (to be uploaded on the IREPS)  

Submission of Financial & Technical bid  in prescribed Format in ON LINE MODE 

ONLY . No other mode of submission is accepted. 

C. Document should be uploaded on the IREPS site(On line mode only)  

(a) Power of Attorney for signing the Application  

(b) If applicable, the Power of Attorney for Lead Member of JV;  

(c) An undertaking from the person having PoA  referred in sub clause (a) above 

that they agree and abide by the bid documents uploaded by DFCCIL and 

amendments uploaded, if any.  

(d) SUBMISSION OF FIRMS CREDENTIALS in prescribed format mentioned in  

BID DOCUMENT  

(e) SUBMISSION OF TECHNICAL PROPOSAL in prescribed format mentioned 

in BID DOCUMENT ,  

(f) Copy of Memorandum and Articles of Association, if the Applicant is a body 

corporate, and if a partnership then a copy of its partnership deed;  

(g) Technical Bid Packet-A (duly signed & scanned or digitally signed),  Financial 

Bid Packet-B (in excel sheet format) and other relevant documents  

(h)        Deleted 

(i)         Memorandum of Understanding  (in case of JV) as per Form-9 (Part-IV, 

Chapter- II of BID DOCUMENT . 

http://www.dfccil.gov.in/
http://www.tenderwizard.com/DFCCIL
http://www.eprocure.gov.in/
http://www.tenderwizard.com/DFCCIL
http://www.cca.gov.in/
http://www.tenderwizard.com/DFCCIL
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(j)     The Bidder shall upload signed and scanned or digitally signed copies of the  

documents on the IREPS before scheduled date and time of submission of 

Tender. No hard copy of the documents is required to be submitted.  

D.  Modification / Substitution/ Withdrawal of bids:  

(i)  The Bidder may modify, substitute or withdr aw its e-bid after submission but 

prior to scheduled date and time of submission of tender. No Bid shall be 

modified, substituted or withdrawn by the Applicant after scheduled date 

and time of submission of tender.  

(ii)  Any alteration/ modification in the Bid or additional i nformation supplied 

subsequent to the scheduled date and time of submission of tender, unless the 

same has been expressly sought for by the Authority, shall be disregarded. 

(iii)  For modification of e -bid, applicant /tenderer  has to detach its old bid from  e-

tendering portal and upload / resubmit digitally signed modified bid.  

(iv)   For withdrawal of bid, applicant /tenderer has to click on withdrawal icon at 

e-tendering portal and can withdraw its e -bid.  

(v)  Before withdrawal of a bid, it may specifically be noted that after withdrawal 

of a bid for any reason, applicant/tenderer  cannot re-submit e-bid again. 

E.  OPENING AND EVALUATION OF BIDS:  

(i)  Opening of Bids will be done through online process.  

(ii)   For participating in the tender, the authorized sig natory holding Power of 

Attorney shall be the Digital Signatory. I n case the authorized signatory 

holding Power of Attorney and Digital Signatory are not the same, the bid shall 

be considered non-responsive. 

The DFCCIL Authority shall open bid documents re ceived in electronic form  at the scheduled 

date and time of opening of tender  i.e. in the presence of the Bidders who choose to attend. The 

DFCCIL Authority will subsequently examine and evaluate the Bids in accordance with the 

provisions set out in the BID DOCUMENTS . 

The Financial Bid will be opened of the pre -qualified and short listed Bidders. The date of 

opening of Financial Proposal will be notified later on.  

F. ONLINE E -BIDD ING M ETHODO LOGY: 

Online E- Bid System ð Financial bids & Technical bids shall be submitted by the bidder a t the 

same time. First the Technical Bid will be opened at the time and date notified in the tender 

notice. The Financial Proposal will be opened of the pre-qualified and shortlisted Bidders  after 

technical evaluation of Bids. The date of opening of Financial Bid will be notified later on.  

G. BROAD OUTLINE OF ACTIVIT IES FROM BIDDERS PERSPECTIVE: 

1. Procure a Digi tal Signing Certificate (DSC) 

2. Registration on Electronic Tendering System (ETS)  

3. Create Users and assign roles on ETS 
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4. View Notice Inviting Tender (NI T) on ETS 

5. Download Official Copy of Tender Documents from ETS 

6. Clari fication to Tender Documents on ETSð Query  to DFCCIL (Optional) ð view 

response to queries posted by DFCCIL, through addenda if any .  

7. Bid -Submission on ETS: Prepare & arrange all documents/paper s for submission of bid  

&  tender cost online and EMD deposit on online/offline as per instruction .  

8. At tend Public Onl ine Tender Opening Event (TOE) on ETS 

9. Post-TOE Clari fication on ETS (Optional)-Respond to DFCCILL s Post-TOE queri es 

For participating in this tender online, the following instructions are to be read 

carefully. These instructions are supplemented with more detailed guidelines on the 

relevant screens of the ETS. 

Note 1:  It is advised that all the docu ments to be submitted are kept scanned and converted 

to PDF format in a separate folder on your computer before starting online submission. The 

Price bid (Excel Format) may be downloaded and rates may be filled appropriately. This file 

may also be saved in a secret folder on your computer. 

  Financial Bid & Technical Bid duly filled in is to be uploaded in òFinancial Offer & 

Technical Eligibilityó. The rates must be filled after downloading the financial bid document in 

the prescribed format from the websit e www.ireps.gov.in. The financial & Technical bid should 

be downloaded & then filled up, saved and uploaded on the E -tendering website using digital 

signature for signing the document.  

 

Digital Certificates  

For integrity of data and its authenticity/non -repudiation of electronic records and to be 

compliant with IT Act 2000, it is necessary for each user to have a Class Three Digital 

Certificate (DC), also referred to as Digital Signature Certificate (DSC), of Class-III issued by a 

Certifying Authority (CA) licensed by Controller of Certifying Authorities (CCA) [refer 

http://www.cca.gov.in ]. 

H.  Registration 

Intending bidders are requested to register themselves via www.ireps.gov.in for obtaining 

user credential etc. DFCCIL has decided to use process of e-tendering for inviting this tender 

and thus the physical copy of the tender would not be sold.  

I. Help Desk for E -Tendering  

 For any help, please contact IREPS Helpdesk at 011-23761525 (10 Lines) 

 

http://www.cca.gov.in/
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(iv) SCOPE OF WORK : 

 

EDFC alignment is passing parallel to Mughalsarai -Sonnagar section of Pt Deen Dayal 

Upadhyay (erstwhile Mughalsarai ) Division of Ea st Central Railway. Along this route, one Rail Fly-

Over (RFO) is required to be constructed for single line (Bi-directional)  track over IR and DFC tracks to 

avoid surface crossing of DFC tracks with IR tracks at DDU station yard . The details of this RFO has 

been shown in List of Drawings  (Part-V of Tender Document). Along with this RFO, residential 

quarters, RCC water Tank, few minor bri dges and road-under bridge s are also required to be 

constructed.  

Rail Flyover, approach viaduct & formation for single line track:  

Proposed span of Rail Flyover (RFO) is having (2×76.2 m Open Web Steel Girder + 2x24.4m 

composite girder)  superstructure  having approached on viaduct . RFO is to be constructed over 

the existing electrified IR and DFC tracks with least disturbance to the running trains and 

adhering all safety norms. RFO portion, viaduct portion and formation have to be constructed 

for  32.5T axle load single line IR/DFC  traffic. Starting point of RFO is at DFC Ch 125.250 (RFO 

Ch 0.0) taking off from DFC track near Loco Shed DDU to merging point at RFO Ch 8262 near 

Vyasnagar Station of NR.  

(a) Rail Flyover for single line track  (Bi -directional)            

Rail flyover for single line  (Bi- directional)  IR Track over DFC and IR track at DFC Ch 127.500 

between DDU- Jeonathpur Railway Stations and also over IR track of Northern Railway . 

Proposed clear span of Rail Flyover (2×76.2 m Open Web Steel Girder + 2x24.4m composite 

girder) . 

(b) Viaduct for single line  (Bi -directional)  on both side of RFO  

Viaduct for single line on both side of RFO from approximate Ch. 700 to Ch. 3375, Ch.  3525 to 

Ch 6700 and Ch 6750 to Ch 8000. Superstructure of viaduct portion is 05 cell box of 32.6m spans 

each suitable for 32.5T DFC Axle load.  

(c) Formation in Embankments/Cuttings including blanketing  

Formation in Embankment/Cutting including blanketing up to approximate length of 1500m 

on both side of approaches. 

(d) Formatio n in Retaining Wall s 

Formation in Retaining Wall including blanketing up to approximate length of 900m on both 

side of approaches . 

(e) Construction of Residential Quarters   

Construction of 62 unit flats on G+2 story as per Drawing  including sanitary, wood work and 

electrical works  

(f) Supply and Spreading of Ballast.  

Supply and spreading of approximately 18824 cum of stone ballast as per IRS-GE-1 

(g) Construction of Overhead RCC Water Tank  
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Construction of RCC Overhead Water Tank of capacity of 2 Lakh Gallon or as per design 

including pump and water supply piping  

The scope of work shall include but not limited to :  

(a) Construction of RCC abutments and piers for Open Web Steel Girder / Steel Composite Girder 

including pile/well/open foundation for double line RFO  over IR/DFC tracks as per IR 32.5T 

Loading standard as per RDSO/DFCCIL design.  

(b) Supply, Fabrication, Erection and Launching  of Open Web Steel Girder of 76.2m clear span as 

mentioned in GAD (with or without power and traffic power blocks, as applicable) for  the RFO. 

(c) Supply, Fabrication, Erection and Launching  of Composite Steel Girder of 24.5m and 30.5m 

clear span as mentioned in GAD (with or without power and traffic power blocks, as 

applicable) for the viaduct portion of RFO. 

(d) Providing and fixing in positi on standard rocker/roller type and fixed type POT bearing, free 

sliding type POT cum PTFE bearings, as per approved drawings including designs of bearings.  

(e) Preparation of Quality Assurance Plan (QAP) for fabrication of superstructure, preparation of 

Temporary Arrangement Drawings (TAD), Launching Scheme, Fabrication/Detail Shop 

Drawings including DODLs and execution as per this QAP/Drawings and preparation of 

documentation for processing CRS Sanction  

(f) Preparation of Quality Assurance Plan (QAP) for sub -structure, foundation, super -structure 

including bearings and ensuring the execution as per this QAP,  

(g) Preparation of Quality Assurance Plan (QAP) for earthwork, blanket and concrete works and 

ensuring the execution as per this QAP,  

(h) Construction of 03 (three) minor bridges and  01 (one) Road under bridges / Buried boxes  in the 

alignment . 

(i) Construction of approaches of RFO which includes constructing of Retaining wall, RCC slab, 

piers, earthwork in embankment, drain, turfing and all works related to constructing 

approaches complete. 

(j) Construction of formation including earthwork, supply, spreading and compaction of blanket 

over formation  as per RDSO Guideline for IR 32.5T loading standards in about 2564 m length 

on both side approaches, 

(k) Supply and spreading of appr oximately 18824 cum of track ballast as per IR Specification (IRS 

GE-1)  

(l) Construction of 62 units of G+2 flats including all civil, plumbing, wood works, electrica l works 

as per drawing  

(m) Construction of 2 lakh Gallon RCC overhead water tank including relate d pumping and water 

supply arrangement  

(n) Temporary Works: Making any temporary work to facilitate construction and for the purpose 

of arranging any temporary land for the working or stacking of materials of contractor at no 

extra cost. 



DDU -EN-RFO-DDU -322-2020 

Page 19 of 242 

Signature of Tenderer (s) with Seal 

(o) Incidental Works: Safety, Health & Environment (SHE) compliances, Quality Assurance, 

Interface Management with other contractor, Restoration of existing roads and services other 

than being relocated / dislocated on account of DFC alignment during construction, 

management of road traffic around the worksite at no extra cost  

(p) Obtaining relevant certificates or clearances from local/civil authorities viz. permits, licenses, 

completion certificate, fire clearance or any other mandatory clearances which may be specified 

by these authorities from time to time.  

(q) Obtaining permission for Works with or without traffic block from concern ed Railway 

authority/interfacing agencies for work in close vicinity of Indian Railway track, wherever 

applicable and DFCC shall assist in obtaining such permits.  

(r) Benchmarking, setting out, photography, videography, permanent markers like land boundary 

pillars, signages, boards etc. As-Built drawings, inspection books, registers for record & 

maintenance of bridges/ alignment etc.  

(s) Submission of periodical pro gress reports with site photos and videos, attending progress 

review meetings with employer/concerned authorities  

(t) Other miscellaneous works as listed in Schedules / GCC/ SCC.  

Note:  The scope of work is only indicative and as per requirement, more bridges, quarters, earthwork 

may be added in the scope of work or location may change. The span arrangement of the 

bridges/viaduct is also indicative  which may increase/decrease as per final approved drawing .  

(v)  Cost of t he work :  

 

 The estimated cost of the tendered work is indicated in Part -I, Chapter-II (General 

Information/ Data Sheet)  

 

(vi ) The tenderer shall  be governed by General Conditi ons of Contract (GCC), Preamble & 

General Instructio ns to Tenderers (ITT) and Special Conditions of Contract (SCC). Wherever, 

there is a  conflict in any conditi on between GCC and Special Conditi ons of Contract 

mentioned in the tender documents, the conditi on mentioned in Special Conditi ons of 

Contract w ill prevail. However, Engineer's decision in this connection shall  be final and 

binding. Part I, Chapter-IV and V of the tender document contains General Conditi ons of 

Contract and Special Conditi ons of Contract specific to this work and shall be applicable in 

the contract. 

 

(vii)  Location : 

 

Works are to be executed between Mughalsarai Station of DFCCIL and Vyasnagar Station of 

Northern Railway i n Chandauli  District of Uttar Pradesh. However, DFCCIL reserves right to 

change the site of work anywhere in adjacent/ adjoini ng area of the work defined in Para 

1.3.1(iv) above in the jur isdiction and t he contractor shall be bound to execute the work 

without  any extra cost. 

 

1.3.2(a)  Tender Bid  

 

 The Tender Bid shall be submitted through online only  on website www.ireps.gov.in   as 

under:- 

http://www.ireps.gov.in/
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Packet -A  

 

Eligibil ity/ Qualifying element of the Tender Bid along with other  documents mentioned in 

para 1.3.2 (b) (i), here in after called òTECHNICAL BID ò 

 

Packet- B 

 

Price elements of the Tender Bid as per para1.3.2 (b) (ii) , herein after called òFINANCIAL 

BIDó. The TECHNICAL BID (Packet-A) shall  be opened on the date of tender opening and 

the detailed scrutiny  of TECHNICAL BID  shall be carried out. The òFINANACIAL BID ó 

(Packet-B) shall  be opened only of those tenderers who qualify in òTechnical bidó. The 

detailed procedure for tender opening and processing is given in Para 1.3.5. 

 

1.3.2(b)  Form of Ten der 

 

The Tender documents shall  be in two  separate packets viz:- 

 

"Packet-Aó containing technical bid  and òPacketðB" containing  financial bid. Detailed  

credentials as per the requirement  of eligibility  criteria  and all tender papers except 

Summary of Prices and Schedule of Prices are to be submitted  in "TECHNICAL  BID ó i.e. 

Packet-A. Summary of Prices and Schedule of Prices with  percentage above/below/at par 

duly  filled  in are to be submitted  in òFINANCIAL  BIDó. 

 

Tenders not submit ted in the  prop er Forms are l iable  to be rejected. 

 

(i ) Documents to be submitted in the office of GM/CO/DFCCIL:  

  

S. No Description  Docum ents 

(1) NIL  NIL  

 

(i i ) Documents to be enclosed w ith the TECHNICAL BID (P acket- A):- 

 

S. No Description  Docum ents 

(1) Offer letter complete. Form No.1 

(2) Tenderer's credentials in accordance with Para 1.3.13 

(i), (ii) & (iii) of Part-I, Chapter-III ( Preamble & 

General Instructions to Tenderers). 

Form No. 2A, 2B & 2C 

(3) Affidavit for authenticity of certificates/ 

documents 

Form No. 22 

(4) Bid Security Declaration  Form No. 24 

(5) Details of Earnest money in accordance with  Para 1.3.8 and Cost of Tender 

Document in accordance with  Para 1.3.4.3 of Part-I, Chapter-III ( Preamble & 

General Instructions to Tenderers) 
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(6) Written confirmation authorizing the signatory of the tender to commit the 

tenderer and other documents as per format as applicable, in accordance with  

para 1.3.6 of Part-I, Chapter-III ( Preamble & General Instructions to Tenderers). 

 
(7) A copy of the tender papers including amendments  duly  signed and scanned or 

digitally signed by the tenderer on each and every  page in token of his having 

studied the tender papers carefully shall  be attached with  the tender. 

 

(ii i ) Docum ents to be enclosed w ith t he FINANCIAL BID (P acket B):- 

 

S. No Description  Docum ents 

(1) Summary of Prices, Schedule of Prices & Total 

Prices 

Form No. 3 & 4 

 

1.3.3 Tender Document  

 This tender document consists of following five parts: 

 

PART/ 

CHAPTERS 
DESCRIPTION  

PART - I   

Chapter I Notice Inviting E -Tender 

Chapter II  General Information / Data sheet  

Chapter III  Preamble & General Instructions to Tenderers 

Chapter IV  General Conditions of Contract  (GCC) 

Chapter V Special Conditions of Contract (SCC) 

PART - II  Technical Specifications 

Chapter I 
General Guidelines regarding Specifications and Special Conditions 

for Supply of Cement  for Construction works  

Chapter II  
General Guidelines regarding Specifications and Special Conditions 

for Concrete Works 

Chapter III  
General Guidelines regarding Specifications and Special Conditions 

for Bored Cast in-situ RCC Pile Foundations 

Chapter IV  
General Guidelines regarding Specifications and Special Conditions 

for Supply  of Reinforcement and Structural Steel 

Chapter V 

General Guidelines regarding Specifications and Special Conditions 

for Fabrication & Erection of Open Web Steel Girder  / Composite 

Steel Plate Girder 

PART - III  Additional Technical Specifications  

Chapter I Stud Shear Connectors 

Chapter II  Load Testing of Bridges 

Chapter III  Deleted 



DDU -EN-RFO-DDU -322-2020 

Page 22 of 242 

Signature of Tenderer (s) with Seal 

Chapter IV  Non-Destructive Integrity Testing of Concrete Piles  

Chapter V 
Precautions while working in close proximity of existing Indian 

Railways Track 

Chapter VI  Codes & Specifications to be followed 

Chapter VII  Priority of Documents  

Chapter VIII  Site Facilities 

PART - IV   

Chapter I Milestones and Time Schedule 

Chapter II  Tender Forms (including Schedule of Prices) 

PART - V Drawings  

  

1.3.4 Sale and Subm ission  of Tender Docum ent  

 

1.3.4.1     Tender document can be viewed from DFCCIL's website www.dfccil.com, www.ireps.gov.in 

& Central Procurement portal eprocure.gov.in. Amendment(s) (if any) will be uploaded on 

DFCCIL website www.dfccil.com  and www.ireps.gov.in  only . For submitting the tender, the 

Tender documents and amendment(s) can be downloaded from the www.ireps.gov.in  by the 

registered tenderers only.  The details of registration and online tendering process is 

mentioned in Para 1.3.1 (iii) above. 

1.3.4.2 Clause appli cable  for  tender documents downl oaded from Inte rnet 

 

Tenderer/s  is/are  free to download tender documents at their own cost, for the purpose of 

perusal. Master copy of the tender document will be available in the office. After award  of 

the work, an agreement will be drawn up. The agreement shall  be prepared based on the 

master copy available in the office of General Manager/Coordination/DDU, DFCCIL , 

Manas Nagar Railway Colony, Pt Deen Dayal Upadhyay Nagar (Mughalsarai), Chandauli -

232101, Uttar Pradesh, India and not based on the tender documents submitt ed by the 

Tenderer. In case of any discrepancy between the tender documents downloaded from the 

internet and the master copy, later shall prevail and will be binding on the Tenderers. No 

claim on this account shall be entertained. 

 

1.3.4.3 Cost of Tender documents downloaded from internet  

 

For submitting the tender, the Tender documents and Amendment(s), if any, is/ are 

available on www.ireps.gov.in   and the same can be downloaded and used as tender 

documents for submitti ng the offer. The cost of the tender document is indicated in NIT.  

 

The cost of the tender document shall be deposited through e-payment mode at 

www.ireps.gov.in  only.  

 

In  case, tender  is not  accompani ed w i th  the cost of  the tender  document  as detai led 

above, tender w i ll  be summ ari ly rejected. 

 

http://www.dfccil.gov.in/
http://www.tenderwizard.com/DFCCIL
http://www.ireps.gov.in/
http://www.ireps.gov.in/
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1.3.4.4 Complete tender documents must be submitted online duly completed in all respect upto  

the scheduled date and time  mentioned in the Para 1.1.1 of Notice Inviting E -Tender . The 

òPacket-A (TECHNICAL  BID)ó will be opened  on the scheduled day and time and read 

out in the presence of such tenderer(s) as is/ are present. In case the intended date for 

opening of tenders is declared a holiday, the tenders will be opened on the next work ing 

day at the same time. Any modified date and time for submission of tenders shall be 

uploaded on DFCCIL website  www.dfccil.com  and  www.ireps.gov.in . The detail ed 

procedure of tender opening will be as per para1.3.5. 

 

1.3.4.5 Tender Document including , Financial Bid to be downloaded from website 

www.ireps.gov.in   and then, filled  (through digital signature) on the same website and not 

to be submitted in hard copy at all.  The financial bid (after filling the rates) should neither 

be scanned & uploaded, nor, the hard copy of the same should be submitted to the office of 

General Manager/Coordination /DFCCIL/ DDU   

 

1.3.4.6 Deleted.  

1.3.4.7 Each page of the tender papers is to be signed either physically or digitally by the tenderers 

or such person/ s on his/ their behalf that is/ are legally authorized to sign for him / them. 

 

1.3.4.8 Care in Submission of Tenders - 

 (a) (i) Before submitting a tender, the tenderer will be deemed to have satisfied himself by 

actual inspection of the site and locality of the works, that all conditions liable to be 

encountered during the execution of the works are taken into account with that the rates he 

enters in the tender forms are adequate and all inclusive to accord with the provisions in 

clause-37 of the Standard Conditions of Contract for the completion of works to the e ntire 

satisfaction of the Engineer. 

(ii)  Tenders will examine the various provisions of the Central Goods and Services Tax 

Act, 2017(CGST)/Integrated Goods and Services Tax Act, 2017(IGST)/Union Territory Goods 

and Services Tax Act, 2017(UTGST)/respective stateõs State Goods and Services Tax Act (SGST) 

also, as notified by Central/State Govt  & as amended from time to time and applicable taxes 

before bidding. Tenders will ensure that full benefit of Input Tax (ITC) likely to be availed by 

them is duly consid ered while quoting rates.  

(iii)  The successful tenderer who is liable to be registered under 

CGST/IGST/UTGST/SGST Act shall submit GSTIN along with other details required under 

CGST/IGST/UTGST/SGST Act to DFCCIL immediately after the award of contract, wit hout 

which no payment shall be released to the contractor. The contractor shall be responsible for 

deposition of applicable GST to the concerned authority.  

(iv)  In case, the successful tenderer is not liable to be registered under 

CGST/IGST/UTGST/SGST Act,  the DFCCIL shall deduct the applicable GST from his/their 

bills under reverse charge mechanism (RCM) and deposit the same to the concerned authority. 

1.3.4.9 Tenders containing erasures and/ or alterati on of the tender documents are liable to be rejected. 

Any correction made by Tenderer(s) in his/t heir entries must be attested by him/ them. Any 

interlineations, erasures, or overwriting shall be valid only if they are signed or initialled  by the 

person signing the bid.  

1.3.4.10 The bid submitted / received a fter the time and date fixed for receipt of Bids as set out in the 

documents are liable to be rejected. 

http://www.ireps.gov.in/
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1.3.4.11Conditional tenders are liable to be rejected straightway. DFCCIL reserves the right to reject 

such tenders summarily without assigning any reas ons whatsoever. In case tenderer/s still 

decides to have conditional offer, all such conditions are required to be listed separately and 

shall be supplemented by the details of exact financial implications, if applicable. DFCCIL will 

not take cognizance of any other conditions / variations from the tender stipulations mentioned 

at any other place in the tender documents. 

1.3.4.12 The bidder shall submit only one bid in the capacity of an individual or sole proprietor, 

partnership firm or company. Violation of this condition is liable to disqualify the tender in 

which bidder has participated and EMD of all such tenderers shall stand forfeited.  

1.3.4.13 Withdrawal of Tender : No tender can be withdrawn after  scheduled date and time of 

submission and during tend er validity period.         

1.3.5 Opening of  Tender: 

 

(a) Tender will be opened at the scheduled date and time  mentioned in the Para 1.1.1 

of N otice Inviting E -Tender in the office of General Manager/Coordination/DDU, 

DFCCIL , Manas Nagar Railway Colony, Pt Deen Dayal Upadhyay Nagar 

(Mughalsarai), Chandauli -232101, Uttar Pradesh, India in the presence of the tenderers 

or their  representati ves as may be present at the prescribed date and time. 

 

(b) Bid of the bidders shall be opened through process of e-tendering. The sequence of 

opening shall be: 

i) Cost of Tender Document Details 

ii)  Technical offer- Technical Bid (Packet-A)  

iii)  Financial offer- (On a later date after scrutiny/evaluation of Technical Bid)  

 

(c) ôTECHNICAL BID  (Packet - A)õonly of all  the tenderers shall  be opened and the 

contents there of i.e. qualification details shall  be read out.  

 

(d)  After the opening of òTECHNICAL BID ó (Packet-A) of all  the tenderers, these bids 

shall be scrutini zed and analyzed. If  found necessary  by the Employer, the tenderers 

shall  be asked to furnish clarifications and the Employer may also hold  discussions with  

the tenderers after giv ing due notice. The names of the tenderers whose bid are 

considered complete and meet eligibil ity criteria shall  be shortlist ed. 

 

(e)  The FIN ANCIAL BID  (PacketðB) shall  be opened on a subsequent date and time duly  

noti fied well  in advance. The Financial bids of only t hose tenderers shall be opened 

who are shortl isted after scrutiny of their  Technical bid.  The Financial bid of the tenders 

who do not qualify during scrutiny of Technical bid shall  not be opened and these shall  

be returned by the employer. The time of opening, date and venue shall  be advised to 

qualif ied tenderers well in  advance to enable them to depute their  representative. The 

earnest money of non-qualifying tenderers wil l be returned back within a reasonable 

period after completion of results of Technical bid.  

 

1.3.6 Consti tution of the Firm : 

 

1.3.6.1 Tenderer shall clearly specify whether the tender is submitted on his own or on behalf of  a 

partnership firm / Joint Venture (JV)  / Company . The tenderer(s) who is /  are constituents 

of the firm / Company, shall enclose self attested copies of the constitution of their concern, 
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Partnership Deed and Power of attorney along with their tender. Te nder documents in such 

cases shall be signed by such persons as may be legally competent to sign them on behalf of 

the firm /  company as the case may be. 

 

1.3.6.2 The tenderer shall give full details of the constitution of the Firm / JV / Company   and sha ll 

also submit following documents (as applicable), in addition to documents mentioned 

above: 

 

 (a) Sole Proprietorship Firm:  The tenderer shall submit the notarized copy of the 

affidavit.  

 

 (b) Partnership Firm : The tenderer shall submit self attested copies of (i) registered / 

notarized Partnership Deed and (ii) Power of Attorney duly authorizing  one or more of the 

partners of the firm or any other person(s), authorized by all the partners to act on behalf of 

the firm and to submit &  sign the tender, sign the agreement, witness measurements, sign 

measurement books, receive payments, make correspondences, compromise / settle / 

relinquish any claim (s) preferred by the firm, Sign "No claim Certificate", refer all or any 

dispute to arbitration and to take si milar action in respect of all tenders / contracts or said 

tender / contract.  

  

 (c) Joint Venture: The tenderer shall submit documents as mentioned in Clause 65 to 

GCC.  

 

 (d) Companies registered under Companies Act-1956: The tenderer shall submit (i) th e 

copies of Memorandum of Association (MOA)  and Articles of Association (AOA)  of the 

company; and (ii) Power of attorney duly registered / notarized by the company (backed  by 

the resolution of Board of Directors) in favour of the individual, s igning the tender on 

behalf of company.  

  

1.3.6.3 If it is mentioned in the tender  submission that it is being submitted on behalf of / by a sole 

Proprietorship Firm / Partnership Firm / Joint venture/ registered Company etc. but 

above-mentioned documents (as applicable) are not enclosed alongwith tender, the tender 

shall be summarily rejected. 

 

 If it is NOT mentioned in the tender  submission that it is being submitted on behalf of / by 

a Sole Proprietorship Firm / Partnership Firm / Joint Venture / Registered company etc., 

then the tender shall be treated as having been submitted by the individual who has 

signed the tender.  

 

 After opening of the tender, any document pertaining  to the constitution of the Firm / 

Joint Venture etc. shall neither be asked nor be entertained / considered by DFCCIL.  

 

1.3.6.4 A tender from Joint  Venture / Partnership  Firm etc. shall be considered only where 

permissible as per the tender conditions. 

 

1.3.6.5 The DFCCIL will not be bound by  any power of attorney granted by the tenderer or by 

changes in the composition of the Firm made  subsequent to the submission of tender. It 

may, however, recognize such power of attorney and changes after obtaining proper legal 

advice. 
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1.3.7 Val idity  of Tender: 

 

Tenderer shall  keep his offer open for a minimum period of 120 days from the date of 

opening of the Technical Bid of the tender or as mentioned in the Tender Noti ce. 

 

1.3.8 Earnest Money Deposit:  

  

 In terms of Rule 171 of GFRs 2017, no provisions regarding Earnest Money (or Bid Security) 

has been kept in this Tender. However, the tenderer shall provide Bid Security Declaration in 

the form as per Form No. 24.  

 

1.3.9 Execution  of Contract Agreement :- 

 

The successful tenderer, whose tender has been accepted by the competent authority of 

DFCCIL, will be  informed by the DFCCIL though a Letter of Acceptance (LoA). Letter of 

Acceptance after it is signed by the Contractor in token of his acceptance shall constitute a 

legal and binding contract between DFCCIL and the contractor till such time the contract 

agreement is signed.  

 

The Tenderer whose tender is accepted shall be required to appear in person at the office of 

General Manager/Coordination/DDU, DFCCIL , Manas Nagar Railway Colony, Pt Deen 

Dayal Upadhyay Nagar (Mughalsarai), Chandauli -232101, Uttar Pradesh, India or if a firm 

or corporation, a duly authorized representative shall so appear and execute the contract 

agreement within 30days after notice that the contract has been awarded to him. Failure to 

do so shall constitute a breach of the agreement affected by the acceptance of the tender in 

which case the full value of the earnest money accompanying the tender shall stand forfeited 

without prejudice to any other rights or remedies.  

 

In the event of any tenderer whose tender is accepted refuses to execute the contract 

agreement as here in before provided, DFCCIL may determine that such tenderer has 

abandoned the contract and there upon his tender and acceptance thereof shall be treated as 

cancelled and DFCCIL shall be entitled to forfeit the f ull amoun t of the Earnest Money. 

 

1.3.10 Security  Deposi t on Acceptance of Tend er: 

 

The Security  Deposit/rate  of recovery/ mode of recovery  on acceptance of tender shall  be as 

per the Para 16. (1) to 16.(3) of General Condit ions of Contract (GCC). 

 

1.3.11 Tendererõs Address 

 

The tenderer should  state in the tender his postal address legibly  and clearly. Any 

commun ication sent in time, to the tenderer by post at his said address shall  be deemed to 

have reached the tenderer duly and in time. Important documents should  be sent by 

registered post. 

 

1.3.12 Right of  DFCCIL  to Deal  w ith Tenders 

 

(a) The DFCCIL reserves the right of not to invite tenders for any of DFCCIL work or works 

or to invite open or l imited tenders and when tenders are called to accept a tender in 

whole or in part  or t o  reject any tender or all t enders without assigning reasons for 
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any such action. 

 

(b)  The authority f or the acceptance of the tender will  rest with  the DFCCIL. It shall  not be 

obligatory on the said  authority  to accept the lowest tender or any other tender and no 

tenderer(s) shall  demand any explanation for the cause of rejection of his/t heir t ender 

nor the DFCCIL undertake to assign reasons for declining to consider or reject any 

particular tender or tenders. 

 

1.3.13 (i)  El igibi l i ty Cri teria 

 

(A):  Technical Eligibility  Crit eria  

Criteria  Compl iance Requir ement 
 

Docum ents 

Requirement  Single  
Enti ty 

Joint venture Submi ssion  
Requir ements 

(i)  The tenderer /JV firm or Lead 

Member of JV firm  must   have   

satisfactorily   completed     at   least   

one single work   in last five (05)  

previous   financial years  and   the   

current   financial   year    upto   the   

date   of submission   of   tender,   

of  construction   of  Bridge/Viaduct 

of Railway/Metro Railway/ Roads  

of   value  Rs.  104 Crores (Rs One 

Hundred and Four Crores) or   

more (excluding   cost   of   

approach embankment) , 

AND  

Must meet 

requirement 

 

Existing JV - 

Must m eet 

requ iremen t.  

 

Or  

 

Lead 

Member  of 

proposed JV -

Must meet 

requ iremen t  

 

The tenderer shall 

submit the 

completion 

certificates / certified 

completion 

certificates from the 

client(s) and or 

Photocopies of 

original certificates of 

client.  

 

(ii)  

 

 

The tenderer /JV firm or any Member 

of JV firm must   have   satisfactorily   

completed   in   last   five (05) 

previous   fi nancial   years   and   the   

current   financial  year   upto   the   

date   of   submission   of   tender, a 

work of Fabrication , Erection and 

Launching of one single span of 60m 

or more of steel open web girder/ 

plate girder/ comp osite girder / bow 

string girder for Railway/Metro 

Railway / Road Bridge s  

Must meet 

requirement 

 

 

 

 

 

 

 

 

Existing JV - 

Must m eet 

requ iremen t.  

 

 

Or  

 

Any Member  

of proposed 

JV-Must meet 

The tenderer shall 

submit the 

completion 

certificates / certified 

completion 

certificates from the 

client(s) and or 

Photocopies of 

original certificates of 

client.  
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   Note:  

1. The work having component of  

fabrication , erection and launching 

of Open Web /Plate Steel 

Girder/ Composite Girder/ Bow 

String Girder for Railway/Metro  

Railway/  Road Bridge can be a 

separate work  or same as (i) 

above.  

 requ iremen t  

 

Note:  

1. For Technical Eligibility Criterion 1.3.13 (i) A(i), value of completed work  done by a member in 

an earlier JV Firm shall  be reckoned only  to the extent of the concerned memberõs share in that JV 

firm for the purpose of sati sfying his / her compliance to the above mentioned technical eligibil ity  

criteria in the tender under consideration. 

2. For Technical Eligibility Criterion 1.3.13 (i) A(ii), completion of fabrication, erection and 

launching of steel bridge span work, not necessarily the entire contract work, is essential. If 

number of completed spans is one, the completed span length of a work by a member in an 

earlier JV firm shall be reckoned only to the extent of the concerned memberõs share in that JV 

firm. If number of completed spans  are more than one, only spans longer than 60m will be 

considered and the completed number of spans of a work  by a member in an earlier JV firm shall 

be reckoned only to the extent of the concerned memberõs share in that JV firm.   

3. In case the tenderer/s is a partnership fir m, the work experience shall be in the name of 

partnership f irm only.  

 

(B): Financial  El igib i l i ty Cri teria  

 

Criteria  Compl iance Requir ement  Docum ents 

Requir ement  Single  

Enti ty 

Joint Venture 

 

Submi ssion Requir ements 

The contractual payments received by 

the tenderer / JV firm or the arithmetic 

sum of contractual payments received 

by all the members of the JV firm in the 

previous three financial year and the 

current financial year up to the date of 

submission of tender shall be at least 

150% of advertised value of tender.  

Must meet 

Requirement 

Must meet 

requirement 

 

TDS certi ficates/ Audited 

balance sheets and or 

Photocopies of TDS 

certificates/Audited Balance 

sheets clearly indicating the 

contractual amount received.  

 

Note: 

1 . Contractual payments received by a Member in an earlier JV firm shall be reckoned only  

to extent of the concerned memberõs share in that JV Firm for the purpose of sati sfying 

compliance of the above mentioned financial eligibility criteria in tender for considerations . 

2. In case the tenderer/s is a partnership firm, the turnover etc shall be in the name of 

partnership firm only.  

 

1.3.13 (ii)  Credentials of Tenderer 
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The tenderer shall  provide satisfactory evidence in support of their technical and financial 

eligibility, which are  acceptable to DFCCIL, as follows: 

 

(a) For Technical eligibil ity  criteria, the details wil l be submitt ed in Form No.2A along with  

supporting  documents. 

 

(b) For Financial eligibil ity criteria, the details will  be submitt ed in Form No. 2B along with 

supporting  documents. 

 

(c)  The tenderer shall submit the completion cer tificates/certified completion certificates from 

the client(s) or Photocopies of original certificates of client. T hese certi ficates should  indicate the 

details of works carried out and successful commissioning of similar type of work executed by the 

tenderer. Completion certificate from Govt. Organization /PSUs/Public Limited Company will be 

accepted. The certificate from Private individual  / Private Company for whom such works are 

executed shall not be accepted. In case, the work is executed for Public Limited Company, copy of 

work order, bill of Quantity, TDS certificate payments received and copy of final/last bill paid by 

client shall be submitted. 

 

The following will  be applicable for evaluating the eligibil ity : 

 

(i) Similar nature of work physically co mpleted within the qualifying period, i.e. last 05 (five) 

financial year and current financial year (even though the work might have commenced 

before the qualifying period) shall only be considered in evaluating the eligibility . 

 

(ii)  The total value of similar nature of work  completed during the qualifying period and 

not the payment received within qualifying period alone shall  be considered. In case, 

the final bill of similar nature of work  has not been passed and final measurements 

have not been recorded, the paid  amount incl uding statutory deductions is to be 

considered. If f inal measurements have been recorded and work has been completed 

with  negative variati on, then also the paid amount including statutory deductions is to 

be considered. 

 

However, if  final measurements have been recorded and work  has been completed with  

positive variati on but variation has not been sanctioned, original contract agreement 

value or last sanctioned contract agreement value whichever is lower, shall be 

considered for judging eligibil ity. 

 

(iii)   As proof of sufficient f inancial capacity  and organizational resources, contractor should 

have received total payments against satisfactory execution of all  completed / on-going 

works of all  types (not confined to only similar works) during the last three financial 

years and in t he current financial year (up to the date of submission of the tender) of a 

value not lessthan150% of advertised tender value. 

 

(iv)  Tenderer shall submit  a statement of contractual payments received during last three 

financial years and current financial year on the prescribed Performa as per Form No. 

2B. The details shall  be based on the form16-A issued by the employer i.e. the cert ificate 

of deduction of tax at source as per Income Tax Act1961. The photocopies of Form 16-

A shall  be enclosed du ly  attested by Notary Public with  seal and Notarial Stamp there 

on or a certi ficate from auditor or audited balance sheet cert ified by Chartered 
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Accountant clearly indicating the contractual amount received duly attested by Notary  

Public with  seal and Notarial Stamp thereon. 

 

(v)  The tenderer shall  be considered disqualifi ed/i n-eligible if:  

 

(a) The Tenderer or any of its partners and/ or subcontractors included in the tender 

has been banned for business with Minist ry of Railways/DF CCIL along with  any 

of its attached and subord inate offices through an order issued by Ministry  of 

Railways as per l ist available on Website 

(http:/ / www.indianrailways.gov.in/rai lwayboard)  of Railway Board pertaining 

to banning of Business, with t he banning being valid as on the date of submission 

the Tender. 

 

(b) The Tenderer or any of its partners has suffered bankruptcy / i nsolvency or it  is 

in the process of winding-up or there is a case of insolvency pending before any 

Court  on the deadline of submission of application. 

 

(vi)  For the purposes of conversion of foreign currency to Indian rupees (INR) Bank 

Currency (BC) selling exchange rates as published by State Bank of India on the date 28 

days prior to date of submission of tender shall be used. For few of the currencies where 

BC selling rates are not published by SBI or reserve bank of India, the exchange rate 

may be obtained from website- http://www.oanda.com/currency/historical -rates or 

http://www.xe.com.  

 

(vii)  For the purpose of evaluation of proposals, all values given in INR in eligible 

qualification criteria and the values provided by the applicants in the prop osal in the 

currencies other than INR shall be converted into one i.e. INR as per exchange rate 

mentioned in para (vi) above.  

 

1.3.13 (iii)  System of Verification of Tendererõs Credential: 

 
1.      For the works tenders, it has been decided to adopt the affidavit -based system of 

credential verification. The tenderer shall submit along with the tender document, 

documents in support of his/their claim to fulfill the eligibility criteria as mentioned 

in the tender document. Each page of the copy of documents/cert ificates in support 

of certificates submitted by the tenderer, shall be selfðattested/ digitally signed by 

the tenderer or authorized representative of the tendering firm. Self ðattestation 

shall include signature, stamp and date (on each page).  

2.      The tenderers shall submit a notarized affidavit on a non -judicial stamp paper 

stating that they are not liable to be disqualified and all their statements/documents 

submitted alongwith bid are true and factual. Standard format of the affidavit to be 

submitted  by the bidder is enclosed as Form-22. Non submission of an affidavit by 

the bidder shall result in summary rejection of his/their bid. And it shall be 

mandatorily incumbent upon the tenderer to identify, state and submit the 

supporting documents duly self  attested by which they/he is qualifying the 

Qualifying Criteria mentioned in the Tender Document. It will not be obligatory on 

the part of Tender Committee to scrutinize beyond the submitted document of 

tenderer as far as his qualification for the tender is concerned. 

3.      The DFCCIL reserves the right to verify all statements, information and documents 

submitted by the bidder in his tender offer, and the bidder shall, when so required 

http://www.indianrailways.gov.in/railwayboard
http://www.oanda.com/currency/historical-rates
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by the DFCCIL, make available all such information, evidence and docume nts as 

may be necessary for such verification. Any such verification or lack of such 

verification, by the DFCCIL shall not relieve the bidder of its obligations or liabilities 

hereunder nor will it affect any right of the DFCCIL thereunder. 

4.     In case of any wrong information submitted by tenderer, the contract shall be 

terminated, Earnest Money Deposit (EMD), Performance (PG) and Security Deposit 

(SD) of contract forfeited and agency barred for doing business on entire DFCCIL 

for 5(five) years. 

 

1.3.14  Period  of  Compl eti on 

 

The enti re work  is required to be completed in all  respects within 24 months (Twenty Four 

months) from the date of issue of the acceptance letter . Time is the essence of contract. The 

contractor shall be required to maintain steady and regular progress to the satisfaction of 

the Engineer to ensure that the work  will  be completed in all  respects within the stipulated 

time. 

 

1.3.15 Pre-Bid Meeting  

A pre-bid meeting has been planned. Tenderer should give their queries in writing at least 3  

days prior to Pre-bid meeting. All interested firms / contractors may attend the Pre -bid 

conference. DFCCIL response to queries will be posted on the DFCCILõs website 

www.dfccil. com. Non-attendance at the pre-bid conference will not be a cause for 

disqual ification of the bidder. All communication between the Employer and the tenderer 

shall be in writing.  

 

For the purposes of seeking clarification, the Employer's address is:   

 

General Manager/Coordination/DDU, DFCCIL ,  

Manas Nagar Railway Colony,  

Pt Deen Dayal Upadhyay Nagar (Mughalsarai),  

Chandauli -232101, Uttar Pradesh, India  

Mobile: +917897412000  

Email address: ajitmishra @dfcc.co.in 

 

The Pre-Bid Meeting shall also be organised through video -conference or virtual platform for 

which details will be u ploaded on websites www.ireps.gov.in   and www.dfccil.com  prior to 

scheduled date. 

 

1.3.16 If the Tenderer/s deliberately  gives any wrong information about credentials/ documents in 

his/  their t enders and thereby create(s) circumstances for acceptance of his/ their  tender, 

DFCCIL reserves the right to reject such tender at any stage, besides, shall suspend business 

with such tenderer.  The EMD of such tenderers shall  also be forfeited. 

 

1.3.17 Deleted 

 

1.3.18 Quantum of  work  and materials: 

 

The indicative schedule of quanti ties of various items of works is included in  Form ð 3 and 

Form- 4 of the tender documents. 

 

http://www.ireps.gov.in/
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1.3.19   Emplo yer not  bound to accept  any tender: 

 

The employer shall  not be b o u n d  to accept the lowest or any tender or to ass ig n any 

reason for non-acceptance or rejection of a tender. The employer reserves the right to accept 

any tender in respect of the whole or any portion  of the work  specified in the tender papers 

or  to reduce the work  or to accept any tender for less than the tendered quantiti es without 

assigning any reason whatsoever.  

 

1.3.20 Schedule  of  Prices 

 

The Form-3 and Form-4 of Part-IV, Chapter-II of BID DOCUMENTS  l is ts out the Schedule 

of Prices for various it ems. Based on these, the total tender value has also been worked out. 

 

1.3.21 Perf ormance Guarantee: Refer relevant clause of GCC.  

 

1.3.22 The tenderer shall f urnish i nformation for making payment through ECS/ NEFT / RTGS 

(Tender Form No. 8 placed at Part IV of the tender documents). 

 

 

1.3.23  Negotiation:  

 

Should DFCCIL decide to negotiate with a view to bring down the rates, the tenderer called 

for negotiations should furnish the following form of declaration before commencement of 

negotiations? 

"I................................................................. do declare that in the event of failure of contemplated 

negotiations relating to Tender No............................................... dated ............................my 

original tender shall remain open for acceptance on its original terms and conditions,".  

 

1.3.24  Site Inspection:  

 

Tenderers are requested to inspect the site and carry out careful examination to satisfy 

them as to the nature of work involved and facilities available at the site. They should note 

carefully all t he existing structures and those under construction through other agencies. 

They should also study the suitability of utilizing the different equipments and the 

machinery that they intend to use for the execution of the work. The tenderers should also 

select suitable sites for the purpose of locating their store yard, laboratory, staff quarters 

etc., and satisfy themselves with regard to the feasibility of transporting the girders, etc. 

from the yard to the final site of placement etc.  

 

1.3.25 No form C & D shal l  be issued to the contractor for this  work . 

 

1.3.26 Preliminary examination of bids  

a) The DFCCIL shall examine the bids to determine whether they are complete, whether any 

computational errors have been made, whether the documents have been properly signed and 

whether the bids are generally in order.  

b) Arithmetical errors shall be rectified on the following basis if found.  If there is a discrepancy 

between the unit price and the total price, which is obtained by multiplying the unit price and 

quantity, or between subtotals and the total price, the unit or subtotal price shall prevail, and 

the total price shall be corrected.   
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c) The rates should be quoted in figures as well as in words. If there is variati on between rates 

quoted in figures and in words, the rate quoted in ôwordsõ shall be taken as correct. If more 

than one or improper rates are tendered for the same item, the tender is liable to be rejected.  

d) Prior to the detailed evaluation, DFCCIL shall determine whether each bid is of acceptable 

quality, is generally complete and is substantially responsive to the bidding documents.  For 

purposes of this determination, a substantially responsive bid is one that conforms to all the 

terms, conditions and specifications of the bidding documents without material deviations , 

objections, conditionality or reservation. A material deviation, objections, conditionality or 

reservation is one:   

a. That affects in any substantial way the scope, quality or Performance of the contract.   

b. That limits in any substantial way, inconsistent  with the bidding documents, the 

DFCCILõs rights or the successful Bidderõs obligations under the contracts; or   

c. Whose rectification would unfairly affect the competitive position of other Bidders who 

are presenting substantially responsive bids. 

e) If a bid  is not substantially responsive, it shall be rejected by the DFCCIL.  

f) In case of tenders containing any conditions or deviations or reservations about contents of 

tender document. DFCCIL can summarily reject such tender.  

 

1.3.27 Evaluation and comparison  of tenders  

In case of open tenders, bids, which are determined as substantially responsive, shall be 

evaluated based on criteria as given in Eligibility  Criteriaó and as given in Notice Inviting E-

Tender. The tenderer must submit all necessary authentic data with necessary supporting 

certificates of the various items of evaluation criteria failing which his tender is liable to be 

rejected.  

1.3.28 Canvassing  

No tenderer is permitted to canvass to DFCCIL on any matter relating to this tender.  Any 

tenderer found doing so may be disqualified and his bid may be rejected.  

1.3.29 Award of Contract   

1. DFCCIL shall notify the successful tenderer in writing by a Registered Letter/Courier/Speed 

Post/Email or through bearer that his tender has been accepted.  

2. Letter of Acceptance after it is signed by the Contractor in token of his acceptance shall 

constitute a legal and binding contract between DFCCIL and the contractor till such time the 

contract agreement is signed.  

 

1.3.30 Understanding and Amendments of Tender  Documents:  

1. The bidder must own all responsibilities and bear all cost for obtaining all the information 

including risks, contingencies & other circumstances in execution of the work.  It shall also 

carefully read and understand all its obligations & liabi lities given in tender documents.  

2. The bidder is advised to visit and examine the site where the work is to be executed and its 

surroundings or other areas as deemed fit by the bidder and should obtain at his own cost all 

information that may be necessary for preparing the bid and execution of the contract.  The cost 

of visiting the site and collecting relevant data shall be at the bidderõs own expenses.  It is a 

condition of the tender that the tenderer is deemed to have visited the site and satisfied himself 

with all the conditions prevailing including any difficulties for executing the work.   
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3. At any time prior to the deadline for submission of bids, DFCCIL may for any reason whether 

at its own initiative or in response to any request by any prospective b idder amend the bidding 

documents by issuing Amendment , which shall be part of the Tender documents.     

4. DFCCIL may at its discretion extend the deadline for submission of the bids at any time before 

the time of submission of the bids. 
 

1.3.31 Provision fo r medium & small enterprises (MSE):  

As mandated by Railway Board Letter No. 2010/RS (G)/363/1 dated 05.07.2012 (RBS No. 4/2012), in 

compliance to public procurement policy, following provisions are included for Medium & Small 

Enterprises (MSE) in the tender document:  

1. Tender sets shall be provided free of cost to MSEs registered with the listed agencies for the 

item tendered. 

2. MSEs registered with the listed agencies for the item tendered will be exempted from payment 

of Earnest Money. 

3. (I) MSEs who are interested in availing themselves of these benefits will enclose with their offer 

the proof of their being MSE registered with any of the agencies mentioned in the notification 

of Ministry of MSME indicated below:  

(i) District industries Centres  

(ii)  Khadi and Village In dustries Commission  

(iii)  Khadi and  Village Industries Board  

(iv)  Coir Board 

(v) National Small Industries Corporation  

(vi)  Directorate of Handicraft and Handloom  

(vii)  Any other body specified by Ministry of MSME.  

(II) The MSEs must also indicate the terminal validity date of th eir registration.  

Falling (I) & (II) above, such offers will not be liable for consideration of benefits 

detailed in MSE notification of Government of India dated 23.03.2012. 

4. Definition of MSEs owned by SC/ST is as give below:  

(i) In case of proprietary MSE, proprietors (s) shall be SC/ST. 

(ii)  In case of partnership MSE, the SC/ST partners shall be holding at least 51% 

shares in the unit. 

(iii)  In case of Private Limited Companies at least 51% share shall be held by SC/ST 

promoters. 

5. All bidders registered under Micro, Sm all and Medium Enterprises (MSMEs) shall have to 

satisfy the eligibility criteria at par with other bidders. There shall not be any relaxation in 

eligibility criteria/tender process or other tender requirements and L -1 price. 
 

6. The above facilities shall no t be applicable for the items for which they are not registered .  
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7. The tenderer (s) shall submit copy of current and valid MSMEs registration certificate inclusive 

of all the pages showing the category of entrepreneur ð whether the registered firm is owned  by 

General or SC/ST entrepreneurs, monetary limit of their registration for the items tendered to 

avail the benefits under the policy. The MSMEs shall also submit a copy of òEntrepreneurõs 

Memorandum (Part -II)ó of the concerned district centre where the unit is established.  
 

8. Registration of Udyog Aadhar Memorandum (UAM):  All Micro, Small and Medium 

Enterprises (MSMEs) bidders are required to declare UAM Number on CPPP /www. 

ireps.gov.in failing which such bidders will not be able to enjoy the benefits as per Public 

Procurement Policy for tenders invited electronically through CPPP /www. ireps.gov.in  

 

******** 
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PART - I  

CHAPTER IV  

 

GENERAL CON DITI ONS OF CON TRACT 

 

DEFINI TIONS AND  INTERPRETATION  

 

1. (1)      Definition: -In these General conditions of Contract, the following terms shall have  the meaning 

assigned hereunder except where the context otherwise requires:- 

(a) òRailwayó  shall  mean  the  President  of  the  Republic  of  India  or  the Administrative Officers 

of the Railway / DFCCIL or of the Successor Railway/DFCCIL authorized to deal with any 

matter which these presents are concerned on his behalf.  

 

(b) òGeneral Manager of Railwayó shall mean the officer - in-charge of the General Superintendence 

and Control of the Railway and shall mean and include their successors, of the successor 

Railway  and shall also include Managing Director/ Director of DFCCIL ; 

 

(c) òChief Engineeró shall mean the officer - in-charge of the Engineering Department of Railway 

and shall also include Chief Engineer (Construction), Chief Signal and Telecommunication 

Engineer, Chief Signal and Telecommunication Engineer (Construction), Chief Electrical 

Engineer, Chief Electrical Engineer (Construction) and shall also include 

GGM/ CGM/ GM/ CPM of DFCCIL.  

 

(d) òDivisional Railway Manageró shall mean the Officer in-charge of a Division of the Railway and 

shall also mean any officer nominated by òRailway" and shall mean and include their successors 

of the successor Railway. 

 

(e) òEngineeró and Employerõs Engineer shall mean the Chief Project Manager/Chief General 

Manager/ General Manager (Coordination)  of DFCCIL / PMC appointed by DFCCIL.  

 

(f) òEngineerõs Representativeó shall mean the Assistant Engineer, Assistant Signal and 

Telecommunication Engineer and Assistant Electrical Engineer, APM / PM /Dy. CPM / Add. 

CPM of DFCCIL in direct charge of the work and shall include any Sr. Sec. / Sec / Jr. Engineer / 

Executive / Sr. Executive, APM/PM / Dy. CPM of DFCCIL of Civil Engineering / Signal & 

Telecommunication Engineering / Electrical Engineering Department appointed by the Railway 

/ DFCCIL and shall mean and include the Engineerõs Representative of the PMC appointed by 

Railway/DFCCIL.  

 

(g) òContractoró shall mean the person / Firm / Company / JV whether incorporated or not who 

enters into the contract with the DFCCIL and shall include their executors, administrators, and 

successors and permitted assigns. 

 

(h) òContractorõs authorised engineeró shall mean a graduate engineer having more than 3 years 

experience in the relevant field of construction work involved in the contract, duly approved by 

Engineer. 

 

 



 
MGS/EN/RFO/SSM/295/2020 

Page 38 of 242 

Signature of Tenderer (s) with Seal 

(i) òContractó shall mean and include the Agreement of Work Order, the accepted schedule of rates 

of the Schedule or Rates of Railway / DFCCIL modified by the tender perce ntage for items of 

work quantified, or not quantified, General Conditions of Contract, Special Conditions of 

Contracts, if any, Drawings, Specifications, Additional / Special Specifications, if any and tender 

forms, if any, and all other documen ts included  as part of contract. 

 

(j) òWorksó shall mean the works to be executed in accordance with the contract. 

 

(k) òSpecificationsó shall mean the Specifications for materials and works referred / mentioned in 

tender documents. 

 

(l) òSchedule of rates of Railwayó shall mean the schedule of rates issued under the authority of the 

Chief Engineer from time to time and shall also includes Rates specified in tender document. 

 

(m) òDrawingó shall mean the maps, drawings, plans and tracings or prints there of annexed to the 

contract and shall include any modifications of such drawings and further drawings as may be 

issued by the Engineer from time to time.  

 

(n) òConstructional Planó shall mean all appliances or things of whatsoever nature required for the 

execution, completion or maintenance of the works or temporary works (as hereinafter defined) 

but does not include materials or other things intended to form or forming part of the 

permanent work.  

 

(o) òTemporary Worksó shall mean all temporary works of every kind required for the execution 

completion and/or maintenance of the works.  

 

(p) òSiteó shall mean the land and other places on, under, in or through which the works are to be 

carried out and any other lands or places provided by the Railway/DFCCIL for the purpose of 

the Contract. 

 

(q) òPeriod of Maintenanceó shall mean the defect liability period (DLP) from the date of 

completion  of the works as certified by the Engineer. 

 

(r) òBidó or òTenderó, òBidderó or òTendereró wherever appearing in this document  shall have the 

same and interchangeable meaning  

 

1. (2)  Singular  and Plural :-  Words  importing   the  singular  number  shall also include the plural 

and vice versa where the context requires. 

1.(3) Headings & marginal headings: -The headings and marginal headings in these general 

conditions are solely for the purpose of facilitating reference and shall not be deemed to be part 

thereof or be taken into consideration in the interpretation or construction thereof or the 

contract. 
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GENERAL OBLIGATIO N  

2.(1)  Execution Co-relation and intent of contract Do cuments:-The contract documents shall be signed 

in triplicate by the DFCCIL and the Contractor. The contract documents are complementary, and 

what is called for by any one shall be as binding as if called for by all, the intention of the 

documents is to include all labour and materials, equipments and transportation necessary for the 

proper execution of work. Materials or work not covered by or properly inferable from any 

heading or class of the specifications shall not be supplied by the DFCCIL to the contractors 

unless distinctly specified in the contract documents. Materials or works described in words 

which so applied have a well known technical or trade meaning shall be held to refer to such 

recognized standards. 

 

2.(2) If a work is transferred from the  jurisdiction of one Railway to another Railway or to a Project 

Authority/DFCCIL or vice versa while contract is in subsistence, the contract shall be binding on 

the Contractor and the Successor Railway/Project in the same manner & take effect all respects as 

if the Contractor and the Successor Railway/Project were parties there to from the inception and 

the corresponding officer or the Competent Authority in the Successor Railway/Project will 

exercise the same powers and enjoy the same authority as conferred to the Predecessor 

Railway/Project under the original contract/agreement entered into.  

2.(3) If for administrative or other reasons the contract is transferred to the Successor 

Railway/Successor Project Authority of DFCCIL the contract shall not withsta nding any things 

contained herein contrary there to, be binding on the Contractor and the Successor Railway 

/Project Authority/ DFCCIL in the same manner and take effect in all respect as if the Contractor 

and the Successor Railway/ successor Project Authority of DFCCIL had been parties thereto from 

the date of this contract. The contract shall be Administered/Managed by 

GGM/ CGM/ GM/CPM/nominated by DFCCIL.  

3.(1)  Law governing the contract: -The contract shall be governed by the law for the time being in for ce 

in the Republic of India.  

3.(2)  Compliance to regulations and bye -laws:-The contractor shall conform to the provision of any 

statute relating to the works and regulations and by -laws of any location authority and of any 

water and lighting companies or undertakings, with whose system the work is proposed to be 

connected and shall before making any variation from the drawings or the specifications that may 

be necessitated by so confirming give to the Engineer notice specifying the variation proposed to 

be made and the reasons for making the variation and shall not carry out such variation until he 

has received instructions from the Engineer in respect thereof. The contractor shall be bound to 

give all notices required by statute, regulations or bye -laws as aforesaid and to pay all fees and 

taxes payable to any authority in respect hereof. 

4.  Communications to be in writing: - All notices, communications, reference and complaints 

made by the DFCCIL or the Engineer or the Engineerõs representative or the contractor inters 

concerning the work shall be in writing and no notice, communication, reference or complaint 

not in writing shall be recognized.  

5. Service of Notices on Contractors: -The contractor shall furnish to the Engineer the name 

designation and address of his authorized agent and all complaints, notices, communications 

and references shall be deemed to have 

 



 
DDU -EN-RFO-DDU -322-2020 

 

Page 40 of 242 

Signature of Tenderer (s) with Seal 

been duly given to the contractor if delivered to the contractor or his authorized agent or left 

at or posted to the address so given and shall be deemed to have been so given in the case of 

posting on day on which they would have reached such address in the ordinary course of post 

or on the day on which they were so delivered or left. In the case of contract by partners, any 

change in the constitution of the firm shall be forthwith notified by the contractor to the 

Engineer. 

6.  Occupation and use of land: - No land belonging to or in the possession of the Railway / DFCCIL 

shall be occupied by the Contractor  without the permission of the Railway / DFC CIL. The 

Contractor shall not use, or allow to be used, the site for any purposes other than that of executing 

the works. Whenever non-railway bodies / persons are permitted to use railway premises with 

competent authorityõs approval, conservancy charges as applicable from time to time may be 

levied. 

7. Assignment or subletting of contract: - The contractor shall not assign or sublet the contract or 

any part thereof or allow any person to become interested therein any manner whatsoever 

without the special pe rmission in writing of the DFCCIL. Any breach of this condition shall 

entitle the DFCCIL to rescind the contract under clause 62 of these conditions and also render the 

contractor liable for payment to the DFCCIL in respect of any loss or damage arising or  ensuing 

from such cancellation.  Provided always that execution of the details of the work by petty 

contractor under the direct and personal supervision of the Contractor or his agent shall not be 

deemed to be sub-letting under this clause. The permitted subletting of work by the contractor 

shall not establish any contractual relationship between the sub-contractor and the DFCCIL and 

shall not relieve the contractor of any responsibility under the contract.  

8. Assistance by the DFCCIL for the Stores to be obtained by the Contractor: - Owing to difficulty in 

obtaining certain materials (including Tools & Plant) in the market, the  DFCCIL may have agreed 

without any liability therefore to endeavor to obtain or assist the contractor in obtaining the 

required quantities of such materials as may be specified in the tender. In the event of delay or 

failure in obtaining the required quantities of the aforesaid material the contractor shall not be 

deemed absolved of his own responsibility and shall keep in touch with day to day positions 

regarding their availability and accordingly adjust progress of works including employment of 

labour and the DFCCIL shall not in any way be liable for the supply of materials or for the non -

supply thereof for any reasons whatsoever nor for any loss or damage arising in consequence of 

such delay or no supply.  

9. Deleted  

 

10. Carriage  of  materials: - No  forwarding orders  shall  be  issued  by  the DFCCIL for the 

conveyance of contractorõs materials, tools and plant by Rail which may be required for use in the 

works and the contractor shall pay full freight charges at public tariff rates therefore.  

 

11. Deleted 

 

12. Representation on Works: -The contractor shall, when he is not personally present on the site of 

the works place and keep a responsible agent at the works during working hours who shall on 

receiving reasonable notice, present himself to the Engineer and orders given by the Engineer or 

the engineerõs representative to the agent shall be deemed to have the same force as if they had 

been given to the Contractor. Before absenting himself, the contractor shall furnish the name and 

address of his agent for the purpose of this clause and failure on the part of the Contractor to 
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comply with this provision at any time will entitle the DFCCIL to rescind  the contract under 

clause 62 of these conditions. 

 

13.  Relics and Treasures:-All gold, silver, oil and other minerals of any description and all precious 

stones, coins, treasures relics antiquities and other similar things which shall be found in or upon  

the site shall be the property of the DFCCIL and the Contractor shall duly preserve the same to 

the satisfaction of the DFCCIL and shall from time to time deliver the same to such person or 

persons as the DFCCIL may appoint to receive the same. 

14. Excavated material: -The contractor shall not sell or otherwise dispose of or remove except for the 

purpose of this contract, the sand, stones, clay, ballast, earth, rock or other substances or materials 

which may be obtained from any excavation made for the purp ose of the works or any building 

or produced upon the site at the time of delivery of the possession thereof but all the substances, 

materials, buildings and produce shall be the property of the DFCCIL provided that the 

contractor may, with the permission of the Engineer, use the same for the purpose of the works 

either free of cost or pay the cost of the same at such rates as may be determined by the Engineer. 

15. Indemnity  by  Contractors:- The contractor shall indemnify  and save 

harmless the Railway/DFCCI L from and against all actions, suit proceedings losses, costs, 

damages, charges, claims and demands of every nature and description brought or recovered 

against the Railways /DFCCIL by reason of any act or omission of the contractor, his agents or 

employees, in the execution of the works or in his guarding of the same. All sums payable by way 

of compensation under any of these conditions shall be considered as reasonable compensation to 

be applied to the actual loss or damage sustained, and whether or not any damage shall have 

been sustained. 

16.(1)  Security Deposit: - The Earnest Money deposited by the Contractor with his tender will be 

retained by DFCCIL as part of security for the due and faithful fulfilment of the contract by the 

Contractor.  The part of EMD shall be returned to Contractorõs account after submission of 

required Performance Guarantee. The Security Deposit shall be 5% of the contract value. 

Security Deposit may be deposited by the Contractor before release of first on account bill in 

cash or Term Deposit Receipt issued from Nationalised / Scheduled Commercial Bank, or may 

be recovered at the rate of 06% of the bill amount till the full Security Deposit is recovered. 

Provided also that in case of defaulting Contractor, the DFCCIL may retain any amount due for 

payment to the Contractor on the pending "on account bills" so that the amounts so retained 

(including amount guaranteed through Performance Guarantee) may not exceed 10% of the 

total value of the contract. 

Further, in case of contracts having value equal to or more than  50 crore (Rs Fifty crore) the 

Security Deposit may be deposited as Bank Guarantee Bond also, issued by a Nationalised / 

Scheduled Commercial bank after execution of contract documents, but before payment of 1st 

on account bill. The validity of Bank Guarantee Bond shall be atleast 60 days beyond the date of 

completion of the contract. Provided further that the validity of Bank Guarantee Bond shall be 

extended from time to time, depending upon extension of contract granted  in terms of Clause 

17 of the Standard General Conditions of Contract. Format for Bank Guarantee is similar to 

Tender Form-19 placed at Part-IV of Tender Document .  

Further, in case Security Deposit has been submitted as Term Deposit Receipt/Bank Guarantee 

Bond in full amount, the Earnest Money deposited by the Contractor with his tender will be 

returned by DFCCIL.  



 
DDU -EN-RFO-DDU -322-2020 

 

Page 42 of 242 

Signature of Tenderer (s) with Seal 

Note: After the work is physically completed as certified by competent authority, Security 

Deposit recovered from the running bills of a Contrac tor can be returned to him, if he so 

desires, in lieu of Term Deposit Receipt/irrevocable Bank Guarantee for equivalent amount 

from Nationalised / Scheduled Commercial Bank, to be submitted by him.  

16.(2)(i)  Refund of Security Deposit:  Security Deposit mentioned in sub clause (1) above shall be 
returned to the Contractor along with or after, the following:  

(a) Final Payment of the Contract as per clause 51.(1) and 

(b) Execution of Final Supplementary Agreement or Certification by Engineer that DFCCIL has 

No Claim  on Contractor and 

(c) Maintenance Certificate issued, on expiry of the maintenance period as per clause 50.(1), in 

case applicable.  

 

16.(2)(ii)  Forfeiture of Security Deposit:  Whenever the contract is rescinded as a whole under clause 62 

(1) of GCC, the Security Deposit already with DFCCIL under the contract shall be forfeited. 

However, in case the contract is rescinded in part or parts under clause 62 (1) of GCC, the 

Security Deposit shall not be forfeited.  

16.(3) No interest shall be payable upon the Earnest Money and Security Deposit or amounts payable 

to the Contractor under the Contract, but Government Securities deposited in terms of Sub-

Clause 16.(4)(b) of this clause will be payable with interest accrued thereon. 

16.(4) Performance Guarantee (P.G.) 

  The procedure for obtaining Performance Guarantee is outlined below:  

(a)  The successful bidder shall have to submit a Performance Guarantee (PG) within 21 

(Twenty one) days from the date of issue of Letter of Acceptance (LOA). Extension of time 

for submission of PG beyond 21 (Twenty one) days and upto 60 days from the date of issue 

of LOA may be given by the Authority who is competent to sign the contract agreement. 

However, a penal interest of 12% per annum shall be charged for the delay beyond 

21(Twenty one) days, i.e. from 22nd day after the date of issue of LOA. Further, if the 60th 

day happens to be a declared holiday in the concerned office of the DFCCIL, submission of 

PG can be accepted on the next working day.  

In all other cases, if the Contractor fails to submit the requisite PG even after 60 days from 

the date of issue of LOA, the contract is liable to be terminated. In case contract is 

terminated DFCCIL shall be entitled to forfeit Earnest Money Deposit and other dues 

payable against that contract.  In case a tenderer has not submitted Earnest Money Deposit 

on the strength of their registration as a Startup recognized by Department of Industrial 

Policy and Promotion (DIPP) under Ministry of Commerce and Industry, DIPP shall be 

informed to this effect.   

The failed Contractor shall be debarred from participating in re -tender for that work.  

(b) The successful bidder shall submit the Performance Guarantee (PG) in any of the following 

forms, amounting to 3 % of the contract value: 

(i) A deposit of Cash; 

(ii) Irr evocable Bank Guarantee; 
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(iii) Government Securities  including State Loan Bonds at 3% below the market value; 

(iv) Deposit Receipts, Pay Orders, Demand Drafts and Guarantee Bonds. These forms of    

Performance Guarantee could be either of the State Bank of India or of any of the 

Nationalized Banks; 

(v) Guarantee Bonds executed or Deposits Receipts tendered by all Scheduled Banks; 

(vi) Deposit in the Post Office Saving Bank; 

(vii)Deposit in the National Savings Certificates;  

(viii) Twelve years National Defe nce Certificates; 

(ix)Ten years Defence Deposits; 

(x) National Defence Bonds and 

(xi)Unit Trust Certificates at 3% below market value or at the face value whichever is less. 

Also, FDR in favour of DFCCIL (free from any encumbrance) may be accepted. 

(c) The Performance Guarantee shall be submitted by the successful bidder after the Letter of 

Acceptance (LOA) has been issued, but before signing of the contract agreement. This P.G. 

shall be initially valid upto the stipulated date of completion plus 60 days beyond  that. In 

case, the time for completion of work gets extended, the Contractor shall get the validity of 

P.G. extended to cover such extended time for completion of work plus 60 days. 

(d) The value of PG to be submitted by the Contractor will not change for var iation upto 25% 

(either increase or decrease). In case during the course of execution, value of the contract 

increases by more than 25% of the original contract value, an additional Performance 

Guarantee amounting to 3% (three percent) for the excess value over the original contract 

value shall be deposited by the Contractor. On the other hand, if the value of contract 

decreases by more than 25% of the original contract value, Performance Guarantee 

amounting to 3% (three percent) of the decrease in the contract value shall be returned to the 

Contractor. The PG amount in excess of required PG for decreased contract value, available 

with DFCCIL, shall be returned to Contractor as per   his request duly safeguarding the 

interest of DFCCIL  

(e) The Performance Guarantee (PG) shall be released after physical completion of the work 

based on 'Completion Certificate' issued by the competent authority stating that the 

Contractor has completed the work in all respects satisfactorily.  

(f) Whenever the contract is rescinded, the Performance Guarantee already submitted for the 

contract shall be encashed in addition to forfeiture of Security Deposit available with 

DFCCIL.  

(g) The Engineer shall not make a claim under the Performance Guarantee except for amounts 

to which the President of India is entitled under the contract (not withstanding and/or 

without prejudice to any other provisions in the contract agreement) in the event of:  

(i)   Failure by the Contractor to extend the validity of the Performance Guarantee as 

described herein above, in which event the Engineer may claim the full amount of the 

Performance Guarantee. 
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(ii)  Failure by the Contractor to pay President of India / DFCCIL any amount due, either as 

agreed by the Contractor or determined under any of the Clauses/Conditions of the 

Agreement, within 30 days of the service of notice to this effect by Engineer. 

(iii)  The Contract being determined or rescinded under clause 62 of the GCC 

(h) The tenderer who has offered lower total cost as compared to tender value by more than 10 

%, shall be required to submit additional Performance Guarantee of value equal to 

percentage of tender value by which offer is lower than 10%. 

17. Force Majeure Clause:- If at any time, during the continuance of this contract, the Performance in 

whole or in part by either party  of any obligation under this contract shall be prevented or 

delayed by reason of any war, hostility, acts of public enemy, civil commotion, sabotage, serious 

loss or damage by fire, explosions, epidemics, strikes, lockouts or act of God (hereinafter, referred 

to events) provided, notice of the happening of any such event is given by either  party to the 

other within 30 days from the date of occurrence thereof, neither party shall by reason of such 

event, be entitled to terminate this contract nor shall eith er party have any claim for damages 

against the other in respect of such non-performance of delay in performance, and works under 

the contract shall be resumed as soon as practicable after such event has come to an end or ceased 

to exist, and the decision of the Engineer as to whether the works have been so resumed or not 

shall be final and conclusive, PROVIDED FURTHER that if the performance in whole or in part of 

any obligation under this contract is prevented or delayed by reason of any such event for a 

period exceeding 120 days, either party may at its option terminate the contract by giving notice 

to the other party.  

 

17- A  Extension of time in Contracts: -Subject to any requirement in the contract as to completion of 

any portion or portions of the work s before completion of the whole, the contractor shall fully 

and finally complete the whole of the works comprised in the contract (with such modifications 

as may be directed under conditions of this contract) by the date entered in the contract or 

extended date in terms of the following clauses: - 

(i)  Extension due to modification :- If any modifications have been ordered which  in the opinion of 

the Engineer have materially increased the magnitude of the work, then such extension of the 

contracted date of completion may be granted as shall appear to the Engineer to be reasonable in 

the circumstances, provided moreover that the Contractor shall be responsible for requesting such 

extension of the date as may be considered necessary as soon as the cause thereof shall arise and 

in any case not less than one month before the expiry of the date fixed for completion of the 

works.  

(ii)  Extension for delay not due to DFCCIL or Contractor :-If in the opinion of the  Engineer the 

progress of work has any time been delayed by any act or neglect of DFCCIL's employees or by 

other contractor employed by the DFCCIL under sub -clause (4) of clause 20 of these conditions or 

in executing the work not forming part of the contract but on which contractorõs performance 

necessarily depends or by reasons of proceeding taken or threatened by or dispute with adjoining 

or to neighboring owners or public authority arising otherwise through the Contractorõs own 

default etc. or by the delay authorized by the Engineer pending arbitration or in conse quences of 

the contractor not  having received in due time necessary instructions from the DFCCIL for which 

he shall have specially  applied  in  writing  to  the  Engineer  or  his  authorized representative 

then upon happening of any such event causing delay, the contractor shall immediately give 

notice thereof in writing to the Engineer within 15 days of such happening but shall nevertheless 

make constantly his best endeavors to bring down or make good the delay and shall do all that 
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may be reasonably required of him to the satisfaction of the Engineer to proceed with the works. 

The contractor may also indicate the period for which the work is likely to be delayed and shall be 

bound to ask for necessary extension of time. The Engineer on receipt of such request from the 

contractor shall consider the same and shall grant such extension of time as in his opinion is 

reasonable having regard to the nature and period of delay and the type and quantum of work 

affected thereby. 

 

No other compensation shall be payable for works so carried forward to the extended period of 

time, the same rates, terms and conditions of contract being applicable as if such extended period 

of time was originally provided in the original contract itself.  

       (iii)  Extension for dela y due to DFCCIL: - In the event of any failure or delay by  the DFCCIL  to  hand  

over  the Contractor possession of the lands necessary for the execution of the works or to give the 

necessary notice to commence the works or to provide the necessary drawings or instructions any 

other delay caused by the DFCCIL due to any other cause whatsoever, then such  Failure or delay 

shall in no way affect or vitiate the contract or alter the character thereof or entitle the contractor 

to damages or compensation therefore, but in any such case, the DFCCIL may grant such 

extension or extensions of the completion date as may be considered reasonable. 

17-B  Extension of time for delay due to contractor: -The time for the execution of the work or part of 

the works specified in  the contract documents shall be deemed to be the essence of the contract 

and the works must be completed not later than the date(s) as specified in the contract. If the 

contractor fails to complete the works within the time as specified in the contract fo r the reasons 

other than the reasons specified in clause 17 and 17-A, the DFCCIL may, if satisfied that the 

works can be completed by the contractor within reasonable short time thereafter, allow the 

contractor for further extension of (Performa at Form No . 14) time as the Engineer may decide. 

On such extension the DFCCIL will be entitled without prejudice to any other right and remedy 

available on that behalf, to recover from the contractor as agreed damages and not by way of 

penalty a sum equivalent to ½ of 1% of the contract value of the works for each week or part of 

the week. 

For the purpose of this clause, the contract value of the works shall be taken as value of work as 

per contract agreement including any supplementary work order/contract agreement issued. 

Provided also, that the total amount of liquidated damages under this condition, shall not 

exceed the under noted percentage value or of the total value of the item or groups of items of 

work for which a separate distinct completion period is speci fied in the contract.  

1. For contract value up to Rs. 2 lakhs - 10% of the total value of the contract 

 

2. For contracts valued above Rs. 2 lakhs- 10% of the first Rs.2 lakhs and 5% of the balance 

 

Further competent authority while granting extension to the curr ency of contract under clause 

17(B) of GCC may also consider levy of token penalty as deemed fit based on the merit of the 

case. Provided further, that if the DFCCIL is not satisfied that the works can be completed by 

the Contractor and in the event of fai lure on the part of the contractor to complete the work 

within further extension of time allowed as aforesaid, the DFCCIL shall be entitled without 

prejudice to any other right or remedy available in that behalf, to appropriate the contractorõs 

security deposit and rescind the contract under clause 62 of these conditions, whether or not 

actual damage is caused by such default. 
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18.(1) Illegal Gratification: - Any bribe, commission, gift or advantage given, promised  or offered by 

or on behalf to the contractor or his partner, agent or servant or, anyone on his behalf, to any 

officer or employee of the DFCCIL, or to any person on his behalf in relation to obtaining or 

execution of this or any other contract with the DFCCIL shall, in addition to any criminal 

liability which he may incur, subject contractor to the rescission of the contract and all other 

contracts with the DFCCIL and to the payment of any loss or damage resulting from such 

decision and the DFCCIL shall be entitled to deduct the amounts so payable from any moneys 

due to the Contractor(s) under this contract or any other contracts with the DFCCIL.  

18.(2) The contractor shall not lend or borrow from or have or enter into any monitory dealings and 

transactions either directly or indirectly with any empl oyee of the DFCCIL and if he shall do so, 

the DFCCIL shall be entitled forthwith to rescind the contract and all other contracts with the 

DFCCIL. Any question or dispute as to the commission or any such offence or compensation 

payable to the DFCCIL under t his clause shall be settled by the General 

Manager/CPM /GM/CGM  of the DFCCIL, in such a manner as he shall consider fit and 

sufficient and his decision shall be final and conclusive. In the event of rescission of the contract 

under this clause, the contractor will not be paid any compensation whatsoever except 

payments for the work done up to the date of rescission. 

 

EXECUTION OF WORKS  

19.(1)  Contractorõs understanding:- It is understood and agreed that the contractor has, by careful 

examination, satisfied himself as to the nature and location of the work, the conformation of the 

ground, the character, quality and quantity of the materials to be encountered, the character of 

equipment and facilities needed preliminary to and during the progress of the works,  the 

general and local conditions, the labour conditions prevailing therein and all other matters 

which can in a y way affect the works under the contract.  

19.(2)  Commencement of works: -The contractor shall commence the works within  28 days from the 

date of issue of Letter of Acceptance (LOA) in writing to this affect from the Engineer and shall 

proceed with the same with due expedition and without delay.  

19.(3) Accepted Programme  of  work: - The  contractor  who  has been awarded the work shall as 

soon as possible but not later than 30 days after the date of receipt of the acceptance letter in 

respect of contracts with initial completion period of two years or less or not later than 90 days 

for other contracts have to submit the detailed programme of work indicating the time schedule 

of various items of works in the form of Bar Chart/PERT/CPM. He shall also submit the details  

of  organization  (in  terms  of  labour  and  supervisors)  plant  and machinery, that he intends 

to utilize (from time to time) fo r execution of the Work within stipulated date of completion. 

The programme of work amended as necessary by discussions with the Engineer, shall be 

treated as the agreed programme of the work for the purpose of this contract and the contractor 

shall endeavour to fulfil  this programme of work. The progress of work will be watched 

accordingly and the liquidated damages will be with reference to the overall completion date. 

Nothing stated herein shall preclude the contractor in achieving earlier completion of item or 

whole of the works than indicated in the programme.  

19.(4) Setting out of works: - The contractor shall be responsible for the correct setting out of all works 

in relation to original points, lines and levels of reference at his cost. The contractor shall execute 

the work true to alignment, grade, levels and dimensions as shown in the drawing and as 
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directed by the Engineerõs representative and shall check these at frequent intervals. The 

contractor provide all facilities like labour and instruments and shall co- operate with the 

Engineerõs representative to check all alignment, grades, levels and dimensions. If, at any time, 

during the progress of the works any error shall appear or arise in any part of the work, the 

contractor, on being required so to do by the Engineerõs representative shall, at his own cost 

rectify such errors, to the satisfaction of the Engineerõs representative. Such checking shall not 

absolve the contractor of his own responsibility of maintaining accuracy  in the work.  The 

contractor shall carefully protect and preserve all bench marks, sight rails, pegs and other things 

used in setting out the work.  

20.(1) Compliance to Engineerõs instructions:-The Engineer shall direct the order in which the several 

parts of the works shall be executed and the contractor shall execute without delay all orders 

given by the Engineer from time to time but the contractor shall not be relieved thereby from 

responsibility for the due performance of the works in all respects.  

20.(2) Alterations to be  authorized: -No alterations in or additions to or omissions or abandonment of 

any part of the works shall be deemed authorized, except under instructions from the Engineer, 

and the contractor shall be responsible to obtain such instructions in each and every case in 

writing from the Engineer.  

20.(3) Extra works: - Should works over and above those included in the contract require to be 

executed at the site, the contractor shall have no right to be entrusted with the execution of such 

works which may be carri ed out by another contractor or contractors or by other means at the 

option of the DFCCIL.  

20.(4)  Separate contracts in connection with works: - The DFCCIL shall have the rightto let other 

contracts in connection with the works. The contractor shall afford  other contractors reasonable 

opportunity for the storage of their materials and the execution of their works and shall 

properly connect and coordinate his work with theirs. If any part of the contractors work 

depends for proper execution or result upon th e work of another contractor(s), the contractor 

shall inspect and promptly report to the Engineer any defects in such works that render it 

unsuitable for such proper execution and results. The contractorõs failure so-to inspect and 

report shall constitute an acceptance of the other contractorõs work as fit and proper for the 

reception of his work, except as to defects which may develop in the other contractorõs work 

after the execution of his work.  

21. Instruction of Engineerõs Representative:- Any instructions  or approval given by the 

Engineerõs representative to contractor in connection with the works shall bind the contractor as 

though it had been given by the Engineer provided always as follows:  

 

a. Failure of the Engineerõs representative to disapprove any work or materials shall not 

prejudice, the power of the Engineer thereafter to disapprove such work or material and 

to order the removal or breaking up thereof.  

 

b. If the Contractor shall be dissatisfied by reason of any decision of the Engineerõs 

representative, he shall be entitled to refer the matter to the Engineer who shall there 

upon confirm or vary such decision.  

 

22.(1)  Adherence to specifications and drawings :- The whole of the works shall be executed in 

perfect conformity with the specifications and d rawings of the contract. If contractor performs 
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any works in a manner contrary to the specifications or drawings or any of them and without 

such reference to the Engineer he shall bear all the costs arising or ensuing therefore and shall 

be responsible for all loss to the DFCCIL. 

22.(2)  Drawings and specifications of the works: - The contractor shall keep one copy of drawings 

and specifications at the site, in good order, and such contract documents as may be necessary 

available to the Engineer or the Engineerõs representative. 

22.(3) Ownership of  drawings  and specifications: - All   drawings and specifications and copies thereof 

furnished by the DFCCIL to the Contractor are deemed to be the property of the DFCCIL. They 

shall not be used on other works and wit h the exception of the signed contract set, shall be 

returned by the contractor to the DFCCIL on completion of the work or termination of the 

contract. 

22.(4)  Compliance with Contractorõs request for details:- The Engineer shall furnish with reasonable 

promptness, after receipt by him of the contractorõs request for the same, additional instructions 

by means of drawings or otherwise, necessary for the proper execution of the works or any part 

thereof. All such drawing and instructions shall be consistent w ith the contract Documents and 

reasonably inferable there from. 

22.(5) Meaning and intent of specification and drawings: - If any ambiguity arises  as  to  the  meaning  

and  intent  of  any  portion  of  the  specifications  and drawings or as to execution or quality of 

any work or material, or as to the measurements of the works the decision of the Engineer 

thereon shall be final subject  to the  appeal (within 7 days  of such  decision being intimated to 

the contractor) to the General Manager or CPM/ CGM/GM  who shall have the power to correct 

any errors, omissions, or discrepancies in aforementioned items and whose decision in the matter 

in dispute or doubt shall be final and conclusive.  

23. Working  during  night: -  The contractor shall  not  carry  out  any  work between sun-set and 

sun-rise without the previous permission of the Engineer.  

24. Damage to Railway / DFCCIL property or private life and property: -The contractor shall be 

responsible for all risk to the work and for trespass and shall make good at his  own expense all 

loss or damage whether to the works themselves or to any other property of the Railway 

/DFCCIL or the lives, persons or property of others from whatsoever cause in connection with 

the works until they are taken over by the Railway / DFCCIL  and this although all reasonable 

and proper precautions may have been taken by the contractor, and in case the Railway / 

DFCCIL shall be called upon to make good any costs, loss or damages, or to pay an 

compensation, including that payable under the provi sions of the Workmenõs Compensation Act 

or any statutory amendments thereof to any person or persons sustaining damages as aforesaid 

by reason of any act, or any negligence or omissions on the part of the contractor the amount of 

any costs or charges including costs and charges in connection with legal proceedings, which the 

Railway / DFCCIL may incur in reference thereto, shall be charged to the contractor. The Railway 

/ DFCCIL shall have the power and right to pay or to defend or compromise any claim of 

threatened legal proceedings or in anticipation of legal proceedings being instituted consequent 

on the action or default of the contractor, to take such steps as may be considered necessary or 

desirable to ward off or mitigate the effect of such proceeding s, charging to contractor, as 

aforesaid any sum or sums of money which may be paid and any expenses whether for 

reinstatement or otherwise which may be incurred and the propriety of any such payment, 

defence or compromise, and the incurring of any such expenses shall not be called in question by 

the contractor. 
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25. Sheds, stores houses and Yards:-The contractor shall at his own expense provide himself with 

sheds, stores houses and yards in such situations and in such numbers as in the opinion of the 

Engineer is requisite for carrying on the works and the contractor shall keep at each such sheds, 

stores houses and yard  a sufficient quantity of materials and plant in stock as not to delay the 

carrying out of the works with due expedition and the Engineer and  th e  Engineerõs 

representative shall have free access to the said sheds, store houses and yards at any time for the 

purpose of inspecting the stock of materials or plant so kept in hand, and any materials or plan 

which the Engineer may object to shall not be brought upon or used in the works, but shall be 

forthwith removed from the sheds, store houses or yards by the contractor. The contractor shall at 

his own expenses provide and maintain suitable mortar mills, soaking vats or any other 

equipments necessary for the execution of the works.  

 

26. Provision of efficient and competent Staff at work sites by the Contractor: - 

 

26.1 The contractor shall place and keep on the works at all times efficient and competent staff to give 

the necessary direction to his workmen and to see that they execute their work in sound and 

proper manner and shall employ only such supervisors, workmen and labourers in or about the 

execution of any of these works as are careful and skilled in the various trades.  

26.2 The contractor shall at once remove from the works any agents, permitted sub-contractor, 

supervisor, workman or labourer who shall be objected to by the Engineer and if and whenever 

required by the Engineer, he shall submit a correct return showing the names of all staff and 

work men employed by him.  

 

26.3 In the event of the Engineer being of the opinion that the contractor is not employing on the works 

a sufficient number of staff and workmen as is necessary for the proper completion of the works 

within the time prescribed, the contra ctor shall forthwith on receiving intimation to this effect 

deploy the additional number of staff and labour specified by the Engineer within seven days of 

being so required and failure on the part of the contractor to comply with such instructions will 

entitle the DFCCIL to rescind the contract under clause 62 of these conditions. 

 

26A. Deployment of Qualified Engineers at Work Sites by the Contractor : 

26A.1  The contractor shall also employ Qualified Graduate Engineer or Qualified Diploma Holder 

Engineer.  

26A.2  In case the contractor fails to employ the Engineer, as aforesaid in Para 26A.1, he shall be liable to 

pay penalty at the rates, as may be prescribed by the Ministry of Railways through separate 

instructions from time to time for the default perio d for the provisions, as contained in Para 

26A.1. 

26A.3 Deleted  

27.(1)    Workmanship and testing: - The whole of the works and / or supply of materials specified and 

provided in the contract or that may be necessary to be done in order to form and complete any 

part thereof shall be executed in the best and most substantial workman like manner with 

materials of the best and most approved quality of their respective kinds, agreeable to the 

particulars contained in or implied by the specifications and as refer red to in and represented by 

the drawings or in such other additional particulars, instructions and drawings may be found 

requisite to be given during the carrying on of the works and to the entire satisfaction of the 
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Engineer according to the instructions  and directions which the contractors may from time to 

time receive from the Engineer. The materials may be subjected to tests by means of such 

machines, instruments and appliances as the Engineer may direct and wholly at the expense of 

the contractor. 

27.(2)    Removal of improper work and materials: - The Engineer or the Engineerõs Representative shall 

be entitled to order from time to time:  

(a) the removal from the site within the time specified in the order of any materials which in his 

opinion are not in accordance with the specifications or drawings.  

(b) the substitution of proper and suitable materials, and  

(c) the removal and proper re -execution, notwithstanding any previous tests thereof or on account 

payments therefore, of any work which in respect of materials  or workmanship; is not in his 

opinion in accordance with the specifications and in case of default on the part of the contractor in 

carrying out such order the DFCCIL shall be entitled to rescind the contract under clause 62 of 

these conditions. 

28. Facilitie s for inspection: - The contractor shall afford the Engineer and the Engineerõs 

Representative every facility for entering in and upon every portion of the work at all hours for 

the purpose of inspection or otherwise and shall provide all labour, materials,  planks, ladders, 

pumps, appliances and things of every kind required for the purpose and the Engineer and the 

Engineerõs Representative shall at all times have free access to every part of the works and to all 

places at which materials for the works are stored or being prepared.  

 

29. Examination of work before covering up: - The contractor shall give7daysõ notice to the Engineer 

or the Engineerõs representative whenever any work or materials are intended to be covered up in 

the earth, in bodies or walls or otherwise to be placed beyond the reach of measurements in order 

that the work may be inspected or that  correct dimensions  may be taken before being so covered, 

placed beyond the reach of measurement in default whereof, the same shall at the option of the 

Engineer or the Engineerõs representative be uncovered and measured at the contractorõs expense 

or no allowance shall be made for such work or materials. 

 

30. Temporary Works: -All temporary works necessary for the proper execution of the works shall be 

provided and maintained by the contractor and subject to the consent of the Engineer shall be 

removed by him at his expenses when they are no longer required and in such manner as the 

Engineer shall direct. In the event of failure on the part of the contractor to r emove the temporary 

works, the Engineer will cause them to be removed and cost as increased by supervision and 

other incidental charges shall be recovered from the contractor. If temporary huts are provided by 

the contractor on the Railway / DFCCIL land fo r labour engaged by him for the execution of 

works, the contractor shall arrange for handing over vacant possession of the said land after the 

work is completed; if the contractorõs labour refuse to vacate, and have to be rejected by the 

Railway / DFCCIL n ecessary expenses incurred by the Railway / DFCCIL in connection 

therewith shall be borne by the contractor.  

31.(1)  Contractor to supply water for works: - Unless otherwise provided in the contract, the 

contractor shall be responsible for the arrangements to obtain supply of water necessary for the 

works.  

31.(2) Deleted  

31.(3) Deleted  
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31.(4)(a) Contractor to arrange supply of Electric power for works: - Unless otherwise provided in the 

contract, the contractor shall be responsible for arrangements to obtain supply of electric power 

for the works.  

31.(4)(b) Deleted 

32. Property in materials and plant: - The materials and plant brought by the Contractor upon the site 

or on the land occupied by the Contractor in connection with the works and intended to be used 

for the execution thereof shall immediately, they are brought upon the site of the said land, be 

deemed to be the property of the Railway / DFCCIL.  Such of them as during the progress of the 

works are rejected by the Engineer under Clause 25 of these conditions or are declared by him not 

to be needed for the execution of the works or such as on the grant of the certificate  of  

completion  remain  unused  shall  immediately  on  such rejection, declaration or grant cease to 

be deemed the property of the Railway / DFCCIL and the Contractor may then (but not before) 

remove them from the site or the said land. This clause shall not in any way diminish the liability 

of the Contractor nor shall the Railway / DFCCIL be in any way answerable for any loss or 

damage which may happen to or in respect of any such materials or plant either by the same 

being lost, stolen, injured or destroyed by fire, tempest or otherwise.  

33.(1) Tools, Plant and Materials Supplied by DFCCIL: - The Contractor shall take all reasonable care 

of all tools, plant and materials or other property whether or a like description or not belonging to 

the DFCCIL and committed to his charge for the purpose of the works and shall be responsible 

for all damage or loss caused by him, his agents, permitted subcontractor, or his workmen or 

others while they are in his charge. The Contractors shall sign accountable receipts for tools, 

plants and materials made over to him by the engineer and on completion of the works shall hand 

over the unused balance of the same to the Engineer in good order and repair, fair wear and tear 

excepted, and shall be responsible for any failure to account for the same or any damage done 

thereto. 

33(2) Hire of DFCCIL / Railwayõs Plant:- such plant as concrete mixers, compressors and portable 

engines for use during execution of the works on such terms as may be specified in the special 

conditions or in a separate agreement for Hire of Plant. 

34.(1) Precaution during progress of works: -  During the execution of works, unless otherwise 

specified, the Contractor shall at his own cost provide the materials for and execute all shoring, 

timbering and strutting works as is necessary for  the stability and safety of all structures, 

excavations and works and shall ensure that no damage, injury or loss is caused or likely to be 

caused to any person or property. 

34.(2) Roads and Water courses:- Existing roads or water courses shall not be blocked, cut through, 

altered, diverted or obstructed in any way by the Contractor, except with the permission  of the 

Engineer. All compensations claimed for any unauthorized closure, cutting through, alterations, 

diversion or obstruction to such roads or water courses by the Contractor or his agent or his 

staff shall be recoverable from the Contractor by deduction from any sums which may become 

due to him in terms of contract, or otherwise according to law.  

34.(3) Provision of access to premises:-  During progress of work in any street or thoroughfare, the 

Contractor shall make adequate provision for the passage of traffic, for securing safe access to all 

premises approached from such street or thoroughfare and for any drainage, water supply or 

means of lighting which may maintain at his own cost barriers, lights and other safeguards as 

prescribed by the Engineer, for the regulation of the traffic, and provide watchmen necessary to 
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prevent accidents. The works shall in such cases be executed night and day if so ordered by the 

Engineer and with such vigour so that the traffic way be impeded for as short a time as pos sible 

34.(4)  Safety of Public: - The Contractor shall be responsible to take all precautions to ensure the safety 

of the public whether on public or DFCCIL/Railway property and shall post such look out men 

as may in the opinion of the Engineer be required to comply with regulations pertaining to the 

work.  

35. Deleted.  

 

36.(1) Suspension of works: - The Contractor shall on the order of the Engineer, suspend the progress 

of the works or any part thereof for such time or times and in such manner as the Engineer may 

consider necessary and shall during such suspension properly protect and secure the work so 

far as is necessary in the opinion of the Engineer. If such suspension is:- 

(a) Provided for in the contract, or  

(b) Necessary for the proper execution of the works or by the reason of weather conditions or 

by some default on the part of the Contractor, and/or  

(c) Necessary for the safety of the works or any part thereof. 

36.(2)  The Contractor shall not be entitled to the extra costs, if any, incurred by him during the period 

of suspension of the works, but in the event of any suspension ordered by the Engineer for 

reasons other than aforementioned and when each such period of suspensions exceeds 14 days, 

the contractor shall be entitled to such extension of time for completion  of the work as the 

Engineers may consider proper having regard to the period or periods of such suspensions and 

to such compensations as the Engineer may consider reasonable in respect of salaries or wages 

paid by the Contractor to his employees during th e periods of such suspension. 

36.(3)  Suspension lasting more than 3 months: - If the progress of the works or any part thereof is 

suspended on the order of the Engineer for more than three months at a time, the Contractor 

may serve a written notice on the Engineer requiring permission within 15 days from the receipt 

thereof to proceed with the works or that part thereof in regard to which progress is suspended 

and if such permission is not granted within that time the Contractor by further written notice 

so served may, but is not bound to, elect to treat the suspension where it affects part only of the 

works as an omission of such part or where it affects the whole of the works, as an 

abandonment of the contract by the DFCCIL. 

37. Rates for items of works: - The rates, entered in the accepted Schedule of Rates of the Contract 

are intended to provide for works duly and properly completed in accordance with the general 

and special (if any) conditions of the contract and the specifications and drawings together w ith 

such enlargements, extensions, diminutions, reductions, alterations or additions as may be 

ordered in terms of Clause 42 of these conditions and without prejudice to the generality thereof 

and shall be deemed to include and cover superintendence and labour, supply, including full 

freight, of materials, stores, patterns, profiles, moulds, fittings, centring, scaffolding, shoring 

props, timber, machinery, barracks, tackle, roads, pegs, posts, tools and all apparatus and plant 

required on the works, except such tools, plant or materials as may be specified in the contract 

to be supplied to the Contractor by the DFCCIL, the erection, maintenance and removal of all 

temporary works and, buildings, all watching, lighting, bailing, pumping and draining, all 

prevention of or compensation for trespass, all barriers and arrangements for the safety of the 

public or of employees during the execution of works, all sanitary and medical arrangements for 

labour camps as may be prescribed by the DFCCIL, the setting of all work and of the 
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construction, repair and upkeep of all centre lines, bench marks and level pegs thereon, site 

clearance, all fees duties, royalties, rent and compensation to owners for surface damage or 

taxes and impositions payable to local authorities in  respect of land, structures and all material 

supplied for the work or other duties of expenses for which the Contractor may become liable or  

may be put to under any provision of law for the purpose of or in connection with the execution 

of the contract, and all such other incidental charges or contingencies as may have been 

specially provided for in the specifications.  

 

38. Deleted  

 

39.(1) Rates for extra items of works: - Any type of work carried out by the Contractor on the 

instructions of the Engineer which is not included in the accepted schedules of rates shall be 

executed at the rates set forth in the òSchedule of Rates of Railwayó modified by the tender 

percentage and such items are not contained in the latter, at the rate agreed upon between the 

Engineer and the Contractor before the execution of such items of work and the Contractors 

shall be bound to notify the Engineer at least seven days before the necessity arises for the 

execution of such items of works that the accepted schedule of rates does not include rate or 

rates for the extra work involved. The rates payable for such items shall be decided at the 

meeting to be held between the Engineer and Contractor, in as short a period as possible after 

the need for the special item has come to the notice. In case the Contractor fails to attend the 

meeting after being notified to do so or in the event of no settlement being arrived at, the 

DFCCIL shall be entitled to execute the extra works by other means and the Contractor shall 

have no claim for loss or damage that may result from such procedure. 

39.(2) Provided that if the Contractor commences work or incurs any expenditure in regard thereto 

before the rates as determined and agreed upon as lastly hereunto fore-mentioned, then and in 

such a case the Contractor shall only be entitled to be paid in respect of the work carried out or 

expenditure incurred by him prior to the date of determination of rates as aforesaid according to 

the rates as shall be fixed by the Engineer. However if the Contractor is not satisfied with the 

decision of the Engineer in this respect he may appeal to the CPM/General Manager within 30 

days of getting the decision of the Engineer, supported by analysis of the rates claimed. The 

CGM/ CPMõs/ General Manager's decision after hearing both the parties in the matter would be 

final and binding on the Contractor and the DFCCIL.  

40.(1) Handing over of works: - The Contractor shall be bound to hand over the works executed 

under the contract to the DFCCIL complete in all respects to the satisfaction of the Engineer. 

The Engineer shall determine the date on which the work is considered to have been 

completed, in support of which his certificate shall be regarded as sufficient evidence for all 

purposes. The Engineer shall determine from time to tim e, the date on which any particular 

section of the work shall have been completed, and the contractor shall be bound to observe 

any such determination of the Engineer. 

40.(2)      Clearance of site on completion:- On completion of works, the Contractor sha ll clear away and 

remove from the site all constructional plant, surplus materials, rubbish and temporary works 

of every kind and leave the whole of the site and works clean and in a workman like condition 

to the satisfaction of the Engineer. No final paym ent in settlement of the accounts for the 

works shall be paid, held to be due or shall be made to the, Contractor till, in addition to any 

other condition necessary for final payment, site clearance shall have been affected by him, 

and such clearance may be made by the Engineer at the expense of the Contractor in the event 

of his failure to comply with this provision within 7 days after receiving notice to that effect. 
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Should it become necessary for the Engineer to have the site cleared at the expenses of the 

Contractor, the DFCCIL shall not be held liable for any loss or damage to such of the 

Contractorõs property as may be on the site and due to such removal there from which 

removal may be effected by means of public sales of such materials and property or in such a 

way as deemed fit and convenient to the Engineer. 

VARIATIONS IN EXTENT OF CONTRACT  

41. Modification  to  contract  to  be  in writing: - In  the  event  of  any  of  the provisions of the 

contract requiring to be modified after the contract docum ents have been signed, the 

modifications shall be made in writing and signed by the DFCCIL and the Contractor and no 

work shall proceed under such modifications until  this  has  been  done. Any  verbal  or  

written  arrangement  abandoning, modifying, ext ending, reducing or supplementing the 

contract or any of the terms thereof shall be deemed conditional and shall not be binding on the  

DFCCIL unless and until the same is incorporated in a formal instrument and signed by the 

Contractor, and till then the  DFCCIL shall have the right repudiate  such arrangements. 

42.(1) Powers of modification to contract: - The Engineer on behalf of the DFCCIL shall be entitled by 

order in writing to enlarge or extend, diminish or reduce the works or make any alterations in 

their design, character position, site, quantities, dimensions or in the method of their execution 

or in the combination and use of materials for the execution thereof or to order any additional 

work to be done or any works not to be done and the contractor  will not be entitled, to any 

compensation for any increase/reduction in the quantities of work but will be paid only for the 

actual amount of work done and for approved materials supplied against a specific order.  

42.(2)  (i)  Unless otherwise specified in the contract, the accepted variation in quantity of each 

individual item of the contract would be up to 25% of the quantity originally contracted, except 

in case of foundation work. The contractor shall be bound to carry out the work at the agreed 

rates and shall not be entitled to any claim or any compensation whatsoever up to the limit of 

25% variation in quantity of individual item of works.  

(ii) In case of earthwork, the variation limit of 25% shall apply to the gross quantity of earth 

work and variat ion in the quantities of individual classifications of soil shall not be subject to 

this limit.  

(iii)  In case of foundation work, no variation limit shall apply and the work shall be carried 

out by the contractor on agreed rated irrespective of any variation.  

 

42.(3) Valuation of variations: - The enlargements, extensions, diminution, reduction, alterations or 

additions referred to in sub -clause (2) of this clause shall in no degree affect the validity of the 

contract but shall be performed by the Contractor as provided therein and be subject to the 

same conditions, stipulations and obligations as if they had been originally and expressively 

included and provided for in the specifications and drawings and the amounts to be paid 

therefore shall be calculated in accordance with the accepted schedule of rates. Any extra items 

/ quantities of work falling outside the purview of the provisions of sub -clause (2) above shall 

be paid for at the rates determined under clause-39 of these conditions. 

42.(4) Variations In Quant ities During Execution Of Works Contracts : - The procedure detailed 

below shall be adopted for dealing with variations in quantities during execution of works 

contracts: 
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1.   Individual NS items in contracts shall be operated with variation of plus or minu s 25% 

and payment would be made as per the agreement rate. 

2. In case an increase in quantity of an individual item by more than 25% of the agreement 

quantity is considered unavoidable, the same shall be got executed by floating a fresh 

tender. If floating  a fresh tender for operating that item is considered not practicable, 

quantity of that item may be operated in excess of 125% of the agreement quantity subject 

to the following conditions:  

(a) Operation of an item by more than 125% of the agreement quantity needs the 

approval of DFCCIL;  

 

(i)  Quantities operated in excess of 125% but upto 140% of the agreement quantity 

of the concerned item, shall be paid at 98% of the rate awarded for that item in that 

particular tender;  

(ii)  Quantities operated in excess of 140% but upto 150% of the agreement quantity 

of the concerned item shall be paid at 96% of the rate awarded for that item in that 

particular tender;  

(iii)  Variation in quantities of individual items beyond 150% will be prohibited and 

would be permitted only in exceptional  unavoidable circumstances with the 

concurrence of associate finance and shall be paid at 96% of the rate awarded for that 

item in that particular tender.  

 

(b) The variation in quantities as per the above formula will apply only to the Individual 

items of the contract and not on the overall contract value. 

 

(c) Execution of quantities beyond 150% of the overall agreemental value should not be 

permitted and, if found necessary, should be only through fresh tenders or by negotiating 

with existing contractor, with app roval of  DFCCIL. 

3. In cases where decrease is involved during execution of contract: 

(a)  The contract signing authority can decrease the items upto 25% of individual item.  

(b)  For decrease beyond 25% for individual items or 25% of contract agreement value, 

the approval of competent authority, after obtaining 'No Claim Certificate' from the 

contractor and with finance concurrence, giving detailed reasons for each such 

decrease in the quantities. 

(c)  It should be certified that the work proposed to be red uced will not be required in 

the same work. 

4.  The limit for varying quantities for minor value items shall be 100% (as against  25% 

prescribed for other items). A minor value item for this purpose is defined as an item 

whose original agreement value is less than 1 % of the total original agreement value. 

5. No such quantity variation limit shall apply for foundation items.  

6. As far as SOR items are concerned, the limit of 25% would apply to the value of SOR 

schedule as a whole and not on individual SOR items. However, in case of NS items, the 

limit of 25% would apply on the individual items irrespective of the manner of quoting 

the rate (single percentage rate or individual item rate).  
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7. Handling Vitiation during Variation in Contract Quantities : 

  As a result of variations, a contract shall be considered "vitiated" only when, 

there is more than 05 (FIVE) percentage difference between present Contractor and new L-

1 as a result of variation in contract value are noticed. Percentage shall be calculated with 

base as the revised contract quantities multiplied by the rates of the present contractor. 

 When the percentage difference between present Contractor and new L-1 is noticed as 

becoming beyond the values specified above, the following action shall be taken: 

(i) The DFCCIL administration should immediately examine whether it is practicable to 

bring in a new agency to carry out the extra quantity of work keeping in view the 

progress of the work in accordance with the original contract and the nature and lay -

out of the work. If it is found that there will be no serious practical difficulty in 

meeting the additional quantity of work done by another agency, then fresh tenders 

for the extra quantity may be invited otherwise  negotiating the rate with the existi ng 

contractor for arriving at a reasonable rate for the additional quantities of work, may 

be adopted. 

 

(ii)  The above shall be regulated as under: 

a) The case shall be decided by the tender accepting authority (competent for the 

revised quantity) and shall not b e treated as a case of single tender.  

b) Executives while executing the work shall make all efforts to ensure that no 

vitiation takes place in normal circumstances. Vitiation should be an exception rather than 

a routine affair. Efforts should be made to invi te bids on the basis of percentage 

above/below/at par.  

c) Vitiation should always be computed with respect to the items, rates, quantities 

and conditions as available at the time of Tender Opening and subsequent changes/ 

additions by way of new items will not  be counted for computing Vitiation.  

 

Note:  Variation to be approved should be limited so as not to completely change the scope, 

character and purpose of the original contract. 

CLAIMS  

43.(1)  Monthly Statement of Claims: - The Contractor shall prepare and furnish to the Engineer once 

in every month an account giving full and detailed particulars of all claims for any additional 

expenses to which the Contractor may consider himself entitled to and of all extra or 

additional works ordered by the Engineer whi ch he has executed during the preceding month 

and no claim for payment for and such work will be considered which has not been included 

in such particulars.  

43.(2) Signing of òNo Claimó Certificate:- The Contractor shall not be entitled to  make any claim 

whatsoever against the DFCCIL under or by virtue of or arising out of this contract, nor shall 

the DFCCIL entertain or consider any such claim, if made by the Contractor, after he shall 

have signed a òNo Claimó Certificate in favour of the DFCCIL in such form as shall be 

required by the DFCCIL after the works are finally measured up. The contractor shall be 
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debarred from disputing the correctness of the items covered by òNo Claimó Certificate or 

demanding a clearance to arbitration in respect thereof. 

MEASUR EMENTS, CERTIFICATES AND PAYMENTS  

44. Quantities in schedule annexed to Contract: -The quantities set out in the accepted schedule of 

rates with items of works quantified are the estimated quantities of the work to be executed by 

the Contractor in fulfilment  of his obligations under the contract.  

 

45.(i)  Measurement of works  by Railways  /DFCCIL :- The Contractor shall be paid for the works at 

the rates in the accepted schedule of rates and for extra works at rates determined under 

Clause 39 of these conditions on the measurements taken by the Engineer or the Engineerõs 

representative in accordance with the rules prescribed for the purpose by the DFCCIL. The 

quantities for items the unit of which in the accepted schedule of rates is 100 or 1000 shall be 

calculated to the nearest whole number, any; fraction below half being dropped and half and 

above being taken as one; for items the unit of which in the accepted schedule of rates is 

single, the quantities shall be calculated to two places of decimals. Such measurements will be 

taken of the work in progress from time to time and at such intervals as in the opinion of the 

Engineer shall be proper having regard to the progress of works. The date and time on which 

òon accountó or final measurements are to be made shall be communicated to the Contractor 

who shall be present at the site and shall sign the results of the measurements (which shall 

also be signed by the Engineer or the Engineerõs representative) recorded in the official 

measurements book as an acknowledgement of his acceptance of the accuracy of the 

measures. Failing the Contractorõs attendance the work may be measured up in his absence 

and such measurements shall, notwithstanding such absence, be binding upon the Contractor 

whether or not he shall have signed the measurement books provided always that any 

objection made by him to measurement shall be duly investigated and considered in the 

manner set out below: 

 

(a) It shall be open to the Contractor to take specific objection to any recorded measurements 

or Classification on any ground within seven days of the date of such measurements. Any 

re-measurement taken by the engineer or the Engineerõs representative in the presence of 

the Contractor or in his absence after due notice has been given to him in consequence of 

objection made by the Contractor shall be final and binding on the Contractor and no claim 

whatsoever shall thereafter be entertained regarding the accuracy and classification of the 

measurements. 

(b) If an objection raised by the Contractor is found by the Engineer to be incorrect the 

Contractor shall be liable to pay the actual expenses incurred in measurements. 

45.(ii)  Measurement of works by Contractorõs Authorised Representative (If so allowed or 

instructed): -  

(a) The Contractor shall be paid for the works at the rates in the accepted schedule of rates and 

for extra works at rates determined under Clause 39 of these conditions on the measurements 

taken by the Contractorõs Authorised Engineer in accordance with the rules prescribed for the 

purp ose by the DFCCIL. The quantities for items the unit of which in the accepted schedule of 

rates is 100 or 1000 shall be calculated to the nearest whole number, any; fraction below half 

being dropped and half and above being taken as one; for items the unit of which in the 

accepted schedule of rates is single, the quantities shall be calculated to two places of 

decimals. Such measurements will be taken of the work in progress from time to time. The 
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date and time on which ôon accountõ or ôfinalõ measurements are to be made shall be 

communicated to the Engineer. 

The date and time of test checks shall be communicated to the contractor who shall be present 

at the site and shall witness the test checks, failing the contractorõs attendance the test check 

may be conducted in his absence, and such test checks shall not withstanding such absence be 

binding upon contractor provided always that any objection made by contractor to test check 

shall be duly investigated and considered in the manner set out below:  

(b) Incorr ect Measurement, actions to be taken:  

If in case during test check or otherwise, it is detected bt Engineer that agency has claimed any 

exaggerated measurement or has claimed any false measurement for the works which have 

not been executed; amounting to variation of 5% or more of claimed gross bill amount, action 

shall be taken as following: 

(i) On first occasion of noticing exaggerated/false measurement, Engineer shall impose a 

penalty of 10% of the claimed gross bill value. 

(ii) On any next occasion of noticing any exaggerated / false measurement, DFCCIL shall 

impose penalty of 15% of claimed gross bill value. In addition the facility of recording of 

measurements by contractor as well as release of provisional payment shall be withdrawn. 

Once withdrawn, me asurement shall be done by DFCCIL as per Clause 45(i) above.   

46.(1)  òOn-AccountóPayments: -The Contractor shall be entitled to be paid from time to time by 

way of òOn-Accountó payment only for such works as in the opinion of the Engineer he has 

executed in terms of the contract. 

All payments due on the Engineerõs or the Engineerõs representativeõs certificates of 

measurements or Engineerõs certified òContractorõs authorised Engineerõs measurementsó shall 

be subject to any deductions which may be made under these presents and shall further be 

subject to, unless otherwise required by Clause 16 of these conditions, a retention of ten percent 

by way of security deposits, until the amount of security deposit by way of retained earnest 

money and such retentions shall amount to 10% of the total value of the contract provided 

always that the Engineer may by any certificate make any correction or  modification in any 

previous certificate which shall have been issued by him and that the Engineer may withhold 

any certificate if the works or any part thereof are not being carried out to hi s satisfaction. 

46.(2) Rounding off amounts: - The total amount due on each certificate shall be rounded off to the 

nearest rupee i.e. sum less than 50 paise shall be omitted and sums of 50 paise and more upto 

Re. 1/- will be reckoned as Re. 1/- 

46.(3) On Account Payments not prejudicial to final settlement: - òOn-Accountó payments made to 

the ôContractor shall be without prejudice to the final making up of the accounts (except 

where measurements are specifically noted in the Measurement Book as òFinal 

Measurementsó and as such have been signed by the Contractor and Engineerõs/Engineerõs 

Representative) and shall in no respect be considered or used as evidence of any facts stated 

in or to be inferred from such accounts nor of any particular quantity of work having been 

executed nor of the manner of its execution being satisfactory. 

46.(4)  Manner of payment: - Unless otherwise specified payments to the Contractor will be made 

by RTGS/NEF T only.  
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46A   PRICE VARIATION CLAUSE:  

46A.1   Applicability:  Price variation clause shall be applicable for this contract.  

 

Materials supplied free of cost by DFCCIL to the contractors and any extra Non-Schedule item(s) 

included in subsequent variation f alling outside the purview of the Schedule of Items of Tender 

shall fall outside the purview of price variation clause. If, in any case, accepted offer include some 

specific payment to be made to consultant or some materials supplied by DFCCIL free or at fixed 

rate, such payment shall be excluded from the gross value of the work for the purpose of payment 

/recovery of price variation.  

 

46A.2  Base month: The base month for the 'Price Variation Clause' shall be taken as month 28 days prior 

to opening of tender including extensions, if any, unless otherwise stated elsewhere. The quarter 

of applicability of PVC shall commence from the month following the month of opening of 

tender. The price variation shall be based on the average price Index of the quarter under 

consideration. 

 

46A.3   Validity:  Rates accepted by DFCCIL shall hold good till completion of work and no additional  

individual  claim shall be admissible except: 

 

(a) Payment/recovery for increase/decrease in GST on works contract or imposition/removal of 

any tax/cess on Works Contract as per Clause 37, 

(b) Payment/recovery for overall market situation as per Price Variation Clause given 

hereunder. 

 

46A.4 Adjustment for variation in prices of material, labour, fuel, explosives detonators, steel, 

concreting, ferrous, nonferrous, insulator, zinc and cement shall be determined in the manner prescribed 

hereunder. 

 

46A.5 Components of various items in a contract on which variation in prices be admissible shall be 

material, labour, fuel, explosives  & detonators, steel, cement, concreting, ferrous, nonferrous, insulator, 

zinc, erection, etc. However, for fixed component, no price variation shall be admissible.  

 

46A.6   The percentages of labour component, material component, fuel component etc. in this contract for 

items under Schedule-A and B (other than supply of cement and steel in Schedule-C) shall be as under: 

 

Component  % age Component  % age 

Labour component  20% Fuel & Lubricants component  15% 

Other Material component ** 30% Fixed component* 15% 

Plant Machinery & Spares 20% Detonators & Explosive Component  - 

 

 * It shall not be considered for any price variation  

** For Items NS-1 and NS-2 of Schedule-A-I, the price reference of material for the purpose of 

determining the material component in PVC Formula shall be  average of price for the 

categories of items under SL 2 &3  as provided in the table in Clause 46A.9 of GCC. For 

remaining items of Schedule-A and Schedule-B, the price reference for material is RBI Indices 

for ôAll Commoditiesõ. 
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46A.7 Formulae:  The amount of variation in prices in the several components (labour, material etc.) shall 

be worked out by the following formulae:  

 

            (i) L  =      W x (LQ - LB)  x       LC 

                                                LB                      100 

 

          (ii)     M =  W x (M Q - M B) x          M C 

                                               M B                        100 

 

 (iii)    F =    W  x (FQ - FB)  x       FC  

                                               FB                 100 

 

(iv)  PM = W  x (PMQ - PMB)  x  PMC  

                                            PMB                100 

                  (v)     S  =  Sw  x (SQ - SB)   

                                               SB             

¶ Applicable for Schedule C-II  

¶ No other PVC shall be paid on Schedule C-II  

 

 (vi)     C  = CV x ( CQ - CB) 

         CB 

¶ Applicable for Schedule C-I 

¶ No other PVC shall be paid on Schedule C-I 

Where, 

L  Amount of price variation in Labour  

M  Amount of price variation in Materials  

F Amount of price variation in Fuel  

PM  Amount of price variation in Manufacture of machinery for mining, Quarrying and     

               Construction  

S Amount of price variation in Steel  

C Amount of price variation in Cement  

LC % of Labour Component  

M C % of Material Component  

FC  % of Fuel Component  

PMC % of Manufacture of machinery for mining, Quarrying and Construction Component  

W Gross value of work done by Contractor as per on-account bill(s) excluding cost of materials 

supplied by DFCCIL at fixed price, minus the price valu es of cement and steel. This will also 

exclude specific payment, if any, to be made to the consultants engaged by Contractors (such 

payment shall be indicated in the Contractorõs offer) 

LB  Consumer Price Index for Industrial Workers - All India: Published  in R.B.I. Bulletin for the base 

period  

LQ Consumer Price Index for Industrial Workers - All India: Published in R.B.I. Bulletin for the 

average price index of the 3 months of the quarter under consideration 

M B Wholesale Price Index: All commodities ð as published in the R.B.I. Bulletin for the base period  

M Q Wholesale Price Index: All commodities ð as published in the R.B.I. Bulletin for the average price 

index of the 3 months of the quarter under consideration  

FB Wholesale Price Index for the group Fuel & Power as published in the R.B.I. Bulletin for the base 

period  
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FQ Index Number of Wholesale Price Index ð By Groups and Sub-Groups for the group Fuel & 

Power as published in the R.B.I. Bulletin for the average price index of the 3 months of the quarter 

under consideration  

PMB Index number of Monthly Whole Sale Price Index for the category ôk. Manufacture of machinery 

for mining, quarrying and constructionõ under (R) MANUFACTURE OF MACHINERY AND 

EQUIPMENT, published by Office of Economic Adviser, Govt. of India, Ministry of Commerce & 

Industry, Department of Industrial Policy & Promotion (DIPP), for the base period.  

PMQ Index number of Monthly Whole Sale Price Index for the category ôk. Manufacture of machinery 

for mining, quarrying and constructionõ under (R) MANUFACTURE OF MACHINERY AND 

EQUIPMENT, published by Office of Economic Adviser, Govt. of India, Ministry of Commerce & 

Industry, Department of Industrial Policy & Promotion (DIPP), for the average price index of 3 

months of the quarter under considera tion.  

SW Gross value of steel supplied by the Contractor as per the ôon-accountõ bill for the month under 

consideration 

SB Index number of Monthly Whole Sale Price Index for the relevant category of mild steel item as 

mentioned in Clause 46A.9, published by Office of Economic Adviser, Govt. of India, Ministry of 

Commerce & Industry Department of Industrial Policy & Promotion (DIPP); for the base period.  

SQ Index number of Monthly Whole Sale Price Index for the relevant category of mild steel item as 

mentioned in Clause 46A.9, published by Office of Economic Adviser, Govt. of India, Ministry of 

Commerce & Industry Department of Industrial Policy & Promotion (DIPP); for the average price 

index of the 3 months of the quarter under consideration.  

CV  Value of Cement supplied by Contractor as per on account bill in the quarter under consideration  

CB Index No. of Wholesale Price Index of sub-group Cement, Lime & Plaster as published in RBI 

Bulletin for the base period  

CQ Index No. of Wholesale Price Index of sub-group Cement, Lime & Plaster as published in RBI 

Bulletin for the average price index of the 3 months of the quarter under consideration  

 

46A.8  The demands for escalation of cost shall be allowed on the basis of provisional indices as 

mentioned above in Clause 46A.7. Any adjustment needed to be done based on the finally 

published indices shall be made as and when they become available. 

 

Special Note : 

 

(1)       It is clearly indicated that price variation implies both increase as well decrease in input pric es 

and therefore price variation during the currency of the contract may result in extra payment or 

recovery as the case may be. 

 

(2) General Conditions of Contract shall be applicable in context of Price variation. However, 

decision of Engineer shall be final & finding, in case of any conflict.  

 

46A.9: Relevant categories of steel for the purpose of operating Price Variation formula as mentioned 

in this Clause shall be as under:  

 

SL Category of Steel 

Supplied in DFCCIL 

Work  

Category of Steel Items as mentioned in Office of Economic Adviser, 

Govt. of India, Ministry of Commerce & Industry Department of 

Industrial Policy & Promotion (DIPP).  

1. Reinforcement bars 

and other rounds  

ôMS Bright Barsõ individual commodity of group item (d) Mild  Steel-

Long Products under (N) MANUFACTURE OF BASIC METAL.  

2. All types and sizes of ôAngles, Channels, Sections, Steelõ individual commodity of group 
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angles, channels and 

joists  

item (d) Mild  Steel-Long Products under (N)  MANUFACTURE OF 

BASIC METAL.  

3. All types and si zes of 

plates  

ôe. Mild Steel ð Flat Productsõ of (N) MANUFACTURER OF BASIC 

METAL.   

4. Any other section of 

steel not covered in the 

above categories and 

excluding HTS 

Average of price for the 3 categories covered under SL 1, 2 & 3   above  

 

46A.10 Price Variation During Extended Period of Contract  

The price adjustment as worked out above, i.e. either increase or decrease shall be applicable upto 

the stipulated date of completion of work including the extended period of completion where 

such extension has been granted under Clause 17-A of the General Conditions of Contract. 

However, where extension of time has been granted due to contractorõs failure under Clause 17 -B 

of the General Conditions of Contract, price adjustment shall be done as follows:  

(a) In case the indices increase above the indices applicable to the last month of original 

completion period or the extended period under Clause 17 -A, the price adjustment for the period 

of extension granted under Clause 17-B shall be limited to the amount payable  as per the Indices 

applicable to the last month of the original completion period or the extended period under 

Clause 17-A of the General Conditions of Contract; as the case may be. 

 

(b) In case the indices fall below the indices applicable to the last month of original/extended 

period of completion under Clause 17-A, as the case may be; then the lower indices shall be 

adopted for the price adjustment for the period of extension under Clause 17 -B of the General 

Conditions of Contract.  

 

47.0 Maintenance of work s:- The Contractor shall at all times during the progress and continuance of 

the works and also for the period of maintenance specified in the Tender Form after the date of 

passing of the certificate of completion by the Engineer or any other earlier date subsequent to the 

completion of the works that may be fixed by the Engineer be responsible for and effectively 

maintain and uphold in good substantial, sound and perfect condition all and every part of the 

works and shall make good from time to time and at  all times as often as the Engineer shall 

require, any damage or defect that may during the above period arise in or be discovered or be in 

any way connected with the works, provided that such damage or defect is not directly caused by 

errors in the contract documents, act  of  providence or insurrection or civil riot,  and the 

contractor shall be liable for and shall pay and make good to the DFCCIL or other persons legally 

entitled thereto whenever required by the Engineer so to do, all losses, damages, costs and 

expenses they or any of them may incur or be put or be liable to by reasons or in consequence of 

the operations of the Contractor or of his failure in any respect.  

48.(1) Certificate of completion of works: - As soon as in the opinion of the Engineer, the works has 

been completed and has satisfactorily passed any final test or tests that may be prescribed, the 

Engineer shall issue a certificate of completion duly indicating the date of completion in respect, 

of the work and the period of maintenance of the work shall commence from the date of 

completion mentioned in such certificate. The Engineer may also issue such a certificate 

indicating date of completion with respect to any part of the work (before the completion of the 

whole of work), which has been both completed to the satisfaction of the Engineer and occupied 

or used by the DFCCIL. When any such certificate is given in respect of part of a work, such 
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part shall be considered as completed and the period of maintenance of such part shall 

commence from the date of completion mentioned in the completion certificate issued for that 

part of the work.  

48.(2)  Contractor not absolved by completion Certificate: - The Certificate of completion in respect of 

the works referred to in sub -clause (1) of this clause shall not absolve the Contractor from his 

liability to make good any defects imperfections, shrinkages or faults which may appear during 

the period of maintenance specified in the tender arising in the opinion of the Engineer from 

materials or workm anship not in accordance with the drawings or specifications or instruction 

of the Engineer, which defects, imperfections, shrinkages or faults shall upon the direction in 

writing of the Engineer be amended and made good by the Contractor at his own cost: and in 

case of default on the part of Contractor the Engineer may employ labour and materials or 

appoint another Contractor to amend and make good such defects, imperfections, shrinkages 

and faults and all expenses consequent thereon and incidental thereto shall be borne by the 

Contractor and shall be recoverable from any moneys due to him under the contract.  

49.0 Approval only by maintenance Certificate: - No certificate other than maintenance certificate 

referred to in Clause 50 of the conditions shall be deemed to constitute approval of any work or 

other matter in respect of which it is issued or shall be taken as an admission of the due 

performance of the contract or any part thereof or of the accuracy of any claim or demand made 

by the Contractor or of additi onal varied work having been ordered by the Engineer nor shall 

any other certificate conclude or prejudice any of the powers of the Engineer. 

 

50.(1) Maintenance Certificate :- The Contract shall not be considered as completed until a 

Maintenance Certificate shall have been signed by the Engineer stating that the works have 

been completed and maintained to his satisfaction. The Maintenance Certificate shall be given 

by the Engineer upon the expiration of the period of maintenance or as soon thereafter as any 

works ordered during such period pursuant to sub clause (2) Clause 48 of these conditions shall 

have been completed to the satisfaction of the Engineer and full effect shall be given to this 

Clause notwithstanding the taking possession of or using the wor ks or any part thereof by the 

DFCCIL. 

50.(2)  Cessation of DFCCIL Liability: - The DFCCIL shall not be liable to the Contractor for any 

matter arising out of or in connection with the contract of the execution of the works unless the 

contractor shall have made a claim in writing in respect thereof before the issue of the 

Maintenance Certificate under this clause. 

50.(3)  Unfulfilled Obligations: - Notwithstanding the issue of the Maintenance certificate the 

Contractor and (subject to sub-clause 2 of this clause) the DFCCIL shall remain liable for the 

fulfillment of any obligation incurred under the provision of the contract prior to the issue of 

the maintenance Certificate which remains unperformed at the time such certificate is issued 

and for the purposes of determining the nature and extent of any such obligations the contract 

shall be deemed to remain in force between the parties thereto. 

51.(1) Final Payment: - On the Engineerõs certificate of completion in respect of the works, adjustment 

shall be made and the balance of account based on the Engineer or the Engineerõs 

representativeõs certified measurements or Engineerõs certified òContractorõs authorised 

Engineerõs measurementsó of the total quantity of work executed by the contractor upto the date 

of completion and on the accepted schedule or rates and for extra works on rates determined 

under Clause 39 of these conditions shall be paid to the Contractor subject always to any 
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deduction which may be made under these presents and further subject to the Contactor having 

delivered to the Engineer either a full account in detail of all claims he may have on the  DFCCIL 

in respect of the works or having delivered òNo Claim Certificate" and the Engineer having after 

the receipt of such account given a certificate in writing that such claims are correct, that the 

whole of the works to be done under the provisions of the Contracts have been completed, that 

they have been inspected by him since their completion and found to be in good and substantial 

order, that all properties, works and things, removed, disturbed or injured in consequence of the 

woks have been properly replaced and made good and all expenses and demands  incurred by 

or made upon the DFCCIL for or in the respect of damage or loss by from or in consequence of 

the works, have been satisfied agreeably and in conformity with the contract.  

51(2) Post Payment Audit: - It is an agreed term of contract that the DFCCIL reserves to itself the right 

to carry out a post-payment audit and or technical examination o f the works and the final bill 

including all supporting vouchers, abstracts etc. and to make a claim on the contractor for the 

refund any excess amount paid to him if as a result of such examination any over-payment to 

him is discovered to have made in respect of any works done or alleged to have been done by 

him under the contract.  

51.A Production of vouchers etc. by the Contractor: - 

(i) For a contract of more than one crore of rupees, the contractor shall, whenever required, produce 

or cause to be produced for examination by the Engineer any quotation, invoice, cost or other 

account, book of accounts, voucher, receipt, letter, memorandum, paper of writing or any copy of 

or extract from any such document and also furnish information and returns verified in such 

manner as may be required in any way relating to the execution of this contract or relevant for 

verifying or ascertaining cost of execution of this contract (the decision of the engineer on the 

question of relevancy of any documents, information or re turn being final and binding in the 

parties).The contractor shall similarly produce vouchers; etc., if required to prove to the Engineer, 

that materials supplied by him, are in accordance with the specifications laid down in the 

contract. 

(ii)  If any porti on of the work in a contract of value more than one crore of rupees be carried out by a 

sub-contractor or any subsidiary or allied firm or company (as per Clause 7 of the General 

Conditions of Contract), the Engineer shall have power to secure the books of such sub-contract 

or any subsidiary or allied firm or company, through the contractor, and such books shall be open 

to his inspection. 

(iii)  The obligations imposed by sub clause (i) & (ii) above is without prejudice to the obligations of 

the contractor under any statute rules or orders binding on the contractor.  

52.0 Withholding and lien in respect of sums claimed: -  Whenever any claim or  claims for payment 

of a sum of money arises out of or under the contract against the contractor, the DFCCIL shall be 

entitl ed to withhold and also have a lien to retain such sum or sums in whole or in part from the 

security, if any, deposited by the contractor and for the purpose aforesaid, the DFCCIL shall be 

entitled to withhold the said cash security deposit or the security  if any, furnished as the case may 

be and also have a lien over the same pending finalization or adjudication of any such claim. In 

the event of the security being insufficient to cover the claimed amount or amounts or if no 

security has been taken from the contractor, the DFCCIL shall be entitled to withhold and have a 

lien to the extent of the such claimed amount or amounts referred to supra, from any sum or sums 

found payable or which at any time thereafter may become payable to the contractor under the 
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same contract or any other contract with this or any other DFCCIL or any Department of the 

Central Government pending finalization or adjudication of any such claim.  

 

It is an agreed term of the contract that the sum of money or moneys so withheld or retai ned 

under the lien referred to above, by the DFCCIL will be kept withheld or retained as such by the 

DFCCIL till the claim arising out of or under the contract is determined by the arbitrator (if the 

contract governed by the arbitration clause) or by the competent court as the case may be and that 

the contractor will have no claim for interest or damages whatsoever on any account in respect of 

such withholding or retention under the lien referred to supra and duly notified as such to the 

contractor. For the purpose of this clause, where the contractor is a partnership firm or a limited 

company, the DFCCIL shall be entitled to withhold and also have a lien to retain towards such 

claimed amount or amounts in whole or in part from any sum found payable to any 

partner/limited company, as the case may be whether in his individual capacity or otherwise.  

52A. Lien in respect of claims in Other Contracts: - 

(i) Any sum of money due and payable to the contractor (including the security deposit 

returnable to him) under the contract may be withheld or retained by way of lien by the 

DFCCIL, against any claim of this or any other DFCCIL or any other Department of the Central 

Government in respect of a payment of a sum of money arising out of or under any other 

contract made by the contractor with this or any other Department of the Central Government.  

(ii)  However, recovery of claims of DFCCIL in regard to terminated contracts may be made 

from the Final Bills, Security Deposits and Performance Guarantees of other contract or 

contracts, executed by the contractor. The Performance Guarantees submitted by the Contractor 

against other contracts, if required, may be withheld and encashed. In addition, 10% of each 

subsequent ôon-account billõ may be withheld, if required, for recovery of DFCCILõs dues 

against the terminated contract. 

 

(iii)  It is an agreed term of the contract that the sum of money so withheld or retained under 

this clause by the DFCCIL will be kept withheld or retained as such by the DFCCIL till the 

claim arising out of or un der any other contract is either mutually settled or determined by 

arbitration, if the other contract is governed by arbitration clause or by the competent court as 

the case may be and contractor shall have no claim for interest or damages whatsoever on this 

account or on any other ground in respect of any sum of money withheld or retained under 

this clause and duly notified as such to the contractor. 

 

53.0 Signature on Receipts for Amounts: - Every receipt for money which may  become payable or 

for any security w hich may become transferable to the Contractors under these presents, shall, 

if signed in the partnership name by anyone of the partners of a Contractorõs firm be a good 

and sufficient discharge to the DFCCIL in respect of the moneys or security purported to be 

acknowledged thereby and in the event of death of any of the Contractor, partners during the 

pendency of the contract it is hereby expressly agreed that every receipt by anyone of the 

surviving Contractor partners shall if so signed as aforesaid be good a sufficient discharge as 

aforesaid provided that nothing in this clause contained shall be deemed to prejudice or effect 

any claim which the DFCCIL may hereafter have against the legal representative of any 

contractor partner so dying for or in respec t to any breach of any of the conditions of the 

contract, provided also that nothing in this clause contained shall be deemed to prejudice or 

effect the respective rights or obligations of the Contractor partners and of the legal 

representatives of any deceased Contractor partners interse. 
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LABOUR  

54.0 Wages to Labour :-   The Contractor  shall  be  responsible to ensure compliance with the 

provision of the Minimum Wages Act, 1948 (hereinafter referred to as the òsaid Actó and the 

Rules made there under in respect of any referred to as the òsaid Actó and the Rules made there 

under in respect of any employees directly or through petty contractors or subcontractors 

employed by him on road construction or in building operations or in stone breaking or stone 

crushing for the purpose of carrying out this contract. If, incompliance with the terms of the 

contract, the Contractor supplied any labour to be used wholly or partly under the direct orders 

and control of the DFCCIL whether in connection with any work being  executed by the 

Contractor or otherwise for the purpose of the DFCCIL such labour shall, for the purpose of this 

clause, still be deemed to be persons employed by the Contractor. 

If any moneys shall, as a result of any claim or application made under the said Act be directed to 

be paid by the DFCCIL, such money shall be deemed to be moneys paid by it as aforesaid within 

seven days after the same shall have been demanded, the DFCCIL shall be entitled to recover the 

same form any moneys due or accruing to the Contractor under this or any other Contract with 

the DFCCIL. 

54A.  Apprentices Act: -The Contractor shall be responsible to ensure compliance with the provisions of 

the Apprentices Act, 1961 and the Rules and Orders issued there under from time to time in 

respect of apprentices directly or through petty contractors or sub -contractors employed by him 

for the purpose of carrying out the Contract.  

If the contractor directly or through petty contractors or sub -contractors fails to do so, his failure 

will be a breach of the contract and the DFCCIL may, in its discretion, rescind the contract. The 

contractor shall also be liable for any pecuniary liability arising on account of any violation of the 

provisions of the Act.  

Note:  The contractors are required to engage apprentices when the works undertaken by them 

last for a period of one year or more and / the cost of works is rupees one lakh or more.  

55.0 Provisions of payments of Wages Act: -The Contractor shall comply with the provisions of the 

Payment of Wages Act, 1936 and the rules made there under in respect of all employees directly or 

through petty contractors or sub -contractors employed by him in the works. If In compliance with 

the terms of the contract, the Contractor directly or through petty contractors of su b-contractors 

shall supply any labour to be used wholly or partly under the direct orders and control of the 

Engineer whether in connection with the works to be executed hereunder or otherwise for the 

purpose of the Engineer such labour shall never the less be deemed to comprise persons employed 

by the contractor and any moneys which may be ordered to be paid by the Engineer shall be 

deemed to be moneys payable by the Engineer on behalf of the Contractor and the Engineer may on 

failure of the contractor to repay such money to the DFCCIL deduct the same from moneys due to 

contractor in the terms of contract. The DFCCIL shall be entitled to deduct from any moneys due to 

the contractor (whether under this contract or any other contract) all moneys paid or payab le by the 

DFCCIL by the way of compensation of aforesaid or for costs of expenses in connection with any 

claim thereto and the decision of the Engineer upon any question arising out of the effect or force of 

this clause shall be final and binding upon the Contractor. 

 

55A. Provisions of Contract labour (Regulation and Abolition) Act, 1970 : 



 
DDU -EN-RFO-DDU -322-2020 

 

Page 67 of 242 

Signature of Tenderer (s) with Seal 

55A.(1)  The contractor shall comply with the provision of the contract labour (Regulation and Abolition) 

Act, 1970 and the Contract labour (Regulation and Abolition) Cen tral Rules 1971 as modified 

from time to time, wherever applicable and shall also indemnify the DFCCIL from and against 

any claims under the aforesaid Act and the Rules. 

55A.(2)  The Contractor shall obtain a valid licence under the aforesaid Act as modifi ed from time to 

time before the commencement of the work and continue to have a valid licence until the 

completion of the work. Any failure to fulfill  the requirement shall attract the penal provision of 

the Contract arising out of the resultant non -execution of the work.  

55A.(3)  The Contractor shall pay to the labour employed by him directly or through subcontractors the 

wages as per provision of the aforesaid Act and the Rules wherever applicable. The Contractor 

shall notwithstanding the provisions of th e contract to the contrary, cause to be paid the wages 

to labour indirectly engaged on the works including any engaged by subcontractors in 

connection with the said work, as if the labour had been immediately employed by him.  

55A.(4)  In respect of all labour directly or indirectly employed in the work for performance of the 

contractorõs part of, the contract, the Contractor shall comply with or cause to be complied with 

the provisions of the aforesaid Act and Rules wherever applicable.  

55A.(5)  In every case in which, by virtue of the provisions of the aforesaid Act or the Rules, the DFCCIL 

is obliged to pay any amount of wages to a workman employed by the Contractor or his sub -

contractor in execution of the work or to incur any expenditure on account of th e Contingent, 

liability of the DFCCIL due to the contractorõs failure to fulfil his statutory obligations under the 

aforesaid Act or the rules the DFCCIL will recover from the Contractor, the amount of wages so 

paid or the amount of expenditure so incurred , and without prejudice to the rights of the 

DFCCIL under the section 20, sub-section (2) and section 2, sub-section (4) of the aforesaid Act, 

the DFCCIL shall be at liberty to recover such amount or part thereof by deducting it from the 

security deposit and/ or from any sum due by the DFCCIL to the contractor whether under the 

contract or otherwise. The DFCCIL shall not be bound to contest any claim made against it 

under sub-section (1) of section 20 and sub-section (4) of section 21 of the aforesaid Act except 

on the written request of the contractor and upon his giving to the DFCCIL full security for all 

costs for which the DFCCIL might become liable in contesting such claim. The decision of the 

DFCCIL regarding the amount actually recoverable from the co ntractor as stated above shall be 

final and binding on the Contractor.  

55B. Provisions of Employees Provident Fund and Miscellaneous Provisions Act, 1952 :  

The Contractor shall comply with the provisions of Para 30 & 36 - B of the Employees Provident 

Fund Scheme, 1952; Para 3 & 4 of Employeesõ Pension Scheme, 1995; and Para 7 & 8 of 

Employees Deposit Linked Insurance Scheme, 1976; as modified from time to time through 

enactment of óEmployees Provident Fund & Miscellaneous Provisions Act, 1952ó, wherever 

appl icable and shall also indemnify the DFCCIL from and against any claims under the 

aforesaid Act and the Rules. 

55C. Provisions of òThe Building and Other Construction Workers (Regulation of Employment 

and Conditions of Service) Act, 1996ó and òThe Building and Other Construction Workersõ 

Welfare Cess Act, 1996ó : 

The tenderers, for carrying out any construction work, must get themselves registered with the 

Registering Officer under Section-7 of the Building and Other Construction Workers Act, 1996 and 
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rules made thereto by the concerned State Govt. and submit certificate of Registration, issued from 

the Registering Officer of the concerned State Govt. (Labour Dept.) . As per this Act, the tenderer 

shall be levied a cess @1% of cost of construction work, which would be deducted  from each bill. 

Cost of material, when supplied under a separate schedule item, shall be outside the purview of 

cess. 

56.0  Reporting of Accidents of Labour: -The Contractor shall be responsible forthe safety of all 

employees directly or throu gh petty contractors or sub- contractor employed by him on the works 

and shall report serious accidents to any of them however and wherever occurring on the works to 

the Engineer or the Engineers Representative and shall made every arrangements to render all 

possible assistance. 

 

57.0 Provision of Workmenõs Compensation Act:- In every case in which by virtue  of the 

provisions of section 12 sub-section (1) of the Workmenõs Compensation Act 1923, DFCCIL is 

obliged to pay compensation to a workman directly or throu gh petty contractor or subcontractor 

employed by the Contractor in executing the work, DFCCIL will recover from the Contractor the 

amount of the compensation so paid, and, without prejudice to the rights of DFCCIL under 

Section 12 Sub-section (2) of the said Act, DFCCIL shall be at liberty to recover such amount or any 

part thereof by deducting it from the security deposit or from any sum due by DFCCIL to the 

Contractor whether under these conditions or otherwise, DFCCIL shall not be bound to contest 

any claim made against it under Section 12 Sub-section (1) of the said Act except on the written 

request of the Contractor and upon his giving to DFCCIL full security for all costs for which 

DFCCIL might become liable in consequence of contesting such claim. 

 

57A.  Provision of Mines Act: - The contractor shall observe and perform all the provisions of the  

Mines Act, 1952 or any statutory modifications or re -enactment thereof for the time being in 

force and any rules and regulations made there under in respect of all the persons directly or 

through the petty contractors or sub -contractors employed by him under this contract and shall 

indemnify the DFCCIL from and against any claims under the Mines Act, or the rules and 

regulations framed there under, by or on behalf of any persons employed by him or otherwise.  

58.0 DFCCIL not to provide quarters for Contractors: -No quarters shall normally be provided by the 

DFCCIL for the accommodation of the contractor or any of his staff employed on the work.  

 

59.(1)  Labour Camps: - The contractor shall at his own expense make adequate arrangements for the 

housing, supply of drinking water and provision of latrines and urinals for his staff and 

workmen, directly or through the petty contractors or sub -contractors and for temporary crèche 

(Bal-mandir) where 50 or more women are employed at a time. Suitable sites on DFCCIL land, if 

available, may be allotted to the contractor for the erection of labour camps, either free of charge 

or on such terms and conditions that may be prescribed by the DFCCIL. All camp sites shall be 

maintained in clean and sanitary conditions by the contractor at his own cost.  

59.(2)   Compliance to rules for employment of labour: - The contractor(s) shall conform to all laws, by-

laws rules and regulations for the ti me being in force pertaining to the employment of local or 

imported labour and shall take all necessary precautions to ensure and preserve the health and 

safety of all staff employed directly or through petty contractors or sub -contractors on the 

works.  
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59.(3) Preservation of peace:- The contractor shall take requisite precautions and use his best 

endeavours to prevent any riotous or unlawful behaviour by or amongst his workmen and other 

employed directly or through the petty contractors or sub -contractors on the works and for the 

preservation of peace and protection of the inhabitants and security of property in the 

neighbourhood of the works. In the event of the DFCCIL requiring the maintenance of a special 

Police Force at or in the vicinity of the site du ring the tenure of works, the expenses thereof shall 

be borne by the contractor and if paid by the DFCCIL shall be recoverable from the contractor. 

59.(4)  Sanitary arrangements: - The contractor shall obey all sanitary rules and carry out  all sanitary 

measures that may from time to time be prescribed by the Railway Medical Authority and 

permit inspection of all sanitary arrangements at all times by the Engineer, the Engineerõs 

Representative of the Medical staff of the DFCCIL. Should the contractor fail to make the 

adequate sanitary arrangements, these will be provided by the DFCCIL and the cost therefore 

recovered from the contractor. 

59.(5)  Outbreak of infectious disease: - The contractor shall remove from his camp such labour and 

their families as refuse protective inoculation and vaccination when called upon to do so by 

the Engineer or the Engineerõs representative on the advice of the DFCCIL. Should cholera, 

plague or other infectious disease break out, the contractor shall burn the huts, beddings, 

clothes and other belongings of or used by the infected parties and promptly erect new huts on 

health sites as required by the engineer, failing which within the time specified in the 

Engineerõs requisition, the work may be done by the DFCCIL and the cost therefore recovered 

from the contractor.  

59.(6) Deleted  

59.(7)      Medical facilities at site: - The Contractor shall provide medical facilities at the  site as may be 

prescribed by the Engineer on the advice of the DFCCIL in relation to the strength of the 

Contractorõs resident staff and workmen. 

59.(8)       Use of intoxicants: - The sale of ardent spirits or other intoxicating  beverages upon the work 

or in any of the buildings, encampments or tenements owned, occupied by or within the 

control of the contractor or any of his employees shall be forbidden and the Contractor shall 

exercise his influence and authority to the utmost extent to secure strict compliance with this 

condition.  

59.(9)      Non-employment of female labour: - The Contactor shall see that the employment of female 

labour on / in Cantonment areas, particularly in the neighbourhood of soldierõs barracks, 

should be avoided as far as possible. 

59.(10)    Restrictions On The Employment Of Retired Engineers Of Railway/DFCCIL Services 

Within one Year Of Their Retirement : The Contractor shall not, if he is a retired Government 

Engineer of Gazetted rank, himself engage in or employ or associate a retired Government 

Engineer of Gazetted rank, who has not completed one year from the date of retirement, in 

connection with this contract in any manner whatsoever without obtaining prior permission 

of the President and if the Contractor is found to have contravened this provision it will 

constitute a breach of contract and administration will be entitled to ter minate the contract 

and forfeit Earnest Money Deposits (EMD),Performance Guarantee (PG)and Security Deposits 

(SD) of that contract. 
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60.(1)     Non-employment of labours below the age of 15: - the Contractor shall not  employ children 

below the age of 15 as labourers directly or through petty contractors or subcontractors for the 

execution of work.  

60.(2)     Medical Certificate of fitness for labour: - It is agreed that the contractor shall not employ a 

person above 15 and below 19 years of age for the purpose of execution of work under the 

contract unless a medical certificate of fitness in the prescribed form (Proforma at Form No.15) 

granted to him by a certifying surgeon certifying that he is fit to work as an adult is obtained 

and kept in the custody of th e contractor or a person nominated by him in this behalf and the 

person carries with him, while at work; a token giving a reference to such certificate. It is 

further agreed that the responsibility for having the adolescent examined medically at the 

time of appointment or periodically till he attains the age of 19 years shall devolve entirely on 

the contractor and all the expenses to be incurred on this account shall be borne by him and no 

fee shall be charged from the adolescent or his parent for such medical examination. 

60.(3)  Period of validity of medical fitness certificate: - A certificate of fitness granted  or renewed 

for the above said purposes shall be valid only for a period of one year at a time. The 

certifying surgeon shall revoke a certificate granted or renewed if in his opinion the holder of 

it is, no longer fit for work in the capacity stated therein. Where a certifying surgeon refuses to 

grant or renew a certificate or revoke a certificate, he shall, if so required by the person 

concerned, state his reasons in writing for doing so.  

60.(4)  Medical re -examination of labourer: - Where any official appointed in this behalf  by the 

Ministry of labour is of the opinion that any person employed in connection with the 

execution of any work under this contract in the age group 15 to 19 years is without a 

certificate of fitness or is having a certificate of fitness but no longer fit to work in the capacity 

stated in the certificate, he may serve on the Contractor, or on the person nominated by him in 

the regard, a notice requiring that such persons shall be examined by a certifying surgeon and 

such person shall not if the concerned official so directs, be employed or permitted to do any 

work under this contract unless he has been medically examined and certified that he has 

been granted a certificate of fitness or a fresh certificate of fitness, as the case may be. 

EXPLANATIONS: - 

(1)   Only  qualified  medical  practitioners  can  be  appointed  as  òCertifying Surgeonsó and the 

term òQualified Medical Practitionersó means a person holding a qualification granted by an 

authority specified in the Schedule to the Indian Medical Degrees Act, 1916 (VII to 1916) or in 

the Schedule to the Indian Medical Council Act, 1933 (XXVII) of 1933. 

(2)  The Certifying surge on may be a medical officer in the service of State or Municipal 

Corporation.  

DETERMINATION OF CONTRACT  

61.(1) Right of DFCCIL of determine the contract: - The DFCCIL shall be entitled to determine and 

terminate the contract at any time should, in the DFCCILõs opinion, the cessation of work 

becomes necessary owing to paucity of funds or from any other cause whatever, in which case 

the value of approved materials at site and of work done to date by the Contractor will be 

paid for in full at the rate specified  in the contract. Notice in writing from the DFCCIL of such 

determination and the reasons therefor shall be conclusive evidence thereof. 
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61.(2) Payment on determination of contract: - Should the contract be determined under sub clause (1) 

of this clause and the Contractor claims payment for expenditure incurred by him in the 

expectation of completing the whole of the work, the DFCCIL shall admit and consider such 

claims as are deemed reasonable and are supported by vouchers to the satisfaction of the 

Engineer. The DFCCILõs decision on the necessity and propriety of such expenditure shall be 

final and conclusive.  

61.(3) The contractor shall have no claim to any payment of compensation or otherwise, howsoever on 

account of any profit or advantage which he might  have derived from the execution of the work 

in full but which he did not derive in consequence of determination of contract.  

62.(1)  Determination of contract owing to default of contractor: - If the Contractor should :- 

(i) Becomes bankrupt or insolvent, or 

(ii)  Make an arrangement with of assignment in favour of his creditors, or agree to carry 

out the contract under a Committee of Inspection of his creditors, or  

(iii)  Being a Company or Corporation, go into liquidation (other than a voluntary 

liquidation for the purpose s of amalgamation or reconstruction), or  

(iv)  Have an execution levied on his goods or property on the works, or  

(v) Assign  the  contract  or  any  part  thereof  otherwise  than  as  provided in Clause 7 of 

these conditions, or 

(vi)  Abandon the contract, or  

(vii)  Persistently disregard the instructions of the Engineer, or contravene any provision of 

the contract, or 

(viii)  Fail to adhere to the agreed programme of work by a margin of 10% of the stipulated 

period, or  

(ix)  Fail to remove materials from the site or to pull down and replace  work after receiving 

from the Engineer notice to the effect that the said materials or works have been 

condemned or rejected under clause 25 and 27 of these conditions, or 

(x) Fail to take steps to employ competent or additional staff and labour as required 

under clause 26 of the conditions 

(xi)  Fail to afford the Engineer or Engineerõs representative proper facilities for inspecting 

the work or any part thereof as required under clause 28 of the conditions, or  

(xii)  Promise, offer or give any bribe, commission, gift or advantage either himself or 

through his partner, agent or servant to any officer or employee of the DFCCIL or to 

any person on his or on their behalf in relation to the execution of this or any other 

contract with this DFCCIL.  

(xiii)(A)  At any time after the tender relating to the contract, has been signed and submitted by 

the Contractor, being a partnership firm admit as one of its partners or employee 

under it or being an incorporated company elect or nominate or allow to act as one of 

its directors or employee under it in any capacity whatsoever any retired engineer of 

the gazetted rank or any other retired gazetted officer working before his retirement, 

whether in the executive or administrative capacity, or whether holding any 

pensionable post or not, in the DFCCIL for the time being owned and administered by 

the President of India before the expiry of one year from the date of retirement from 

the said service of such Engineer or Officer unless such Engineer or Officer has 

obtained permission from the President of India or any officer duly authorized by him 

in this behalf to become a partner or a director or to take employment under the 

contract as the case may be, or 
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(xiii) (B) Fail to give at the time of submitting the said tender: - 

(a)  The correct information as to the date of retirement of such retired engineer or 

retried officer from the said service, or as to whether any such retired engineer or 

retired officer was under the employment of the Contractor at the time of 

submitting the said tender, or  

(b)  The correct information as to such engineers or officers obtaining permission to take 

employment under the contractor, or  

(c)   Being a partnership firm, the correct information as to, whether any of its partners 

was such a retired engineer or a retired officer, or  

(d)  Being in incorporated company, correct information as to whether any of its 

directors was such a retired engineer or a retired officer, or 

(e)   Being such a retired engineer or retried officer suppress and not disclose at the time 

of submitting the said tender the fact of his being such a retired engineer or a retired 

officer or make at the time of submitting the said tender a wrong statement in 

relation to his obtaining permission to take the contract or if the contractor be a 

partnership firm or an incorporated company to be a partner or director of such 

firm or company as the case may be or to seek employment under the contractor. 

Then and in any of the said clause, the Engineer on behalf of the DFCCIL may serve the 

Contractor with a  notice (Proforma at Form No.16) in writing to that effect and if the 

contractor does not within seven days after the delivery to him such notice proceed to make 

good his default in so far as theof being made good and carry on the work or comply with 

such directions as aforesaid of the entire satisfaction of the Engineer, the DFCCIL shall be 

entitled after giving 48 hourõs notice (Proforma at Form No. 17) in writing under the hand of 

the Engineer to rescind the contract as a whole or in part or parts (as may be specified in such 

notice) and after expiry of 48 hourõs notice, a final termination notice (Proforma at Form No. 

18) should be issued and adopt the following courses: 

To measure up or the whole or part of the work from which the contractor has been re moved 

and get it completed by another contractor, the manner and method in which such work is 

completed shall be in the entire discretion of the Engineer whose decision shall be final. 

62.(2) Right of DFCCIL after, rescission of contract owing to default o f contractor:  

In the event of any or several of the courses, referred to in sub-clause (1) of the clause, being 

adopted. 

(a) the contractor shall have no claim to compensation for any loss sustained by him by reason of 

his having purchased or procured any mate rials or entered into any commitments or made any 

advances on account of or with a view to the execution of the works or the performance of the 

contract and contractor shall not be entitled to recover or be paid any sum for any work thereto 

for actually pe rformed under the contract unless and until the Engineer shall have certified the 

performance of such work and the value payable in respect thereof and the contractor shall only 

be entitled to be paid the value so certified. 

 

(b) The Engineer or the Engineerõs representative shall be entitled to take possession of any 

materials, tools, implements, machinery and buildings on the works or on the property on 
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which these are being or ought to have been executed, and to retain and employ the same in the 

further execution of the works or any part thereof until the completion of the works without the 

contractor being entitled to any compensation for the use and employment thereof or for wear 

and tear or destruction thereof.  

 

(c) The Engineer shall as soon as may be practicable after removal of the contractor fix and determine 

ex-parte or by or after reference to the parties or after such investigation or enquiries as he may 

consider fit to make or institute and shall certify what amount(if any) had at the time of rescission  

of the contract been reasonably earned by or would reasonably accrue to the contractor in respect 

of the work then actually done by him under the contract and what was the value of any unused, 

or partially used materials, any constructional plan and any t emporary works upon the site. The 

legitimate amount due to the contractor after making necessary deductions and certified by the 

Engineer should be released expeditiously. 

 

STATEMENT OF DISPUTES - INDIAN RAILWAY / DFCCIL ARBITRATION RULES  

63.0 Matters finally d etermined by the DFCCIL ð All disputes and differences of any kind 

whatsoever arising out of or in connection with the contract, whether during the progress of the 

work or after its completion and whether before or after the determination of the contract, shall 

be referred by the contractor to the Director /General Manager/CPM, DFCCIL and the 

Director/General Manager/CPM, DFCCIL shall within 120 days after receipt of the contractorõs 

representation make and notify decisions on all matters referred to by the  contractor in writing 

provided that matter for which provision has been made in clauses 8, 18, 22.(5), 39, 43.(2), 45.(a), 

55, 55A.(5), 57, 57A, 61.(1), 61.(2) and 62.(1) to (xiii)(B) of General Conditions of contract or in any 

special clause of the conditions of the contract shall be deemed as ôexcepted mattersõ (matters not 

arbitrable) and decisions of the DFCCIL authority, thereon shall be final and binding on the 

contractor; provided further that ôexcepted mattersõ shall stand specifically excluded from the 

purview of the arbitration clause.  

64.0  Reconciliation of disputes:  All disputes and differences of any kind whatsoever arising out of or 

in connection with the contract, whether during the progress of the work or after its completion 

and whether before or after the determination of the contract, shall be referred by the Contractor to 

the "Manging Director" through òNotice of Disputeó for provided that no such notice shall be 

served later than 30 days after the date of issue of Completion Certificate by the Engineer. 

Managing Director shall, within 30 days after receipt of the Contractorõs òNotice of Disputeó, 

notify the name of Conciliator (s) to the Contractor.   

 

The Conciliator shall assist the parties to reach an amicable settlement in an independent and 

impartial manner within the terms of contract.  

If the parties reach agreement on a settlement of the dispute, they shall draw up and sign a written 

settlement agreement duly signed by Engineer In-charge, Contractor and conciliator(s). When the 

parties sign the settlement agreement, it shall be final and binding on the parties.  

The parties shall not initiate, during the conciliation proceedings, any arbitral or judicial 

proceedings in respect of a dispute that is the subject matter of the conciliation proceedings. 

For conciliation , ôThe Arbitration and Conciliation Act, 1996 as amended from time to time is 

applicable mutatis mutandis.  
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64. (1)   Demand for Arbitration: - 

64. (1) (i) In the event of failure of Conciliation process, any dispute or differe nce between the parties 

hereto as to the construction or operation of this contract, or the respective rights and liabilities 

of the parties on any matter in question, dispute or difference on any account or as to the 

withholding by the DFCCIL of any certi ficate to which the contractor may claim to be entitled 

to, or if the DFCCIL fails to make a decision within 120 days, then and in any such case, but 

except in any of the ôexcepted mattersõ referred to in clause 63 of these conditions, the 

contractor, after 120 days but within 180 days of his presenting his final claim on disputed 

matters shall demand in writing that the dispute or difference be referred to arbitration.  

64.(1) (ii) The demand for arbitration shall specify the matters which are in question, or subject of the 

dispute or difference as also the amount of claim item wise. Only such dispute or difference, in 

respect of which the demand has been made, together with counter claims or set off, given by 

the DFCCIL, shall be referred to arbitration and  other matters shall not be included in the 

reference. 

64.(1) (iii) (a) The arbitration proceedings shall be assumed to have commenced from the day, a 

written and valid demand for arbitration is received by the DFCCIL.  

(b)   The claimant shall submit his claim stating the facts supporting the claims along with all the 

relevant documents and the relief or remedy sought against each claim within a period of 30 

days from the date of appointment of the Arbitral Tribunal.  

 

(c)   The DFCCIL shall submit its defence statement and counter claim(s), if any, within a period 

of 60 days of receipt of copy of claims from Tribunal thereafter, unless otherwise extension has 

been granted by Tribunal.  

 

(d)  The seat of arbitration would be New Delhi  

 

64.(1)(iv) No new claim shall be added during proceedings by either party. However, a party may amend 

or supplement the original claim or defence thereof during the course of arbitration 

proceedings subject to acceptance by Tribunal having due regard to the delay in making it.  

64.(1)(v)  If the contractor(s) does/do not prefer his/their specific and final claims in writing, within a 

period of 90 days of receiving the intimation from the DFCCIL that the final bill is ready for 

payment, he/they will be deemed to have waived his/thei r claim(s) and the DFCCIL shall be 

discharged and released of all liabilities under the contract in respect of these claims. 

64.(2)  Obligation During Pendency of Arbitration: ð Work under the contract shall, unless otherwise 

directed by the Engineer, continue during the arbitration proceedings, and no payment due or 

payable by the DFCCIL shall be withheld on account of such proceedings, provided, however, it 

shall be open for Arbitral Tribunal to consider and decide whether or not such work should 

continue during arbitration proceedings.  

64.(3) Appointment of arbitrator  

64.(3)(a)(i) In cases where the total value of all claims in question added together does not exceed Rs. 

1,50,00,000 (Rupees One Crore Fifty Lakh  only), the Arbitral tribunal shall consist of  a sole 

arbitrator nominated by the MD/DFCCIL The sole arbitrator shall be appointed within 60 days 

from the day when a written and valid demand for arbitrator is received by MD/DFCCIL .  
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64.(3)(a)(ii) In cases not covered by the clause 64(3)(a)(i), the Arbitral Tribunal shall consist of a Panel of 

three officials, as the arbitrators. For this purpose, the DFCCIL will send a panel of more than 3 

names of DFCCIL officers which may also include the name(s) of Officer(s) empanelled to work 

as Arbitrator to the contractor within 60 days from the day when a written and valid demand 

for arbitration is received by the MD/DFCCIL. Contractor will be asked to suggest to 

MD/DFCCIL at least 2 names out of the panel for appointment as contractorõs nominee within 

30 days from the date of dispatch of the request by DFCCIL. The MD/DFCCIL shall appoint at 

least one out of them as the contractorõs nominee and will, also simultaneously appoint the 

balance number of arbitrators either from the panel or from outside the panel, dul y indicating 

the ôpresiding arbitratorõ from amongst the 3 arbitrators so appointed. MD/DFCCIL shall 

complete this exercise of appointing the Arbitral Tribunal within 30 days from the receipt of the 

names of contractorõs nominees. While nominating the arbitrators it will be necessary to ensure 

that one of them is from the Accounts department. An officer of selection grade of accounts 

department shall be considered of equal status to the officers in SA grade of other department of 

DFCCIL for the purpose of appointment of arbitrator.  

64. (3)(a)(iii) If one or more of the arbitrators appointed as above refuses to act as arbitrator, withdraws 

from his office as arbitrator, or vacates his/their office/offices or is/are unable or unwilling to 

perform his functions  as arbitrator for any reason whatsoever or dies or in the opinion of the 

MD/DFCCIL fails to act without undue delay, the MD/DFCCIL shall appoint new 

arbitrator/arbitrators to act in his/their place in the same manner in which the earlier 

arbitrator/arbitr ators had been appointed. Such re-constituted Tribunal may, at its discretion, 

proceed with the reference from the stage at which it was left by the previous arbitrator(s).  

64.(3)(a)(iv) The arbitral Tribunal shall have power to call for such evidence by w ay of affidavits or 

otherwise as the arbitral Tribunal shall think proper, and it shall be the duty of the parties 

hereto to do or cause to be done all such things as may be necessary to enable the arbitral 

Tribunal to make the award without any delay. The  arbitral Tribunal should record day -to-day 

proceedings. The proceedings shall normally be conducted on the basis of documents and 

written statements.  

64.(3)(a)(v) While appointing arbitrator(s) under sub -clause (i), (ii) & (iii) above, due care shall be taken 

that he/they is/are not the one/those who had an opportunity to deal with the matters to 

which the contract relates or who in the course of his/their duties as DFCCIL servant(s) 

expressed views on all or any of the matters under dispute or differences. The proceedings of 

the arbitral Tribunal or the award made by such Tribunal will, however, not be invalid merely 

for the reason that one or more arbitrator had, in the course of his service, opportunity to deal 

with the matters to which the contract rela tes or who in the course of his/their duties expressed 

views on all or any of the matters under dispute.  

64.(3)(b)(i) The arbitral award shall state item wise, the sum and reasons upon which it is based. The 

analysis and reasons shall be detailed enough so that the award could be inferred there from.  

64.(3)(b)(ii) A party may apply for corrections of any computational errors, any, typographical or clerical 

errors or any other error of similar nature occurring in the award of a tribunal and 

interpretation of  a specific point of award to tribunal within 60 days of receipt of the award.  

64.(3)(b)(iii ) A party may apply to tribunal within 60 days of receipt of award to make an additional 

award as to claims presented in the arbitral proceedings but omitted from t he arbitral award.  
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64.(4)  In case of the Tribunal, comprising of three Members, any ruling on award shall be  made by a 

majority of Members of Tribunal. In the absence of such a majority, the views of the Presiding 

Arbitrator shall prevail.  

64.(5)  Where the arbitral award is for the payment of money, no interest shall be payable on whole or 

any part of the money for any period till the date on which the award  is made 

64.(6)  The cost of arbitration shall be borne by the respective parties. The cost shall inter-alia include 

fee of the arbitrator(s), as per the rates fixed by the DFCCIL from time to time and the fee shall 

be borne equally by both the parties. 

64(7) Subject to the provisions of the aforesaid Arbitration and Conciliation Act 1996  (with latest 

amendments) and the rules there under and any statutory modifications thereof shall apply to 

the arbitration proceedings under this clause.  

JOINT VENTURE (JV) FIRMS IN WORKS TENDERS  

65.0 Participation of Joint Venture (JV) Firms i n Works Tender: This Clause shall be applicable for 

works tenders of value as approved and communicated by Railway Board /DFCCIL from time 

to time. 

65.1 Separate identity / name shall be given to the Joint Venture Firm.  

65.2 Number of members in a JV Firm shall not be more than four . 

65.3 A member of JV Firm shall not be permitted to participate either in individual capacity or as a 

member of another JV Firm in the same tender. 

65.4        The tender form shall be purchased and submitted only in the name of the JV Firm and not in the  

name of any constituent member. 

65.5 Normally earnest money deposit (EMD) shall be submitted only in the name of Employer 

òDedicated Freight Corridor Corporation of India Limitedó A/C JV Firm and not in the name of 

constituent member. However, in exceptional cases EMD in the name of Employer òDedicated 

Freight Corridor Corporation of India Limitedó A/C JV Firm and not in the name of Lead 

Member can be accepted subject to written confirmation from JV members to the effect, that 

EMD submitted by the Lead Mem ber may be deemed as EMD submitted by JV Firm. 

65.6 One of the members of the JV Firm shall be its Lead Member who shall have a majority (at least 

51%) share of interest in the JV Firm and also, must have satisfactorily completed one similar 

single work as defined in Sub-Clause 1.3.13(i)(A)(i) Technical Eligibility Criteria, Part -I, 

Chapter-III of Tender Document. The other members shall have a share of not less than 10% 

each in case of JV Firms with upto three members and not less than 10% each in case of JV with 

more than three members. In case of JV Firm with foreign member(s), the Lead Member has to 

be an Indian Firm with a minimum share of 51%.  

65.7 A copy of Memorandum of Understanding (MoU) executed by the JV members shall be 

submitted by the JV Firm along with the tender. The complete details of the member JV firm, 

their share and responsibility and the JV firm etc. Particularly with reference to financial, 

technical and other obligation shall be furnished in the MOU. (The MOU format for this 

purpose is enclosed along with the tender, Form No. 9). 
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65.8 Once the tender is submitted, the MoU shall not be modified / altered / terminated during the 

validity of the tender. In case the tenderer fails to observe/comply with this stipulation, the full 

Earnest Money Deposit (EMD) shall be liable to be forfeited.  

 

65.9 Approval for change of constitution of JV Firm shall be at the sole discretion of the Employer 

(DFCCIL). The constitution of the JV Firm shall not be allowed to be modified after submission 

of the tender bid  by the JV Firm, except when modification becomes inevitable due to succession 

laws etc. and in any case the minimum eligibility criteria should not get vitiated. However, the 

Lead Member shall continue to be the Lead Member of the JV Firm. Failure to observe this 

requirement would render the offer invalid.  

 

65.10 Similarly, after the contract is awarded, the constitution of JV Firm shall not be allowed to be 

altered during the currency of contract except when modification become inevitable due to 

succession laws etc. and in any case the minimum eligibility criteria should not get vitiated. 

Failure to observe this stipulation shall be deemed to be breach of contract with all 

consequential penal action as per contract conditions. 

 

65.11 On award of contract to a JV Firm, a single Performance Guarantee shall be submitted by the JV 

Firm as per tender conditions. All the Guarantees like Performance Guarantee, Bank Guarantee 

for Mobilization Advance, Machinery Advance etc. shall be accepted only in the name of the JV 

Firm and  no splitting of guarantees amongst the members of the JV Firm shall be permitted. 

 

65.12 On issue of LOA (Letter Of Acceptance), an agreement among the members of the JV Firm (to 

whom the work has been awarded) shall be executed and got registered before the Registrar of 

the Companies under Companies Act or before the Registrar/Sub -Registrar under the 

Registration Act, 1908. This JV Agreement shall be submitted by the JV Firm to the DFCCIL 

before signing the contract agreement for the work. In case the tenderer fails to 

observe/comply with this stipulation, the full Earnest Money Deposit (EMD) shall be forfeited 

and other penal actions due shall be taken against partners of the JV and the JV. This Joint 

Venture Agreement shall have, inter -alia, following Clauses : 

 

65.12.1 Joint And Several Liability - Members of the JV Firm to which the contract is awarded, shall be 

jointly and severally liable to the Employer (DFCCIL) for execution of the project in accordance 

with General and Special Conditions of Contract. The JV members shall also be liable jointly 

and severally for the loss, damages caused to the Railways / DFCCIL during the course of 

execution of the contract or due to non-execution of the contract or part thereof. 

 

65.12.2 Duration of the Joint Venture Agreement - It shall  be valid during the entire currency of the 

contract including the period of extension, if any and the defect liability period after the work is 

completed. 

 

65.12.3 Governing Laws - The Joint Venture Agreement shall in all respect be governed by and 

interpreted in  accordance with Indian Laws.  

 

65.13 Authorized Member - Joint Venture members shall authorize one of the members on behalf of 

the Joint Venture Firm to deal with the tender, sign the agreement or enter into contract in 
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respect of the said tender, to receive payment, to witness joint measurement of work done, to 

sign measurement books and similar such action in respect of the said Tender/contract. All 

notices/correspondences with respect to the contract would be sent only to this authorized 

member of the JV Firm. 

 

65.14 No member of the Joint Venture Firm shall have the right to assign or transfer the interest right 

or liability in the contract without the written consent of the other members and that of the 

employer (DFCCIL) in respect of the said tender/contract.  

 

65.15 Documents to be enclosed by the JV Firm along with the tender : 

 

65.15.1 In case one or more of the members of the JV Firm is/are partnership firm(s), following 

documents shall be submitted : 

 

(a) Notary certified copy of the Partnership Deed,  

(b) Consent of all the partners to enter into the Joint Venture Agreement on a stamp paper of 

appropriate value (in original).  

(c) Power of Attorney (duly registered as per prevailing law) in favour of one of the partners of the 

partnership firm to sign the JV Agreement on behalf of the par tnership firm and create liability 

against the firm.  

 

65.15.2 In case one or more members is/are Proprietary Firm or HUF, the following documents shall 

be enclosed : 

Affidavit on Stamp Paper of appropriate value declaring that his/her Concern is a Proprietary 

Concern and he/she is sole proprietor of the Concern OR he/she is in position of "KARTA" of 

Hindu Undivided Family (HUF) and he/she has the authority, power and consent given by 

other partners to act on behalf of HUF. 

65.15.3     In case one or more members is/are limited companies, the following documents shall be 

submitted :  

a) Notary certified copy of resolution of the Directors of the Company, permitting the company 

to enter into a JV agreement, authorizing MD or one of the Directors or Managers of the 

Company to sign JV Agreement, such other documents required to be signed on behalf of the 

Company and enter into liability against the company and/or do any other act on behalf of the 

company. 

b) Copy of Memorandum and Articles of Association of the Company.  

c) Power of Attorney (duly registered as per prevailing law) by the Company authorizing the 

person to do/act mentioned in the para (a) above.  

65.15.4 Deleted  

 

65.16 Credentials & Qualifying Criteria : Technical and financial eligibility of the JV Firm shall be     

adjudged based on satisfactory fulfilment  of the following criteria :  

 

65.16.1 Technical Eligibility Criteria:  As defined in Para 1.3.13(i)A Part-I, Chapter-III ( Preamble & 

General Instructions to tenderers). 
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65.16.2 Financial Eligibility Criteria : As defined in Para 1.3.13(i)B Part-I, Chapter-III (Preamble & 

General Instructions to tenderers). 
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PART - I  

CHAPTER V 

 

SPECIAL CONDITIONS  OF CON TRACT 

 

1.5.1 This Tender shall be governed by Preamble & General instructions to tenderers, General 

condition of Contract, Special conditi ons of contract, Technical Specifications, Additional 

Technical specifications (if any), Drawings, Forms, Annexures, etc.  

 

1.5.2 If there are varying or conflicting provisio ns in the documents forming part of the contract, 

Engineer shall be deciding authority with regard to the intentions of the provision and decision 

of Engineer will be final and binding on the contractor.  

 

1.5.3 Scheme of  w ork : -Within a period of 28 days beginning from the date of issue of Letter of 

Acceptance of Tender, the Contractor shall submit the detailed time schedule for execution of 

work and various documents enumerated in tender papers to the employer.  

 

1.5.4 Qual it y Assurance Plan for Substructur e and foundation  

 

All materials used in the work shall be of the best quality as per codes. Quality Assurance Plan 

shall include for materials used and for workmanship of work. The contractor shall submit 

Quality Assurance Plan for the substructure and fou ndation. The contractor shall also ensure 

that the Employerõs prescribed Quality Assurance Standards are rigidly followed in for the 

construction of substructure and foundation. These are to be approved from the client / 

DFCCIL 

 

1.5.5 Quality Assurance Pla n for Superstructure including bearings  

 

(a) All materials used in the work shall be of the best quality as per codes / Specifications for 

Fabrication and Erection of Steel Girder Bridges (B1-2001) amended till date. Quality Assurance 

Plan shall include for materials used and for workmanship of work. Quality Assurance Plan 

shall also be prepared for erection of girder and casting of deck slab. The contractor shall 

submit Quality Assurance Plan for the superstructure and bearing. The contractor shall also 

ensure that the Employerõs prescribed Quality Assurance Standards are rigidly followed for the 

construction of superstructure including bearing.  Since, the superstructure is open web / 

composite steel girder designed by RDSO / RITES, Quality Assurance Plan shall be in line with 

Quality Assurance plans prepared by RDSO for Open Web Girder and POT & POT-PTFE 

bearings. These plans are to be approved from the DFCCIL/RDSO  

 

(b) The contractor shall ensure quality at all necessary points, whether at manufacturersõ works, or 

in his depot or at work site as well as during erection  through Quality Assurance Plan.    

 

(c)  The Contractor shall adopt a suitable Quality Assurance Programme according to approved 

instructions, drawings, specifications, etc.  

 

(d) The erection scheme of Open Web Girder/ Bow string girder  / other Girders  shall be approved 

by Railway/ DFCCIL before start of erection of girder.  
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(e) Fabrication of Open Web Girder / Steel girder will be inspected by DFCCIL's Engineer in 

Charge / RDSO / PMC's represe ntative  as per approved QAP. 

 

1.5.6 Expenses of  Empl oyerõ Representati veð All the expenses of Engineers representative shall be 

borne by the Employer whether the inspected material is  finally utilised in work or not.  

 

1.5.7 The decision of the Engineer shall  be final in respect of acceptabil ity or otherwise of any 

material, fitti ngs, component or equipment required for the work.  

 

1.5.8 This programme of the Contractor shall  generally cover the following:- 

 

1 .5 .8 .1 The organization to manage and implement the Quality  Assurance Programme. 

 

1.5.8.2 The documentation control system: 

(i) Basic control system. 

(ii)  Adopted at manufacturerõs work  

(iii)  Adopted at the Contractor Depot and work site. 

 

1.5.8.3. Procedure adopted for: 

(i)  Source Inspection. 

(ii)  In coming raw material inspection. 

(iii)  Verification of material purchased. 

(iv) Fabrication Controls. 

(v)    Site erection controls. 

1.5.8.4 Inspection and Test Procedure for: 

(i)   Manufacture and quality control procedure. 

(ii)          Field activit y. 

 

1.5.8.5 System of handling and storage. 

1.5.8.6 System of quality audit.  

1.5.8.7 System of maintenance of records. 

1.5.8.8   For the purpose of obtaining On Account Payment, the Contractor shall submit  along with the 

invoice, the documents indicated in the  prescribed quality Assurance standards which should 

inter alia cover the following as may be applicable in each case. 

 

(i)  Material test reports on raw materials used. 

(ii)   Material type and routine test report on components specification.  

(iii)  Inspection Plan with reports of the inspection Plan check points.  

(iv)  Routine test report. 

(v)  Factory test results as required under the specification. 

(vi)  Quality audit report including test check report of Employerõs representative if any. 

 

1.5.9  Traf f ic Blocks / Power Blocks / Shut  Down: 

 

(a) The contractor shall obtain Power / Traffic / Shut down in the name of authorized 

representative of DFCCIL. Engineer/ Engineerõs representative will  facil it ate to make 

arrangements to obtain power blocks / shutdown (hereinafter referred to as blocks) for works 
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to be carried out along or adjacent to the track work. Works such as foundations of 

abutments/piers  shall  generally be done without blocks. However if block is required due to 

safety considerations, the construction shall be done under block.  The requirement of shut 

down, power blocks etc . shall be assessed by the contractor and will be submitt ed to the 

Engineer/ Engineerõs representati ve. All t he erection of girders  etc. shall  be done under 

minimum  power block/s hut down. Contractor will arrange minimum two gangs of labours i.e. 

expert  of TR line fit ters, Semi skilled fitters, labours etc. with  super visors and sufficient tools 

and tackles required as per site conditi ons. Work  will be done day & night with war foot level 

with t he approval of the Engineer/ Engineerõs representative.  

 

(b) Blocks will be granted during day & night hours continuous. The Contractor shall confirm 

that he will equip himself to carry out all construction during night blocks efficiently by 

suitable special lighting equipment without any extra cost.  

 

(c) Block period shall be counted from the time the TR-line is placed at the Contractors disposal at 

the work -spot till it is cleared by the Contractor.  

 

(d) Blocks will be subject to normal operating conditions and rules of the Railway. All formalities 

of exchanging private number etc. with the traffic control/traction power controller will be 

carried out by the Engineer staff and for this purpose the Engineer will depute a 

representative, who will be re sponsible for imposing power blocks/shut down and also 

removing the same after men, material and equipment have been cleared by the Contractor 

from running tracks and the same declared safe for traffic by Engineer/Engineerõs 

representative in case of works involving safety of running tracks.  

 

(e) The works required to be done under traffic block shall be carried out only in the presence of 

DFCCIL officials. The Railway supervisor shall certify safe conditions for passage of trains 

before resumption of traff ic. The works to be done under traffic block shall be carried out under 

the provision of banner flag and protection of engineering flagman.  

 

(f)  Any charges which may be levied by IR on account of òPossessionsó shall be payable by the 

contractor but shall be reimbursed by the Employer . However penalties, if any, levied by 

Indian Railways caused due to any careless working or otherwise of violation of the Terms and  

Conditions of  the track block, shall be payable by the contractor. 

 

1.5.10  Work  By Other Agencies 

 

(a) Any other works undertaken at the same time by the Engineer direct or through some other 

agency at the same time or section where the contractor is carrying out his work will not entitle 

the contractor to prefer any claim regarding any delays o r hindrances he may have to face on 

this account but the Employer shall grant a reasonable extension of time to the contractor. The 

contractor shall comply with any instruction which may be given to him by the Employer in 

order to permit simultaneous execu tion of his own works  and those undertaken by other 

contractors or the DFCCIL without being entitled on this account on any extra charge.  

 

(b) The contractor shall not be entitled to any extra payment due to hindrance resulting from 

normal Railway operatio ns, such as delay on account of adequate number of and duration of 
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blocks not being granted, operational delay in movement of work trains extension of time to 

the contractor. 

 

1.5.11 Infringem ent  of patents: 

 

(a) The Contractor is forbidden to use any patents or registered drawings, process or pattern in 

fulfilling his contract without the previous consent in writing of the owner of such patent, 

drawing, pattern or trade mark, except where these are specified by the Employer himself. 

Royalties where payable for the use of such patented processes, registered drawings of patterns 

shall be borne exclusively by the Contractor. The contractor shall advise the Employer of any 

proprietary right that may exist on such processed drawings or patterns which he may use of 

his own accord. 

 

(b) In the case of patent taken out by the Contractor of the drawings or patterns registered by him, 

or of those patents, drawings, or patents for which he holds a licence, the signing of the 

Contract automatically gives the Employer th e right to repair by himself the purchased articles 

covered by the patent or by any person or body chosen by him and to obtain from any sources 

he desires the component parts required by him in carrying out the repair work. In the event of 

infringement of any patent rights due to above action of the Employer, he shall be entitled to 

claim damages from the contractor on the grounds of any loss of any nature which he may 

suffer e.g. in the case of attachment because of counterfeiting. 

 

(c) Ind emnifi cation  by contractor:-  In the event of any claim or demand being made or action 

being brought against the Employer for infringement of later patent in respect of any 

equipment, machine, plant, work or thing used or supplied by the Contractor under this 

contract or in respect of any methods of using or working by the Employer of such equipment 

machine, plant work or thing, the contractor shall indemnify the employer and keep him 

indemnified and harmless against all claims, costs, charges and expenses arising from or 

incurred by reason of such claim provided that the Employer shall notify the contractor 

immediately any claim is made and that the contractor shall be at liberty, if he so desires with 

the assistance of the Employer if required but at the Contractorõs expense, to conduct all 

negotiations for the settlement of the same or any litigation that may arise there from and 

provided that no such equipment, machine, plant work or thing, shall be used by the Employer 

for any purpose or in any manner other than that fo r which they have been supplied by the 

Contractor and specified under this contract.  

 

1.5.12 In surance:- (CAR policy)  

 

 Before commencing of works, it shall be obligatory for the contractor to obtain, at his own 

cost, insurance cover in the joint name of the contractor and employer from reputed 

companies under the following requirements:  

 

(a) Insurance against Injury to Persons and Damage to Property  

 

The Contractor, as insuring Party, shall insure against each Partyõs liability for any loss, 

damage, death or bodily injury which may occur to any physical property (except things 

insured under Sub-Clause 1.5.12 (b) [Insurance for Works and Contractor's Equipment]) or to any 

person / animal  (except persons insured under Sub-Clause 1.5.12 (c) [Insurance for Contractor's 
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Personnel]), which may arise out of the Contractorõs performance of the Contract and occurring 

before the issue of the Performance Certificate. 

 

This insurance shall be for a limit per occurrence of not less than the Rs. 100 Lakh (Rs Hundred  

Lakh) , wi th no limit on the number of occurrences.  

 

The insurances specified in this Sub-Clause: 

a. shall be effected and maintained by the Contractor as insuring Party, 

b. shall be in the joint names of the Contractor and Employer , 

c. shall be extended to cover liability for all loss and damage to the Employerõs property 

(except things insured under Sub-Clause 1.5.12 (b)) arising out of the Contractorõs 

performance of the Contract 

 

The insurance policy shall include a cross liability clause such that the insurance shall apply to 

the Employer, the Contractor and Subcontractors (wherever applicable) as separately insured. 

The Employer shall not be liable for or in respect of any damages or compensation payable to 

any workman or other person in the employment of the Contractor  or any Sub-Contractor 

(whether applicable), other than death or injury resulting from any act or default of the 

Employer, his agents or employees. The Contractor shall indemnify and keep indemnified the 

Employer against all such damages and compensation, other than those for which the Employer 

is liable as aforesaid, and against all claims, proceedings, damages, costs, charges and against all 

claims, proceedings, damages, costs, charges, and expenses whatsoever in respect thereof or in 

relation thereto.  
 

(b) Insurance for Works and Contractor's Equipment  

 

The Contractor, as insuring Party , shall insure the Works, Plant, Materials and Contractor's 

Documents for not less than the full reinstatement cost including the costs of demolition, 

removal of debris and pro fessional fees and profit. This insurance shall be effective from the 

Date of Commencement, until the date of issue of the Taking-Over Certificate for the Works.  

 

The Contractor  shall maintain this insurance to provide cover until the date of issue of the 

Performance Certificate, for loss or damage for which the Contractor is liable arising from a 

cause occurring prior to the issue of the Taking-Over Certificate, and for loss or damage caused 

by the Contractor in the course of any other operations.  

 

The Contractor  shall insure the Contractor's Equipment for not less than the full replacement 

value, including delivery to Site  plus 15% of replacement cost . For each item of Contractor's 

Equipment, the insurance shall be effective while it is being transported to the Site and until it 

is no longer required as Contractor's Equipment.  

 

The insurances specified in this Sub-Clause: 

 

(a)  shall be effected and maintained by the Contractor as insuring Party, 

 

(b)  shall be in the joint names of the Parties, who shall be jointly entitled to receive payments 

from the insurers, payments being held or allocated between the Parties for the sole purpose of 

rectifying the loss or damage, 
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(c)  shall cover all loss and damage from any cause not listed as Employerõs Risks, 

(d)  shall also cover loss or damage to a part of the Works which is attributable to the use or 

occupation by the Employer of another part of the Works, and loss or damage from the 

Employerõs Risks, excluding (in each case) risks which are not insurable at commercially 

reasonable terms 

 

 (e)      may however exclude loss of, damage to, and reinstatement of: 

 

(i)  a part of the Works which is in a defective condition due to a defect in its design, 

Materials or workmanship (but cover shall include any other parts  which are lost or 

damaged as a direct result of this defective condition and not as described in sub-

paragraph (ii) below),  

 

(ii)  a part of the Works which is lost or damaged in order to reinstate any other part 

of the Works if this other part is in a de fective condition due to a defect in its design, 

Materials or workmanship  

 

(iii)   a part of the Works which has been taken over by the Employer, except to the 

extent that the Contractor is liable for the loss or damage, and 
 

(c)  Insurance for Contractor' s Personnel 
 

The Contractor shall effect and maintain insurance against liability for claims, damages, losses 
and expenses (including legal fees and expenses) arising from injury, sickness, disease or death 
of any person employed by the Contractor or any o ther of the Contractor's Personnel. 

 
The Employer and the Engineer shall also be indemnified under the policy of insurance, except 
that this insurance may exclude losses and claims to the extent that they arise from any act or 
neglect of the Employer or of the Employer's Personnel. 

 
The insurance shall be maintained in full force and effect during the whole time that these 
personnel are assisting in the execution of the Works. For a Subcontractorõs employees, the 
insurance may be effected by the Subcontractor, but the Contractor shall be responsible for 
compliance with this Clause.  

 

(d) Automobile Liability Insurance  
 

The contractor shall effect and maintain an insurance covering use of all vehicle used by the 
contractor or its sub contractors (whether or not owned by them) in connection with the design, 
construction, testing and commissioning of the facilities under the contract in accordance with 
statutory requirements.  

 
(e) Professional Indemnity Insurance  
 

The Contractor shall provide evidence of professional indemnity insurance carried by its 

Designer for the Works. The professional indemnity insurance shall cover the risk of 

professional negligence in the design of the Works. This insurance shall be for a limit of not 

less than Rs. 50 Lakh and shall be maintained in full force and effect from the Commencement 

Date of the Works until 03 years after the date of completion of the Defect Notification period.  
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The Engineer will not issue any payment certificate until the Contractor has provided evidence 

of this insurance and its period of effectiveness.  

 

The contractor shall provide evidence to the Employer / Engineer before commencement of 

work at site that the insurances required under the contract have been effected and shall 

within 60 days of the commencement date, provide the insurance policies to the 

Employer/Engineer, the contractor shall, whenever, called upon, produce to the engineer or 

his representative the evidence of payment of premiums paid by him to ensure that the 

policies indeed continue to be in force. 

 

The Contractor shall also obtain any additional insurance cover as per the requirements of the 

Contract or Law of the Country . 

The Employer/Engineer shall not be liable for or in respect of any damages or compensation 

payable to any workman or ot her person in the employment of the Contractor or his sub -

contractor or petty contractor / other contractor working there. The Contractor shall 

indemnify and keep indemnified the employer / Engineer against all such damages and 

compensation for which the contractor is liable.  

The Policies of the contractor shall remain in force throughout the period of execution of the 

works and till the expiry of the defect liability period except for any specific insurance covers 

necessary for shorter period. 

If the Contr actor fails to effect or keep in force or provide adequate cover as acceptable to the 

engineer in the insurance policies mentioned above, then in such cases, the engineer may 

effect and keep in force any such insurance or further insurance on behalf of the Contactor. 

The recovery shall be made at the rate of 1.5 times the premium/premiums paid by the 

engineer in this regard from the payment due to the Contractor or from the contractorõs 

Performance security. However, the Contractor shall not be absolved from his responsibility 

and /or liability in this regard.  

1.5.13 Accid ent:- 

 

(a) The contractor shall, in respect of all staff engaged by him or by his sub-contractor, indemnify 

and keep the employer at all times indemnified and protected against all claims m ade and 

liabilities incurred under Workmanõs Compensation Act, the Factories Act and the Payment of 

Wages Act, and rules made there under from time to time or under any other labour and 

Industrial Legislation made from time to time.  

 

(b) The contractor shall indemnify and keep the employer indemnified and  harmless against all 

actions, suits, claim demands, costs, charges or expenses arising in connection with any death 

or injury sustained by any  person or persons sustained due to the acts or omission of the 

contractor, his sub-contractors, his agents or his staff during the executions of this contract 

irrespective of whether such liability arises under the Workmanõs Compensation Act, or Fatal 

Accident Act or any other statute in force for the  time being. 

 

(c) The contractorõ liability to meet third party claims of the type outlined above will be 

applicable only in cases where accidents have been caused by workmanship, material, 

execution or negligence on the part of the contractor and further the liability of  the contractor 
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will be limited to Rs.5 0 lakh for any  one accident without any limit on the number of 

accidents. 

 

(d) The contractor shall be responsible for all repairs and rectification of  damages to completed 

works or works under execution due to DFCCIL  accidents, thefts, pilferage or any other cause, 

without delay to minimize or  to avoid traffic detentions, in a section until the installation are 

provisionally  handed over to the employer.  

 

1.5.14 Safety M easures:- 

 

(a) The contractor shall take all precautionary measures in order to ensure the protection of his 

own personnel moving about or working on the railway premises, but shall then conform to 

the rules and regulations of the Railway if and when, in the course of the work there is likely 

to be any danger to persons in the employment of the contractor due to running traffic while 

working in the Railway siding and premises, the contractor shall provide flagman or look out 

men for protection of such persons. The employer shall remain indemnified by the contractor 

in the event of any accident occurring in the normal course of work, arising out of the failure 

of contractor or his men to exercise reasonable precaution at all places of work. 

 

(b) Blasting of rocks for foundation work shall be done only after  due notice is given to the 

employer and time/s and date /s for blasting operations agreed to by the employer. Blasting, 

if required to be done in the  vicinity of the track, shall no t be undertaken until the Employerõs 

flagmen on duty t a k e necessary step to protect trains and the track is adequately protected 

by the contractor against damage by blasted rock .The contractor shall follow detailed 

instructions which will be issued to him regarding blasting operations in the vicinity of tracks  

 

(c) The contractor shall abide by all Railway regulations in force for the time being and ensure 

that the same are followed by his representatives, Agents or sub -contractors or workmen. He 

shall give due notice to his employees and workers about provision of this para . 

 

(d) The works must be carried out most carefully without any infringement of the Indian Railway 

Act or the General and Subsidiary Rules in force on the Railway, in such a way that they do 

not hinder Railway operation or affect the proper functioning of or damage any DFCCIL 

equipment, structure or rolling stock except as agreed to by the employer, provided that all 

damage and disfiguration caused by the contractor at his own cost failing which cost of such 

repairs shall be recovered from the contractor. 

 

(e) If safety of track or track drainage etc. is affected as a consequence of works undertaken by the 

contractor, the contractor shall take immediate steps to restore normal conditions. In case of 

delay, the employer shall, after giving due notice to the c ontractor in writing, take necessary 

steps and recover the costs from the contractor. 

 

1.5.15 Guarantee / Defect Li abi l i ty Period: - 

 

(a) The Contractor shall guarantee that all the works executed under this contract shall be free 

from all defects and fault s in material, workmanship and manufacture and shall be of 

acceptable standards for the contracted work and in full conformity with the technical 
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specifications, drawings and other contract stipulations, for a period of 12 months  from the 

date of taking over by the Employer  

 

(b) Dur ing the period of guarantee the Contractor shall k eep available an experienced engineer 

/ manpower to attend to any defective works / installations resulting from d efective erection 

and/or defect  in the installation supplied by th e Contractor. This engineer shall not attend 

to rectification of defects which arise out of normal wear and tear and come within the 

purview of routine maintenance work. The contractor shall bear the cost of modifications, 

additions or substitutions that m ay be considered necessary due to faulty materials or 

workmanship for the satisfactory working of the equipment. The final decision shall rest 

with the Engineer his successor(s)/Nominee.  

 

(c) During the period of Guarantee the Contractor shall be liable fo r the replacement at site of 

any parts which may be found defective in the executed work whether such parts / 

structural elements of his own manufacture or those of his sub -contractor / supplier 

whether arising from faulty materials, workmanship or neglige nce in any manner on the 

part of the Contractor provided always that such defective parts as are not repairable at site 

are promptly returned to the Contractor if so required by him at his (Contractorõs) own 

expenses. In case o f parts of executed work detected during guarantee period, contractor 

should replace all such items irrespective of the fact whether all such items have failed or 

not. The Contractor shall bear the cost of repairs carried out on his behalf by the Employer 

at site. In such a case, the contractor shall be informed in advance of the works proposed to 

be carried out by the Employer.  

 

(d) If it becomes necessary for the Contractor to replace or renew any defective portion of the 

structural elements until the expiration of six month from th e date of such replacement or 

renewal or until the end of the above mentioned period whichever is later.  

 

Such extension shall not apply in case of defects of a minor nature, the decision of the 

General Manager / CPM or his successor/nominee being final in  the matter. If any defect be 

not remedied within a reasonable time during the aforesaid period the Employer may 

proceed to do work at the Contractorõs risk and expense, but without prejudice to any other 

rights and remedies which the Employer may have aga inst the Contractor in respect of such 

defects or faults. 

 

(e) The repaired or renewal parts structure shall be delivered / supplied and  erected / 

executed on site free of charge to the employer. 

 

(f ) Any materials, fittings, components or equipmentõs / structure supplied  under items for 

supplying / providing and fixing in schedule shall also be  covered by the provisions of this 

paragraph. The liability of the Contractor  under the guarantee will be limited to re -supply of 

components / structure  installation  and fittings.  

 

1.5.16 Final  Acceptance: 

 

(a) The final acceptance of the entire work executed shall take effect from the date of expiry of 

the period of guarantee / Defect Liability P eriod as defined in paragraph 1.5.15 above of the 

expiry of the last of the respective periods of guarantee of various items (viz. RFO, Bridge, 
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Earthwork etc) , provided in any case that the Contractor has complied fully with his 

obligations under cla use 1.5.15 in respect of each item, provided also that the attention has 

been paid by way of maintenance by the Employer.  

 

(b) If on the other hand the contractor has not so complied with his obligation under Para 1.5.15 

above in respect of any work, the Employer may either extend the period of guarantee in 

respect of that work unti l the necessary works are carried out by the Contractor or carry out 

those works or got them carried out suo -moto on behalf of the Contractor at the Contractorõs 

expenses. After expiry of the period of guarantee for each work, a certificate of final 

acceptance for the section shall be issued by the Employer and the last of such certificate 

will be called the last and final acceptance certificate. The contract shall not be considered as 

completed until the issue of final acceptance certificate by the Employer. 

 

(c) The Employer shall not be liable to the Contractor for any matter arising out of or in 

connection with the contract or execution of the work unless the Contractor shall have made 

a claim in writing in respect thereof before the issue of final acceptance certificate under this 

clause. 

 

Notwithstanding the issue of final acceptance certificate the Contractor and the Employer 

(subject to sub-clause as above) shall remain liable for fulfilment of any obligation incurred 

under the provision of the contra ct prior to the issue of final acceptance certificate which 

remains unperformed at the time such certificate is issued and for determining the nature 

and extent of such obligation the contract shall be deemed to remain in force between the 

parties hereto. 

 

1.5.17 Payment 

 

Payment will be governed by the terms specified in Part -I, Chapter IV  /Chapter - V (GCC 

/SCC)  and in accordance with accepted schedule of prices, read with relevant para of the 

other parts and Chapters of the Tender Document. The employer retains the right to 

withhold money due to the contractor arising out of this contract for any default of the 

contractor. 

 

(i)  The Contractor shall, whenever required, produce or cause to be produced for examination 

by the Employer any quotation / invoice, cost of other account, book of account, voucher, 

receipt letter, memorandum paper or writing or any copy of or extract from any such 

document and also furnish information and returns verified in such manner as may be 

required in anyway relating to the exec ution of this contract or relevant for verifying or 

ascertaining the cost of the execution of this Contract (the decision of the employer on the 

question of relevancy of any documents, information or return being final and binding on 

the parties). The Contractor shall similarly produce vouchers etc., if required, to prove to the 

Employer that materials supplied by him are in accordance with the specifications laid 

down in the contract.  

 

(ii)  If any portion of the work be carried out by a sub -contractor or any subsidiary or allied firm 

or company the Employer shall have power to secure the books of such sub-contractor or 

any subsidiary or allied firm or company, through the Contractor, and such books shall be 
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open to his inspection. The Contractor should seek prior permission from the employer for 

subletting whole and/or part of the work to any sub -contractor. 

 

(iii) The obligations imposed by sub-clause (i) and (ii) above are without prejudice to the 

obligation of the Contractor under any statute, rules or or der binding  to the Contractor or 

other conditions of the contract.  

(iv)  It is an agreed term of the contract that the employer reserves t h e right to carry out post-

payment Audit and/or technical examination of the works and the final bill, including all 

supporting vouchers, abstracts etc. and to make a claim on the Contractor for the refund of 

any excess amount paid to him if as a result of such examination any over payment to him is 

discovered to have been made in respect of any work done or alleged to have been done by 

him under the contract.  

 

1.5.18 All payments in respect of the contract during the currency of the contract shall be made 

through Electronic Clearing System (ECS) / National Electronic Funds Transfer 

(NEFT/RTGS). The successful tenderer on award of contract must submit ECS/NEFT/RTGS 

Mandate Form complete in all respects as detailed at Form No. 8 of the tender document. 

However, if the facility of ECS/NEFT/RTGS is not available at a particular location, the 

payments shall be made by cheque. 

  

1.5.19 Perf ormance Guarantee:- 

 

(i)  The Bank Guarantee for performance Guarantee shall remain valid until a date 60 days (or 

as specified in the Contract) after expiry of Defects Liability Period.  

 

(ii)  The Bank Guarantee for performance Guarantee shall be submitted invariably in the format 

given in the bidding document.  

 

(iii)  The performance Guarantee shall be released after issue of performance certificate. 

  

1.5.20 Advances to Contractor : - Applicable in this Contract  

 

(a) Mobilization advance:  

  

 This shall be limited to 10% of the contract value and payable in 2 stages, as indicated below: 

 Stage I - 5% of Contract Value on signing of the contract agreement. 

 Stage II - 5% on mobilization of site -establishment, setting up offices, bringing in 

equipment and actual commencement of work.  

 The 1st stage of advance shall be payable immediately after signing of contract documents. The 

2nd stage of advance shall be payable at the time of mobilization, after submission of a 

utilization certificate by the contract or that the stage 1 advance has been properly utilized in the 

contract. 

 

(b)  Advance Against Machinery and Equipment : 

 

This advance shall be limited to a maximum of 10% of the contract value against new 

Machinery & Equipment, involving substantial outlay, bro ught to site and essentially required 

for the work. This advance shall not exceed 75% of the purchase price of such Equipment and 
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shall be payable when hypothecated to the DFCCIL / President of India by a suitable bond or 

alternatively covered by an irrevo cable Bank Guarantee for full cost of the Plant & Equipment 

from a Nationalized Bank in India or the State Bank of India in a form acceptable to DFCCIL. 

The Plant & Equipment shall be insured for the full value and for the entire period, the se are 

required  for the work. This plant & Equipment shall not be removed from the site of work 

without prior written permission of the Engineer. No advance should be given against old 

Plant & Machinery.  

 

(c) Advances for accelerating progress of the work during course of ex ecution of 

Contract : 

  

 This advance is to be decided on the merits of each case and shall restricted to a maximum of 

5% of contract value. This is to be granted by the Managing Director on the recommendations 

of the Engineer in-charge, in consultation wit h the Associate Finance. While recommending this 

advance for sanction of Managing Director, the Engineer in -charge shall also confirm that 

progress of the contract work has been as per milestones/targets laid down and no extension to 

Date of completion of the contract has been given on contractorõs account. 

 

(d)  Advances in Exceptional Cases: 

 

 Managing Director is further empowered to grant advances in exceptional cases upto a 

maximum of Rs. 20 lacs in respect of even contract of value less than Rs. 25 crore, if considered 

absolutely essential, depending on the merits of each case and circumstances in each situation, 

to be recommended by the Engineer in-charge and in consultation with the Associate Finance. 

 

(e) The above advances are subject to the following cond itions : 

 

(i) The advances shall carry an interest of 10% (Ten Percent). 

(ii)  Advances except those against machinery and equipment shall be payable against 

irrevocable guarantee (Bank Guarantee, FDRs, KVPs/NSCs) of at least 110% of the 

value of the sanctioned advance amount (covering principal plus interest). The Bank 

Guarantee shall be from a Nationalised / Schedule Commercial Bank in India in a form 

acceptable to the DFCCIL. Format for BG is similar to Tender Form-19 placed at Part-IV 

of Tender Document.  

(iii)  The recovery shall commence when the value of contract executed reaches 15% of 

original contract value and shall be completed when the value of work executed reaches 

85% of the original contract value. The instalments on each òon account billó will @ 15% 

of each gross bill amount . 

(iv)  That the grant of advance is primarily in DFCCILõs own interest. 

(v) That a contractor does not receive advances for same work from different officers. 

(vi)  That arrangements are made with the Accounts Officer for proper accounts being kept 

with r egard to payment and recovery of these advances; and 

(vii)  That all necessary precautions are taken to secure Government/DFCCIL  from the 

possibility of loss and for preventing the system becoming more general or continuing 

longer than what may be absolutely necessary for proper progress of the work.  
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 (f) Method of Recovery of Interest ð 

 

 Interest shall be recovered on the advance outstanding for the period commencing from the 

date of payment of advance till date of particular on -account bill (through which re covery of 

date of principal is effected) and adjusted fully against on -account bill along with principal 

recovery. In the event of any short-fall, the same shall be carried forward to the next on-account 

bill and shall attract interest.  

 

 The Bank Guarantee for such advance shall clearly cover at least 110% of the value of the 

sanctioned advance amount (covering principal plus interest).  

 

 1.5.21 Statement of Dispute : - Refer to clause 63 and 64 of GCC . 

 

1.5.22  Integrity Pact: - 

As per office memorandum no F.No DPE/13(12)/11 -Fin Dated 09.09.2011 issued by Ministry 

of Heavy Industries (DPE) all PSU should enter into Integrity pact in the required proforma in 

their procurement transaction/ Contracts with suitable changes specific to the situation in 

which the pact is to be used. The pact, entering into which would be a preliminary 

qualification for any bidder, essentially envisages an agreement between the prospective 

vendors / bidders and the DFCCIL, committing the persons/ officials on both sides not to 

resort to any corrupt practices in any aspect / stage of the contract.  

A copy of pre contract  integrity pact is enclosed as Form No. 20 for signature of bidder as 

acceptance. The details of Independent External monitor  (IEM)  shall be collected from the 

office of GM/DFCCIL/DDU  whenever required .
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PART - I I  

 

TECHNICAL SPEC IFICATIONS  

 

 For technical specifications, refer relevant Indian Railways Unified Standard Specifications 

(Formation Works, Bridge Works and  P.Way Works), 2019 as amended upto date, Indian 

Railways Unified Standard Specifications (Works & Materials), 2010 as amended upto date, the 

specification for fabrication and erection of steel girder bridges and Locomotive Turn Table 

(Fabrication Specification), Serial No B1 - 2001 amended upto date other IRS/ IRC/ IS Codes 

and Specifications as applicable.  

 

 Indian Railways Unified Standard Specifications (Formation Works, Bridge Works and P.Way 

Works), 2019 and Indian Railways Unified Standard Specificati ons (Works & Materials), 2010 

and 2012 are available on website www.indianrailways.gov.in . 

 

 For Non-Schedule items, the specifications in Tender Document / Schedule shall be applicable.  

 
In case of any conflict between Technical Specification, Additional Technical Specification 
mentioned in Part -II and Part-III of Tender Document, Codes / Specifications mentioned above 
or otherwise or regarding correct applicability of relevant specification, the decision o f 
Engineer shall be final and binding.  

 

PART - II  

Chapter I  

 

GENERAL GUIDELINES REGARDING SPECIFICATIONS AND SPECIAL CONDITIONS FOR 

SUPPLY OF CEMENT FOR CONSTRUCTION WORKS  

 

2.1  GENERAL GUIDELINES REGARDING SPECIFICATIONS AND SPECIAL CONDITIONS 

FOR SUPPLY OF CEMENT FOR CONSTRUCTION WORKS  

 

2.1.1 SUPPLY OF CEMENT:  

 

2.1.1.1 Supply of cement to various specifications as required for various items under different 

schedules will be paid under the items in Schedule. 

 

2.1.1.2 The cement required for various items o f work un der Schedule shall be supplied by the 

Contractor at the site of work in accordance with the requirements and specifications.  

  

2.1.1.3 For supply and use of cement in various works, relevant IRS codes and IS Specifications will be 

applicable.  Wherever, relevant specifications are not available, decision of the Engineer shall 

be final and binding on the contractor.  

 

2.1.2         SPECIFICATIONS FOR CEMENT:  

 

2.1.2.1 The specifications for cement are:  

  

 (i)    Ordinary Portland Cement conforming to  IS: 269: 2015   

http://www.indianrailways.gov.in/
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 (ii)   43 Grade Ordinary Portland Cement conforming to IS: 8112 (1989) 

(iii )   Rapid Hardening Ordinary Cement conforming to IS: 8041  

 (iv)    Hydrophobic  Portland  cement conforming to IS: 8043 

  

2.1.3 SOURCE AND PACKAGING:  

 

2.1.3.1   Cement to be used on the works shall be procured from the main / reputed cement plants or 

from their authorized dealers. Decision of DFCCIL regarding reputed firms shall be final and 

binding on the contractor.  

 

2.1.3.2   Cement shall be packed in jute sacking bags conforming to IS: 2580-1982, double hessian 

bituminised (CRI type ) or woven HDPE conforming to IS :11652-1986, woven polypropylene 

conforming to IS : 11653:1986, Jute synthetic union conforming to IS : 12174:1987or any other 

approved composite bags, bearing the following information in legible markings:  

 

1. Manufacturerõs name or Registered Trade Mark of manufacturer, if any. 

2. Grade of cement 

3. Type of cement 

4.  Weight of each bag in Kg.  

5. Date of manufacture, 

6. IS Code No. to which the cement conforms. 

 

2.1.3.3 Al l  cement  bags shall have company stitches intact and  if  any sign of  tampering with 

company stitches is noticed, the same will be  rejected without any test and no compensation 

shall be payable in this regard. 

 

2.1.4 TEST CERTIFICATE REGARDING QUALITY OF CEMENT:  

 

2.1.4.1  Necessary test certificates will have to be produced by the contractor regarding the quality of 

the cement conforming to the specification in addition to the manufacturerõs certificates. 

 

2.1.4.2  DFCCIL reserves the right to take samples during the course of the work and get the cement 

tested in reputed laboratories to ascertain the conformity to the specification.  Cost of such 

testing shall be borne by the contractor without  any extra payment. 

 

2.1.4.3 Tests on cement shall be done as per relevant IS Codes.  These tests are as follows: 

 

1.      Compressive strength 

2.      Initial and final setting time  

3.      Consistency 

4.      Soundness. 

5.      Fineness 

 

2.1.4.4 The Contractor shall arrange to carryout above tests for every 100 Tonnes of cement and for 

every change in lot/batch and the same shall be submitted to the DFCCIL and take approval of 

the DFCCIL before using in work. No extra payment will be made for conducting such tests.  
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2.1.4.5 Any temporary structure required for storage of cement , has to be provided by the tenderer at 

his cost and shall be removed after completion of work. The DFCCIL will only provide suitable 

land wherever land is available and is free for use. On completion of the work or as directed by 

the Engineer, the shed if put up by the Contractor, should be removed by the contractor and 

site cleared at his cost. 

 

2.1.5 CONSUMPTION OF CEMENT:  

 

2.1.5.1   The cement  consumption  for other than design mix concrete, shall be as per Indian Railways 

Unified Standard Specificatio ns (Formation Works, Bridge Works and P.Way Works), 2019 and 

for approved design mix concrete, the  quantity  of cement will be decided based on the 

approved design mix keeping in mind Minimum and Maximum cement content specified for 

various grades.  Excess cement used will not be paid for and the decision of the Engineer in this 

connection shall be final and binding on the Contractor.  

 

2.1.6 PAYMENT FOR CEMENT:  

 

 Cement supplied for the work and measured under the Schedule will be paid only after its use 

in various works under the Schedules of the contract as per conditions and no advance 

payment for supply will be admissible.  

 

2.1.7 GENERAL  

 

2.1.7.1 No wastage of any of the materials supplied and used in the work by the contractor including 

cement is payable by DFCCIL, contractor shall make his own arrangements for storing cement 

for use in work.  

 

2.1.7.2 Contractor should take proper precautionary measures to store the cement in good condition 

against rains, etc. Storage of cement at the work site shall be at the contractor's expense and 

risk. Any damage occurring to cement due to faulty storage in contractor's shed or on account 

of negligence on his part shall be the liability of the contractor.  

 

2.1.7.3 53 Grade/43 Grade of cement should be stacked separately in countable manner.  

 

2.1.7.4 Admixture as per IS: 9103 of approved manufacturer  by the Engineer shall be permitted to be 

used in concrete wherever required. However, no extra payment for the admixtures used shall 

be payable unless otherwise specified in the Schedule. 

 

2.1.7.5 Cement for temporary and enabling works shall be arranged by the contractor at his own cost 

and no extra payment will be paid on this account.  

 

2.1.7.6  Empty  Cement bags on release from the work is the property of the Contractor and shall be 

disposed off by the Contractor himself.  
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PART - II  

Chapter II  

 

GENERAL GUIDELINES REGARDING SPECIFICATIONS AND SPECIAL CONDITIONS FOR 

CONCRETE WORKS  

 

2.2 GENERAL GUIDELINES REGARDING SPECIFICATIONS AND SPECIAL CONDITIONS 

FOR CONCRETE WORK S 

 

2.2.1 Specifications: - 

 

2.2.1.1 Concrete for PCC, RCC (Including piling and RCC deck slab) shall be as per relevant Indian 

Railways Unified Standard Specifications (Formation Works, Bridge Works and P.Way Works), 

2019, Indian Railways Unified Standard S pecifications (Works & Materials), 2010 and IS 

Specifications. Some important guide lines are listed below. Along with these, all other relevant 

IRS, IRC and IS specifications with their up to date versions shall also govern. These govern all 

concrete works in bridges, etc. as applicable. 

 

(i) IRS Concrete Bridge Code. 

(ii)  IS 456 : Code of Practice for Plain and Reinforced Concrete. 

(iii)  Relevant Indian Railways Unified Standard Schedule (Formation Works, Bridge Works 

and P. Way Works), Engineering Department ð 2019 

(iv)  Relevant Indian Railways Unified Standard Specifications (Works & Materials), 2010  

(v) Relevant IRS/IRC/IS Specifications/Codes  

 

2.2.1.2 Specifications for cement, steel, GI binding wire, used in concrete construction shall be as per 

IRS/ IRC/IS specifications. Any other specifications/rules/guidelines issued from time to time 

by Railway Board/RDSO shall also govern the works.   

 

2.2.1.3 In all matters of execution, including testing of various components, where the above 

codes/specifications/guidelines are not cle ar or explicit  or at variance, the directions given by 

the Engineer shall be final and binding on the contractor.  

 

2.2.2 Cement: 

 

2.2.2.1 The cement used in concrete construction shall be minimum 43 Grade Ordinary Portland 

cement as per the design and as specified in the relevant schedules. Specifications for cement 

are covered under the supply schedule.  

 

2.2.3 Reinforcement: - 

 

2.2.3.1 All Reinforcement  Steel (TMT Bars of Grade Fe 500D/550D ) shall be procured as per 

specification mentioned in IS: 1786:2008 with latest Amendments . Independent tests shall be 

conducted, wherever required, to ensure that the materials procured conform to the 

Specifications. 
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These steel shall be procured only from those firms, which are Established, Reliable, 

Indigenous & Primar y Producers of Steel, having Integrated Steel Plants (ISP), using iron ore as 

the basic raw material and having in ð house iron rolling facilities, followed by production of 

liquid steel and crude steel, as per  Ministry of Steelõs guidelines. 

2.2.3.2 Bars shall be cut, bent and placed correctly and accurately to the size and shape as shown in the 

detailed drawing. Preferably bars of full length shall be used. The reinforcement shall be tied 

with annealed steel binding wire.  Overlapping of bars, where necessary, shall be done as 

directed by Engineer. Rates quoted include the cost of annealed steel binding wire of 

appropriate specifications.  Rate also include necessary cutting and straightening is also 

included.  

 

2.2.3.3 Welding of reinforcement will not be generally permitt ed except in special circumstances under 

the written approval of the Engineer.  

 

2.2.3.4 A register shall be maintained by the Contractor with full details of reinforcement provided for 

accountal and payment of steel reinforcement. The contractor should sign a similar such 

register maintained by DFCCIL before undertaking concreting works, as a token of acceptance 

of the details of reinforcement steel provided in works, failing which the details as recorded by 

DFCCIL shall be binding on the contractor for the  purpose of payment and no dispute will be 

entertained by DFCCIL on this account. 

 

2.2.3.5 Contractor shall remove from site any steel materials rejected by the Engineer within a 

reasonable time as specified by him. 

 

2.2.3.6 Protective Coatings:- In order to offer adequate resistance against  corrosion, reinforcement 

bars may be provided with suitable protective coatings depending upon the environmental 

conditions In aggressive environments (severe, and extreme) application of cement slurry 

coating after removal of rust and other loose material from the surface of the reinforcement bar 

will generally be sufficient. The environmental condition for this work is ôMODERATEõ 

 

2.2.3.7  The steel consumption shall be as per the drawings issued by the DFCCIL. Quantity of steel 

reinforcement consumption shall be as per reinforcement actually utilized in the work based on 

approved bar bending schedule. Nothing extra will be paid for wastage or for cut rods, if any, 

which will be property of the contractor. The weight o f the steel will be calculated from the 

nominal weight given in the producerõs hand / IRUSS (W & M),2010-Volume -I books. 

 

2.2.4 Coarse & Fine Aggregates:- 

 

2.2.4.1 Aggregates shall comply with the requirements of IS: 383 and shall be subjected to the tests in 

accordance with IS: 2386. Coarse aggregates shall be from crushed stone from approved 

quarries. Sand shall be from good river sources of approved quarries only. 

 

2.2.4.2 The size of the coarse aggregates shall be as per relevant IRS / IS specifications. 

 

2.2.4.3 The size of the fine aggregates shall be as per relevant IRS / IS specifications. 
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2.2.4.4 Coarse aggregate shall be crushed and roughly cubical in shape. Fine aggregate shall be 

naturally produced. Creek/ Marine sand shall not be used in perman ent works. 

 

2.2.4.5 The grading of the sand shall conform to relevant IS specification. The sand shall be screened 

on a 4.75 mm size screen to eliminate over size particles. The sand, if  required , shall be washed 

in screw type mechanical washers in potable water to remove excess silt, clay and chlorides 

wherever required. The screening and washing of sand shall be completed at least one day 

before using it in concrete. The washed sand shall be stored on a sloping platform and in such a 

manner as to avoid contamination.  

 

2.2.5 Water: 

 

2.2.5.1 Water used for washing of aggregates and for mixing and curing concrete shall be clean, 

potable and free from injurious amounts of oils, acids, alkalis, salts, sugar, organic materials or 

other substances that may be deleterious to concrete or steel and shall conform to clause 5.4 of 

IS : 456. 

 

2.2.5.2 In case of doubt regarding development of strength, the suitability of water for making 

concrete shall be ascertained by the compressive strength as per IS : 4031 (Part VI) and initial 

setting time tests IS : 4031 (Part V). 

 

2.2.5.3 Water found satisfactory for mixing is also suitable for curing concrete. However, water used 

for curing should not produce any objectionable stain or unsightly deposit on the concrete 

surface. The presence of tannic acid or iron compounds is objectionable. 

 

2.2.6 Admixtures: - 

 

2.2.6.1 In bridges, use of admixtures is governed by clause 4.4 of IRS Concrete Bridge Code. 

 

2.2.6.2 The admixtures, when permitted, shall conform to IS: 9103.Calcium chloride or admixtures 

containing calcium chloride shall not be used in structural concrete containing reinforcement, 

prestressing tendon or other embedded metal. The admixture containing Cl& SO3 ions shall 

not be used. Admixtures containing nitrates shall als o not be used. Admixtures based on 

thiocyanate may promote corrosion and therefore shall be prohibited.  

 

2.2.6.3  Concrete admixtures shall be obtained only from established manufactures with proven track 

record or as per approved list wherever available.  

 

2.2.6.4 The contractor shall provide the following information concerning each admixture after 

obtaining the same from the manufacturer before the same is put to use: 

 

(a) The chemical names of the main ingredients in the admixtures. 

 

(b) The chloride iron content, if any, expressed as a percentage by mass of the total admixture.  

 

(c) Values of dry material content, ash content and relative density of the liquid admixture which 

can be used for Uniformity Tests. 
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(d) Whether or not the admixture leads to the entrainment of  air when used as per the 

manufacturerõs recommended dosage, and if so to what extent. 

 

(e) Where two or more admixtures are proposed to be used in any one mix, confirmation as to their 

compatibility.  

 

(f) There would be no increase in risk of corrosion of the reinforcement or other embodiments as a 

result of using the admixture.  

 

(g) Retardation achieved in initial setting time.  

 

(h) Normal dosage and detrimental effects, if any, of under dosage and over dosage. 

 

(i) Recommended dosages and expected results, including proof for the same wherever required. 

Independent test results shall be produced by the contractor on demand/as specified.  

 

2.2.7 Storage of materials: - 

 

2.2.7.1 Storage of materials shall be as per IS: 4082.  All materials may be stored at proper places so as 

to prevent their deterioration or intrusion by foreign matter and to ensure their satisfactory 

quality and fitness for the work. The storage space must also permit easy inspection, removal 

and restoring of the materials. All such materials even though stored  in approved godowns / 

places, must be subjected to acceptance test prior to their immediate use. 

 

2.2.7.2 Aggregate shall be stored at site on a hard and dry level patch of ground.  If such a surface is 

not available, a platform of planks or of corrugated  iron sheets, or a floor of dry bricks, or a thin 

layer of lean concrete shall be made so as to prevent the admixture of  clay, dust, vegetable and 

other foreign matter.  

 

 Stacks of fine and coarse aggregate shall be kept in separate stack piles, sufficiently removed 

from each other to prevent the materials at the edge of the piles getting intermixed. On a large 

job it is desirable to construct dividing walls to give each type of aggregate its own 

compartment. Fine aggregate shall be stacked in place where loss due to the effect of wind is 

minimum.  

 

 Unless specified otherwise or necessitated by site conditions, stacking of aggregate should be 

carried out in regular sizes. 

 

2.2.7.3 Cement shall be transported, handled and stored at the site in such a manner as to avoid 

deterioration or contamination. Cement shall be stored above ground level in perfectly dry and 

water-tight sheds and shall be stacked not more than eight bags high. Wherever bulk storage 

containers are used their capacity should be sufficient to cater to the requirement at site and 

should be cleaned at least once every 3 months. Cement older than 3 months from the date of 

manufacture shall not be used. Each consignment shall be stored separately so that it may be 

readily identified and inspecte d and cement shall be used in the sequence in which it is 

delivered at site. Any consignment or part of a consignment of cement which had deteriorated 

in any way, during storage, shall not be used in the works and shall be removed from the site 

by the Contractor without charge to DFCCIL.   
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2.2.7.4 The reinforcement bars, when delivered on the job, shall be stored above the surface of the 

ground level by at least by 150mm and shall ordinarily be stored in such a way as to avoid 

distortion and to prevent dete rioration and corrosion . Every bar shall be inspected before 

assembling on the works and any defective, brittle, excessively rusted or burnt bars shall be 

removed. Cracked ends of bars shall be cut out. 

 

2.2.8 Testing of cement & others: - 

 

Cement and other items shall be tested as per specifications. However, the contractor shall also 

arrange for additional tests at his own cost as required by the Engineer as and when required. 

The decision of the Engineer shall be final in this regard.  

 

2.2.9 Concreting : 

 

2.2.9.1 The contractor shall make his own arrangements for supply of water and electricity for all his 

works at his own cost. He shall arrange potable quality water for use in all concrete works and 

samples of water shall be got tested from approved laboratory/a pproved by the Engineer 

before being used in concreting. Apart from water, fine & coarse aggregates and all other 

materials shall be tested from time to time by the contractor at his cost to ensure proper quality 

works.  

2.2.9.2 Maximum / minimum size of ag gregates, standards of quality of materials, minimum cover for 

concrete, use of admixtures / chemicals, treatment to reinforcement / finished surfaces, etc., 

shall be as per relevant Codes, IS / IRS specifications and conditions of contract as specified.  

2.2.9.3 All exposed concrete surfaces shall be finished smooth by the contractor at his own cost. 

Shuttering materials for RCC in superstructure shall be strictly of steel only to permit vigorous 

vibration and to ensure no deviation of finished dimensions by more than +5/ -0 mm and 

wooden shutters are not permitted. For other works also, proper quality of shuttering materials 

which will permit vibrating and will not require additional finishing shall only be used. If there 

is any variation in the surface, alignment or lines in the products beyond permissible rejection 

limits indicated in these conditions, the DFCCIL reserves the right to reject the same and the 

contractor shall not have any claim in this regard and cost of DFCCIL materials involved will 

be recovered from the contractor including penalties, if any imposed.  

 

2.2.10  Weigh batching, vibrating, curing & testing  by Batching plant with computerized control : 

 

2.2.10.1 All concrete shall be machine batched, machine mixed and machine vibrated, by using 

appropriate vi brators. Weigh batching plant, mixers, vibrators, etc., of appropriate capacity, as 

specified/directed by the Engineer, shall be arranged by the contractor at his cost. In this case, 

Weigh batching plants shall have computerized control for weighing, loadi ng, mixing and 

delivery.   

 

2.2.10.2 Batching plants, transit mixers, concrete pumps, etc., shall be installed by the contractor 

necessarily at site. In case of failure of any of the above, standby arrangements for ensuing 

continuous concreting has to be provided by the contractor at his cost. For piling works 

concreting shall be done continuously as per the volumes designed without break and 

accordingly standby arrangements shall be ensured by the contractor.  
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2.2.10.3 Curing & vibrating shall be arranged by the contractor  at all locations/heights at his own cost 

and no extra payment on this account will be admissible. Curing of concrete shall be done as 

per relevant IS Codes / Specifications. If curing is not done by the contractor properly, DFCCIL 

may get it done through any other means at the Contractorõs cost without any notice to him 

and recover from his bills the same including penalty if any at the discretion of the Engineer. 

The concrete shall be kept wet constantly by ponding or covered with a layer of sacking canvas 

etc.  

 

2.2.10.4 Test cubes shall be cast at regular intervals and tested to ascertain the strength of concrete. The 

contractor shall establish a cube testing facility along with operator at the site or nearby area to 

facilitate prompt testing of concrete. Test cube moulds as required as per IS Codes shall be 

made available by the contractor at his cost. 

 

2.2.11 Design Mix Concrete:  

 

(a)  General:  Design Mix is mandatory for grades higher than M20. For concrete of compressive 

strength greater than M55, specialized literature should be consulted.  Admixtures may be used  

while designing . Only design mix shall be used for all items of concrete. Prior to the start of 

construction, the contractor shall submit details of each trial mix of each grade of concrete to 

the Engineer for approval . When the proportions of the mix are approved, the contractor shall 

not vary any of the design parameters or the source of the materials without the approval of the 

Engineer. Wherever there is a significant change in materials used, fresh trial mix shall be 

arranged by the contractor as required by the Engineer. The concrete shall be designed keeping 

in view the minimum cement content and maximum cement content. Minimum cement content 

depends upon the environmental exposure conditions but  maximum Cement Content shall be 

limited to 500kg/m. 3  

 

(b) Mix Design and Proportioning:  Recommended guidelines for Concrete Mix Design are given 

in IS: 10262 which may be referred to for details. As mentioned therein in order that not more 

than the specified proportion of test results is  likely to fall below the characteristic strength, the 

concrete mix has to be designed for a somewhat higher target average compressive strength. In 

terms of clause 9.2.2 of IS: 456, the Target Mean Strength of Concrete mix should be equal to the 

characteristic strength plus 1.65 times the Standard Deviation. Mix proportion shall be 

designed to ensure that the workability of fresh concrete is suitable for conditions of handling 

and placing, so that after compaction it surro unds all reinforcement  and completely fill the 

form work. When concrete is hardened, it shall have the stipulated strength, durability and im -

permeability.  

 

Determination of the proportions of by weight of cement, aggregate and water shall be based 

on design mix.   

 

As a trial the manufacturer of concrete may prepare a preliminary mix according to provisions 

of SP : 23-1982. (Special Publications 23-1982 of Bureau of Indian Standards) Mix design shall be 

tried and the mix proportions checked on the basis of  tests conducted at a recognized 

laboratory approved by the Engineer. All concrete proportions for various grades of concrete 

shall be designed separately and mix proportions established keeping in view the workability 

for various structural elements, meth ods of placing and compacting. 

 



 
DDU -EN-RFO-DDU -322-2020 

 

Page 104 of 242 

Signature of Tenderer (s) with Seal 

 

 

 

 

 

 

 

 

 

 

 

 

(c) Standard deviation:  Standard deviation calculations of test results based on tests conducted on 

the same mix design for particular grade designation  shall be done in accordance with Clause 

9.2.4 of IS 456. Table 8 of IS 456 gives the standard deviation that can be assumed for design of 

mix in the first instance. The final standard deviation figures may be determined based on test 

results for the particular grade of concrete when avai lable. 

 

(d) Approval of Design Mix: The contractor shall submit details of each trial mix of each grade of 

concrete designed for various workability conditions to the Engineer for his comments and 

approval. Concrete of any particular design mix and grade s hall be produced / manufactured for 

works  only on obtaining written approval of the Engineer.  

 

2.2.12 Requirements of Consistency: - The mix shall have the consistency which will allow proper 

placement and consolidation in the required position.  Every attempt shall be made to obtain 

uniform consistency. The optimum consistency for various types of structures shall be as 

indicated in table below  or as directed by the Engineer. 

 

Slump Required for workability  

 Type  Slump (mm)  

1 

(a) Structures with exposed inclined surface requiring low slump concrete 

to allow proper compaction  

25 

(b)  Plain Cement Concrete 25 

2 
RCC structures with widely spaced reinforcements; e.g. solid columns, 

piers, abutments, footings, well steining  

40-50 

3 

RCC structures with fair d egree of congestion of reinforcement; e.g. pier 

and abutment caps, box culverts well curb, well cap, walls with thickness 

greater than 300mm 

50-75 

4 
RCC and PSC structures with highly congested reinforcements e.g. deck 

slab girders, box girders, walls wit h thickness less than 300mm 

75-125 

5 Underwater concreting through tremie e.g. bottom plug, cast -in-situ piling  100-200 

 

 The minimum slump of concrete in case of bored cast in situ pile shall be 150 to 200 mm. 

 

Max size of Aggregate, Target Mean Strength  

Grade of 

Concrete 

Max  size of 

Aggregate (mm) 

Characteristic Strength (fck) 

at 28 days (N/mm 2) 

Target Mean Strength 

(fck)  28 days (N/mm 2) 

M20 20 20 26.60 

M25 20 25 31.60 

M30 20 30 38.25 

M35 20 35 43.25 

M40 20 40 48.25 

M45 20 45 53.25 
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2.2.13 Durability: - The durability of conc rete depends on its resistance to deterioration & 

environment in which it is placed. The resistance of concrete to weathering, chemical attack, 

abrasion, frost and fire depends largely upon its quality and constituent materials. 

Susceptibility to corrosion  of the steel is governed by the cover provided and the permeability 

of concrete. The cube crushing strength alone is not a reliable guide to the quality and 

durability of concrete; it must also have adequate cement content and a low water-cement ratio. 

The general environment to which the concrete will be exposed during its working life is 

classified into three levels of severity that is moderate, severe, and extreme as described below: 

 

Environment  Exposure condition  

MODERATE  Concrete surface protected against weather or aggressive conditions. Concrete 

surface sheltered from severe rain or freezing whilst wet. Concrete exposed to 

condensation. Concrete structure continuously under water. Concrete in contact 

with non aggressive soil /ground water.  

SEVERE Concrete surface exposed to severe rain, alternate wetting & drying or occasional 

freezing or severe condensation. Concrete exposed to aggressive subsoil / 

ground water or coastal environment.  

EXTREME Concrete surface exposed to sea water spray, corrosive fumes or severe freezing 

conditions whilst wet. Concrete structure surfaces exposed to abrasive action, 

surfaces of members in tidal zone. All other exposure conditions which are 

adverse to exposure conditions covered above. 

 

 Maximum water -cement ratio, grade of concrete and cementitious material content for various 

environment conditions for achieving durability are indicated below for guidance:  

 

2.2.13.1  Maximum  Water Cement Ratio: - 

 

               The limits for maximum water cement ratio for design mix shall be based on environmental 

conditions as defined in durability  clause. The limits for maximum water cement ratio for 

different environmental conditions shall be as given in Table below:  

 

Environment  Maximum Water -Cement Ratio 

Plain Concrete 

(PCC) 

Reinforced Concrete 

(RCC) 

Pre stressed Concrete 

(PSC) 

Moderate 0.50 0.45 0.40 

Severe 0.45 0.40 0.40 

Extreme 0.40 0.35 0.35 

 

2.2.13.2 Grade of Concrete:-From durability consideration, depending upon the environment to which 

the structure is likely to be exposed during its service life, minimum grade of concrete shall be 

as given in table below: 
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Minimum Grade of Concrete  

 

1. For Bridges in Pre stressed Concrete and important Bridges. 

 

Structural member  Moderate exposure  Severe Exposure Extreme exposure 

PCC member M-25 M-30 M-35 

RCC member M-30 M-35 M-40 

PSC member M-35 M-40 M-45 

 

 

2. For Bridges other than mentioned above and sub-structure  

 

Structural member  Moderate exposure  Severe Exposure Extreme exposure 

PCC Member  M-15 M-20 M-25 

RCC member M-20 M-25 M-30 

 

2.2.13.3 Cementitious Material Content :-Maximum Cementitious Material Content shall be limited to 

500kg/m 3. Depending upon the environment to which the structure is likely to be exposed 

during its service life, minimum Cementitious Material  Content in concrete shall be as given in 

table below: 

 

Minimum Cementitious Material Content  

Environment  Minimum Cementitious Material Content in Kg/cum  

 Plain Concrete Reinforced Concrete 

 (PCC) (RCC) 

 Grade Content Grade Content 

Moderate M25 240 M30 300 

Severe M30 250 M35 350 

Extreme M35 300 M40 400 

 

2.2.13.4 Clear cover is the least distance from outer most surface of steel or binding wire or its end to 

the face of concrete. It is also a dimension used in design and indicated on the drawings. Fr om 

durability consideration, minimum clear cover shall be as under.  

 

Minimum Covers  

Type of 

structure  

Extreme 

Environment  

Severe 

Environment  

Moderate 

Environment  

Slab 50 35 25 

Beam/Girder  60 50 35 

Column  75 75 50 

Piles 75 75 50 

 

2.2.14 Permeability o f concrete: Permeability requirements are as specified in IRS Concrete Bridge 

Code. Permeability test shall be mandatory for all RCC bridges under severe and extreme 

environment. Under moderate environment, permeability test shall be mandatory for all majo r 

bridges and for other bridges and structures.  
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2.2.15 Mixing of concrete:  

 

2.2.15.1 Concrete shall be mixed either in a mini mobile batching plant or in a batching and mixing 

plant as per the specifications. Hand mixing shall not be permitted. The mixer or the plant shall 

be at an approved location considering the properties of the mixes and the transportation 

arrangements available with the Contractor. The mixer or the plant shall be approved by the 

Engineer. 

 

2.2.15.2  Mixing shall be continued till mat erials are uniformly distributed and a uniform colour of the 

entire mass is obtained, and each individual particle of the coarse aggregate shows complete 

coating of mortar containing its proportionate amount of cement.  

 

2.2.15.3  Mixers which have been out of use for more than 30 minutes shall be thoroughly cleaned before 

putting in a new batch. The first batch of concrete from the mixer shall contain only two thirds 

of the normal quantity of coarse aggregate. Mixing plant shall be thoroughly cleaned before  

changing from one type of mix to another.  

 

2.2.16 Transporting, Placing and Compaction of Concrete:  

 

2.2.16.1 The method of transporting and placing concrete shall be approved by the Engineer. Concrete 

shall be transported and placed as near as practicable to its final position, so that no 

contamination, segregation or loss of its constituent materials takes place. Concrete shall not be 

freely dropped into place from a height exceeding 1.5 metres. 

 

2.2.16.2 When concrete is conveyed by chute, the plant shall be of such size and design as to ensure 

practically continuous flow. Slope of the chute shall be so adjusted that the concrete flows 

without the use of excessive quantity of water and without any segregation of its ingredients. 

The delivery end of the chute shall be as close as possible to the point of deposit. The chute 

shall be thoroughly flushed with water before and after each working period and the water 

used for this purpose shall be discharged outside the formwork.  

 

2.2.16.3 All formwork and reinf orcement contained in it shall be cleaned and made free from standing 

water, dust, immediately before placing of concrete.  

 

2.2.16.4 No concrete shall be placed in any part of the structure until approval of the Engineer has been 

obtained. 

 

2.2.16.5 If concreting is not started within 24 hours of the approval being given, it shall have to be 

obtained again from the Engineer. Concreting then shall proceed continuously over the area 

between the construction joints. Fresh concrete shall not be placed against concrete which has 

been in position for more than 30 minutes unless a proper construction joint is formed.  

 

2.2.16.6 Except where otherwise agreed to by the Engineer, concrete shall be deposited in horizontal 

layers to a compacted depth of not more than 450 mm when internal vibrators are used and not 

exceeding 300 mm in all other cases.  

 

2.2.17 Concrete when deposited shall have a temperature ofnot less than 50 C and not more than 40°C. 

It shall be compacted in its final position within 30 minutes of its d ischarge from the mixer, 
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unless carried in properly designed agitators, operating continuously . It may be necessary to 

add retarding admixtures to concrete if trials shows that the period indicated above are 

unacceptable. In all such matters, engineer's decision shall be final.  

 

2.2.18 Concrete shall be thoroughly compacted by vibration or other means approved by Engineer, 

during placing and worked around the reinforcement, embedded fixtures and into corners of 

the formwork to produce a dense homogenous vo id -free mass having the required surface 

finish. When vibrators are used, vibration shall be done continuously during the placing of 

each batch of concrete until the expulsion of air has practically ceased and in a manner that 

does not promote segregation. Over vibration shall be avoided to minimize the risk of forming 

a weak surface layer. When external vibrators are used, the design of formwork and disposition 

of vibrator shall be such as to ensure efficient compaction and to avoid surface blemishes. 

Vibr ators shall not be applied through reinforcement and where vibrators of immersion type 

are used, contact with reinforcement and all inserts like ducts etc., shall be avoided. The 

internal vibrators shall be inserted in an orderly manner and the distance be tween insertions 

should be about one and half times the radius of the area visibly affected by vibration. 

Additional vibrators in serviceable condition shall be kept at site so that they can be used in the 

event of breakdowns. 

 

2.2.19 Mechanical vibrators used shall be of appropriate specifications, type and capacity and as 

directed by the Engineer. 

2.2.20 Equipment and machinery for concreting:  

 

2.2.20.1 For concrete works , the following equipments in numbers indicated are considered necessary 

for efficien t and speedier concreting at each site. However, the actual numbers may be 

arranged as required by the Engineer, taking into account the site conditions. 

 

Indicative List of Equipment and Machinery  

1. Concrete Batching plant (15 to 30 cum/hr capacity)  01 No. 

2. Transit Mixers (4 to 7 cum capacity) 3 Nos. 

3. Concrete Vibrators (2 HP capacity) 4 Nos. 

4. Vibrators of Needles (60mm & 40mm) 4 Nos. 

5. Screed vibrator 2 Nos. 

6. Form vibrator (500 watts capacity) 2 Nos. 

7. Generator (35 KV capacity)  1 No. 

8. Welding set (3 to 5 KV capacity) 2 No. 

9. Reinforcement Steel Cutting Machine 2 No. 

10. Reinforcement Steel Bending Machine 2 No. 

11. Concrete Pumps (10 to 20 HP capacity  with 40m  pipe length) 1 No. 

12. Hydra 12.0 T capacity crane 1 No. 

13. Concrete Funnel Bucket 1 No. 

14. Air compressor (100 to 150 cum capacity) 1 No. 

15. Concrete Dumpers 2 Nos. 

16. Any other including power lifts etc., as required to suit site  Adequate No.  
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2.2.20.2  All the machinery are required to be arranged by the contr actor at his own cost and the 

agreement rates for concreting include the same. No extra payment is admissible for any 

machinery arranged by the contractor.  

 

2.2.21 TRANSPORTATION OF CONCRETE & PUMPING OF CONCRETE  

 

2.2.21.1 General  

 Fresh concrete can be transported to the placement area by a variety of methods. Common 

among them are: 

- Mixer trucks  

- Stationary truck bodies with or without agitators.  

- Buckets hauled by trucks. 

- Conveyor belts. 

- Hose or pipe line by pumping.  

Each type of transportation has specific advantages and limitations depending on the 

condition of use, mix, accessibility and location of placing.  

 

2.2.21.2 Transportation by Mixer Trucks  

 

2.2.21.2.1 These are essentially revolving drums mounted on truck chassis.  Truck mixers used in the 

job shall be labelled permanently to indicate the manufacturer's specifications for mixing 

like:- 

- Capacity of drum.  

- Total number of drum revolutions for complete mixing.  

- Mixing speed  

- Maximum time limit before completion of discharge and after c ement has entered the   drum. 

- Reduction in time period of discharge due to warm weather or other variables.  

 

 All above information shall only form guidelines for the manufacturer/producer of concrete.  

 

2.2.21.2.2Fulfilment of the stipulated number of re volutions or elapsed time shall not be the acceptable 

criterion.  As long as the mixing water limit is not exceeded  and the concrete has satisfactory 

plastic physical properties and is of satisfactory consistency and homogeneity for satisfactory 

placement and consolidation and is without initial set, the concrete shall be acceptable. 

 

2.2.21.2.3When the concrete is totally mixed in transporting trucks volume of concrete being 

transported shall not exceed 63% of the rated capacity of the drum.   In case the concrete is 

totally mixed in the central batching plant, the transporting truck may be loaded up to 80% of 

the rated capacity of the drum.  In this case the drum shall be rotated at charging speed 

during loading and reduced to agitating speed after loadin g is complete. 

 

2.2.21.2.4When transporting concrete by truck mixers, delivery time shall be restricted to 90 minutes or 

initial setting time whichever is less from the time cement has entered the mixer to 

completion of discharge.  

 

2.2.21.3 Transporting b y Agitating / Non -agitating Trucks.  
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2.2.21.3.1Transporting ready mix concrete by this method shall consist of truck chasis mounted with 

open top bodies.  The metal body shall be smooth and streamlined for easy discharge.  

Discharge may be from the rear when the body is mechanically titled.  Body of the truck shall 

have a provision of discharge gate. Mechanical vibrators shall be installed at the discharge 

gate for control of discharge flow.  

 

2.2.21.3.2Agitators, if mounted, also aid in the discharging of c oncrete from the truck in addition to 

keeping the concrete alive. 

 

2.2.21.3.3Water shall not be added to concrete in transport through this system.  

 

2.2.21.3.4 Bodies of trucks shall be provided with protective covers during period of inclement 

weather. 

 

2.2.21.3.5Delivery period, when adopting this system of transporting concrete shall be restricted to 30 

minutes from the moment all ingredients including cement and water enter in mixer to 

completion of discharge. 

 

2.2.21.4 Transporting by Buckets  

 

 This method of transportation is very common for transportation of centrally mixed concrete.  

Buckets of suitable capacities may be filled with concrete which is totally mixed in central 

plant and hauled to the job site.  Buckets then may be conveyed to the actual point of 

placement either with the help of crane/hoist or they may be carted  

. 

 As in the case of open truck transportation, extra water shall not be added to concrete 

transported in buckets.  Concrete shall be protected from inclement weather by necessary 

covering arrangements.  Also, maximum delivery period for this system of transportation 

from the time cement is introduced into the mixer to completion of discharge shall not exceed 

30 minutes.  

 

2.2.21.5 Cleaning  

Before loading concrete in either truck mixer, open bodied trucks or buckets, the containers 

shall be thoroughly cleaned, washed and dried, so that there is no water or moisture in the 

container which may affect the designed water content of the concrete. 

2.2.21.6 Other Methods of Transportatio n 

 

 Transportation of concrete either by belt conveyors or by pumping is envisaged in some 

works.  

 

 If, the producer/manufacturer/purchaser /contractor  of ready mix concrete desires to use 

such methods of transportation, they may do so provided their scheme  and complete 

specifications are submitted to the Engineer for his record and approval.  

 

2.2.21.7 Objective  

 

 Method of transportation used shall ensure: - 
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- Efficient delivery of concrete  

- No significant alteration of properties with regard to water ceme nt ratio, slump, air content 

and homogeneity. 

 - All variables in transportation, considering type and accessibility of placement locations, 

distance, time interval etc., shall be carefully studied before arriving at the method used.  

 

2.2.21.8 Pumpable Con crete (Extracted from Para 8.9 of Concrete Bridge Code, 1997) 

 

 General- Pumpable concrete is the concrete which is conveyed by pressure through either 

rigid pipe or flexible hose and discharged directly into the desired area. It is especially used 

where space for construction equipment is very limited.  

 

 Pumping Rate and Range ð Depending on the equipment, pumping rate should be 10 to 70 

cum. per hour. Effective pumping range is upto 300m horizontally and 90m vertically.  

 

 (i) Proportioning Pumpable Concre te 

 

1. Basic Consideration - More emphasis on 

quality control is essential to the proportioning and use of a dependable pump mix. Concrete 

mixes for pumping must be plastic. Particular attention must be given to the mortar and to 

the amounts and sizes of coarse aggregates. 

 

2. The maximum size of angular coarse 

aggregate is limited to one-third of smallest inside diameter of the hose or pipe.  Provisions 

should be made for elimination of oversized particles in the concrete by finish screening or 

by careful selection of aggregates. 

 

 (ii) Pumping Concrete 

 

a) Proper planning of concrete supply, pump locations, line layout, placing sequences and the 

entire pumping operation will result in saving of cost and time.  The pump should be placed 

as near the placing area as practicable and the entire surrounding area must have adequate 

bearing strength. Lines from the pump to the placing area should be laid out with a 

minimum of bends.  The pipe line shall be rigidly supported.  

 

b)  While pumping downward 15m or more, it is  desirable to provide an air release valve at the 

middle of the top bend to prevent vacuum or air build up.  When pumping upward, it is 

desirable to have a valve near the pump to prevent reverse flow. 

 

2.2.22 Construction  Joints:-  

 

2.2.22.1 Construction j oints shall be avoided as far as possible and in no case the locations of such joints 

shall be changed or increased from those shown on the drawings, except with express approval 

of the Engineer. The joints shall be provided in a direction perpendicular to  the member axis. 

Sequencing of concrete placement should be organized in such a way that cold joints are totally 

eliminated. The sequence of concreting shall be submitted for approval of Engineer prior to 

concreting of the structural element. Concreting shall be carried out continuously up to the 
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construction joints, the position and arrangement of which shall be predetermined by the 

designer.  

 

2.2.22.2 Construction joints should be positioned to minimize the effect of the discontinuity on the 

durability,  structural integrity and appearance of the structure. Joints should be located away 

from regions of maximum stress caused by loading particularly where shear and bond stresses 

are high.   

 

2.2.22.3 Laitance, both on the horizontal and vertical surfaces of the concrete, should be removed before 

fresh concrete is cast. The surface should be roughened to promote good adhesion. Various 

methods for removal can be used but they should not dislodge the course aggregate particles. 

Concrete may be brushed with a stiff brush soon after casting while the concrete is still fresh 

and while it has only slightly stiffened. If the concrete has partially hardened, it may be treated 

by wire brushing or with a high pressure water jet, followed by drying with an air jet, 

immed iately before the new concrete is placed. Fully hardened concrete should be treated with 

mechanical hand tools or grit blasting, taking care not to split or crack aggregate particles. 

 

2.2.22.4 Where there is likely to be a delay before placing the next concrete lift, protruding 

reinforcement should be protected. Before the next lift is placed, rust loose mortar, or other 

contamination should be removed from the bars and where conditions are particularly 

aggressive and there has been a  substantial delay between lifts, the concrete should be cut back 

to expose the bars for a length of about 50 mm to ensure that contaminated concrete is 

removed. 

2.2.22.5 In all cases, when construction joints are made, it should be ensured that the joint surface is not 

contaminated with release agents, dust, or curing membrane and that the reinforcement is fixed 

firmly in position at the correct cover.  

 

2.2.22.6 When the formwork is fixed for the next lift, it should be inspected to ensure that no leakage 

can occur from the fresh concrete. It is a good practice to fix a 6 mm thick sponge which seals 

the gap completely. The practice of first placing a layer of mortar or grout is not recommended. 

The old surface should be soaked with water without leaving puddles, immediately bef ore 

starting concreting; then the new concrete should be thoroughly compacted against it. When 

fresh concrete is cast against existing mature concrete or masonry the older surfaces should be 

thoroughly cleaned and soaked to prevent the absorption of water from the new concrete. 

Standing water should be removed shortly before the new concrete is placed and the new 

concrete should be thoroughly vibrated in the region of the joint.  

 

2.2.23 Finishing of concrete:  The finished surface of concrete after removal of formwork shall be such 

that no touching up is required. All fins/holes caused by form joints, supports, rods etc., shall 

be ground/filled up effectively using appropriate machinery shutters, formwork etc., used in 

construction shall be as specified in the conditions and the labour used shall be  skilled to suit 

the quality requirements of the work. Any surface, finished poorly in the opinion of the 

Engineer shall require repair/remedial measures at the cost of the contractor and the 

Engineerõs decision in this regard shall be final. Any structure, which has deficiencies in 

finishing including product parameters beyond the rejection limits, as specified in these 

conditions, are liable to be rejected and the decision of the Engineer shall be final in this re gard. 
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2.2.24 Coatings for concrete:  Normally finished concrete structures do not require any surface 

protective coatings in non aggressive environment (moderate) for all structures. For aggressive 

environment ( severe and extreme conditions), Epoxy phenoli c IPN coating or CECRI Integrated 

four coat system can be used in superstructure of bridges and coal tar epoxy coating for sub 

structure of bridges (in affected part only).  

 

2.2.25 Shuttering, Formwork & False work: - 

 

2.2.25.1 Shuttering, Formwork & False work shall be designed to meet the requirements of the 

permanent structure, taking into account the actual conditions of materials, environment and 

site conditions. Careful attention shall be paid to the detailing of connections and functions. All 

the materials used for shuttering, formwork &  falsework shall conform to the specified quality 

consistent with the intended purpose and actual site condition as applicable. All shuttering, 

form  work , falsework, etc., shall be got approved by the Engineer before it is put into use. 

 

2.2.25.2 Forms shall not be struck until the concrete has reached strength at least twice the stress to 

which the concrete may be subjected at the time of removal of formwork or as approved by the  

Engineer. In normal circumstances and where Ordinary Portland Cement is used, forms may 

generally be removed after the expiry of the following periods: - 

Stripping T ime 

a) Walls, columns and vertical faces of all 

structural members  

24 to 48 hours as may be decided by 

the Engineer 

b) Slabs ( props left under)  3 days 

c) Beam soffits (props left under) 7 days 

d) Removal of props under slabs 

1) Spanning up to 4.5 m 

2) Spanning over 4.5 m 

 

 7 days 

14 days 

e) Removal of props under beams 

1) Spanning up to 6 m  

2) Spanning over 6 m 

 

14 days 

21 days 

 

                Where the shape of the element is such that the formwork has re-entrant angles, the formwork 

shall be removed as soon as possible after the concrete has set, to avoid shrinkage crack 

occurring due to the restraint imposed.  

 

2.2.26 Defecti ve Concrete and Measurement of concrete:  

 

2.2.26.1 Should any concrete be found honeycombed or in any way defective which may be, at the 

discretion of the Engineer suspected to affect the performance of the structure, shall be rejected 

outright. Contractor  shall have no claim in this regard and the decision of the Engineer shall be 

final. The member, structurally independent, in which the concrete is found to be defective, 

shall be replaced by the contractor at his cost fully. The damages arising on account of such 

defective concreting shall also be recoverable from the dues of the contractor, including 

penalties if any. DFCCIL reserves the right to get the member replaced by any means at the 

cost of the contractor at any cost if the contractor delays reproduction.  

 

2.2.26.2  However, some surface defects, not affecting the structural properties shall, on the instruction 

of the Engineer, be repaired as per the approved procedures. The complete cost of such repairs 
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shall be borne by the contractor and no compensation shall be payable. Records of such repairs 

done shall be maintained by the contractor. 

2.2.26.3  The tolerances for finished concrete bridge structures shall be governed by IRS Concrete 

Bridge Code and shall be followed; deviations beyond the permis sible limits shown are liable 

to be rejected. These tolerances apply to other structures also appropriately. 

 

2.2.27 Sampling and Strength Testing of Concrete:  

 

2.2.27.1 General: Samples from fresh concrete shall be taken as per IS: 1199 (method of sampling and 

analysis of concrete). Concrete for making 3 test cubes shall be taken from a batch of concrete 

at point of delivery into construction according to procedure laid down in IS: 1199 and 150 mm 

cubes shall be made, cured and tested at the age of 28 days for compressive strength in 

accordance with IS:516. The 28 days test strength result for each cube shall form an item of 

sample.  

 

 Concrete shall conform to the surface finish and tolerance as prescribed in Unified 

specifications. Random sampling and lot by lot of acceptance / inspection shall  be made for 

the 28 days cube strength of concrete. 

 

 Concrete under acceptance shall be notionally divided into lots for the purpose of sampling, 

before commencement of work. The delimitation of lots shall be determined by the following:  

 

Tolerances for Finished Concrete Bridge Structure  

S 

No 

Description of defects in any part or full member or the 

structure at the decision of the Engineer. 

Permissible limits (unless 

otherwise specified in 

designs/drawings)  

1 Shift from alignment  1) + 25 mm in member. 

2 Deviation from plumb in piers or variation from specified 

batter. 

1 in 250 subjected to a maximum 

value of 0.5 times the least lateral 

dimension of pier.  

3 Deviation from plumb in abutments or variation from 

specified batter. 

1 in 125 

4 Cross sectional dimensions of piers, abutments and 

girders 

+20mm/ -5mm 

5 Thickness of deck slab of bridges  + 6 mm / - 3 mm 

6 Size and location of openings + 12 mm 

7 Plan dimensions of footings (formed excavation)  + 50 mm / - 25 mm 

8 Plan dimensions of footings (unformed excavation)  + 75 mm / - 00 mm 

9 Thickness of footings  _ 5%, + No limit  

10 Footing eccentricity  0.02 times the width of the 

footing in the direction of 

deviation, but not more than 50 

mm 

11 Reduced level of top of footing / pier / bed block  + 5 mm 

12 Centre to centre distance of pier and abutments at pier top + 30 mm 

13 Centre to centre distance of bearings along span + 5 mm 

14 Centre to centre distance of pier bearings across span + 5 mm 
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(i) No individua l lot shall be more than 30 cum in volume.  

 

(ii)  At least one cube forming an item of the sample representing the lot shall be taken from 

concrete of the same grade and mix proportions cast on any day. 

 

(iii)  Different grades of mixes of concrete shall be divided into separate lots.  

 

(iv)  Concrete of a lot shall be used in the same identifiable component of the bridge. 

2.2.27.2 Sampling:  

 

2.2.27.2.1 Frequency of Sampling  

 

 Sampling procedure:  A random sampling procedure shall be adopted to ensure that each 

concrete batches forming the lot under acceptance / inspection shall have a reasonable chance 

of being tested that is, sampling should be spread over the entire period of concreting and 

cover all mixing units.  

 

 Frequency: The minimum frequency of sampling  of concrete of each grade shall be in 

accordance with table below. At least one sample shall be taken from each shift of work. 

 

Minimum Frequency of Sample  

Quantity of concrete in 

work,  (M 3 ) 

No. of samples 

 

1-5 1 

6-15 2 

16-30 3 

31-50 4 

51 and above 4 plus one additional sample for each additional 50 M 3 or part 

thereof 

 

2.2.27.2.2 Test Specimen: Three test specimens shall be made from each sample for testing at 28 days. 

Additional samples may be required for various purposes such as to determine the strength of 

concrete at 7 days or at the time of striking the formwork, or to determine the duration of 

curing, or to check the testing error. Additional samples may also be required for testing 

samples cured by accelerated methods as described in IS: 9013. The specimen shall be tested as 

described in IS: 516. 

 

2.2.28 Test Results of Sample:  The test results of the sample shall be the average of the strength of 3 

specimens. The individual variation should not be more than + 15 percent of average. If more, 

test results of the sample are invalid. 

 

2.2.29 Acceptance Criteria  of Concrete: Acceptance criteria shall be acceptance of concrete as per 

Indian Railways Unified Standard Specifications (Formation Works, Bridge Works and P.Way 

Works), 2019/ IRS Concrete Bridge Code/ Relevant IS Code. The 28 days compressive strength 

shall be the criterion for acceptance or rejection of the concrete.  

 

 The followings shall also be strictly followed.  
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 (i) Whenever a mix is redesigned due to a change in the quality of aggregate or cement or 

for any other reason, it shall be considered a new mix and initially subject to the acceptability 

criteria above. 

 

(ii)  If the concrete produced at site does not satisfy the above strength requirements, the 

Engineer shall reserve the right to require the contractor to improve the methods of 

batching, the quality of the ingredients and redesign the mix with increased cement 

content, if necessary. The Contractor shall not be entitled to claim any extra cost for the 

extra cement used for the modifications stipulated by the Engineer for fulfilling the 

strength requirement specified.  

 

(iii)  It is the complete responsibility of the contractor to redesign the concrete mixes by 

approved standard methods and to produce the reinforced concrete conforming to the 

specification and the strength requirements approved by the Engineer. It is expected that 

the Contractor will have competent staff to carry out this work.  

 

2.2.30 Setting of field laboratory by the Contractor:  

 

2.2.30.1 For all works, the Contractor shall set up a field laboratory of his own for testing of 

cement/water/concrete at work site, which should be open for use and inspection by the 

DFCCIL officials at any time and carryout the tests with his own equipments, gauges, 

machinery, consumables and operators, at his own cost. The laboratory shall be equipped with 

necessary equipment to carry out various tests such as property tests, sieve analysis, setting 

time of cement, compression tests on cubes, slump test, workability test etc., on aggregate, 

cement, water and concrete required for ensuring the required quality. For steel however, test 

reports of reputed institutes/laboratories are acceptable.  

 

2.2.30.2 The cost of setting up the laboratory, equipping the same, maintaining conducting all  tests on 

materials and cubes shall be borne by the contractor, within his quoted rates for works and no 

extra payment is eligible for the same.  

 

2.2.30.3 All gauges, machines, equipments and other measuring and testing equipments of the 

laboratory shall be got checked / calibrated regularly and the necessary certificates furnished 

to the Engineer by the Contractor.  

 

2.2.30.4 All the equipments, machinery etc., shall be kept in good working condition. Contractor shall 

also maintain the required qualified / experienced staff at the laboratory.  

 

2.2.30.5 The following is the minimum laboratory facilities at the site which are to be provided and 

operated by the contractor at his cost. 

 

(i)  Testing of fine and coarse aggregates as per IS:383 and IS:2386.  

 

(ii)  Testing of cement concrete as per IS: 8142 and IS:516.  

 

(iii)   Testing of water as per IS: 456 and IS: 3025.  
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(iv)  Certain non-routine testing such as (a) Testing of admixtures, (b) Chemical testing of fine 

and coarse aggregates (c) Permeability of concrete (permeability test on concrete shall be got 

done when the mix design is approved / changed of the reputed laboratories as approved by 

Engineer). The frequency and need for these tests shall be decided by the Engineer, based on 

stipulations contained in conditions of co ntract or on the basis of accepted Engineering practice 

(e.g. whenever source of admixture is changed, tests stipulated in the codes will have to be 

carried out afresh, etc). 

 

2.2.30.6 At frequently, as the Engineer may require, testing shall be carried out in the field for:  

(a) Moisture content and absorption and density of sand and aggregate. 

(b) Silt content of sand. 

(c) Grading of sand and aggregates. 

(d) Slump test of concrete. 

(e) Concrete cube test. 

(f) Permeability test for concrete  

(g) Density of Plasticizer. 

(h) PH Value of water  

 

2.2.31 Ladders for inspections:  Steel ladders are to be provided at the abutments and all pier 

locations on both sides of girder bridges to enable inspecting officials to get down from the 

track level to the top of the p iers / abutments.  

 

2.2.32 Expansion joints : Expansion joints ð strip seal elastomeric type expansion joint shall be for 

80mm expansion gap in RCC deck slab as per drawings. 

 

2.2.33 Seating of foundations:  

 

As far as possible, open foundations should  be located on the firm ground having stable strata. 

The strata shall be well compacted before levelling course and foundations are laid  on the 

levelling . 

 

 In case foundations resting on rock, no foundation shall be laid on sloping rock. The rock shall 

be made level for the width of the foundation before leve lling course is laid . Before seating on 

the rock, capacity of the rock shall be assessed properly and safe bearing capacity assessed in 

the designs is to be confirmed.  

 

 The seating of the rock shall be achieved by cutting into the rock atleast by 0.50m depth to 

ensure removal of all weak layers and for obtaining adequate anchorage in case of open 

foundations. After level surface is made on the rock, a rich mix layer of 150mm thick shall be 

laid to even the bedding surface.  

 

 If the rock is encountered while piling , pile shall be anchored into rock to the depth as per 

codal provision . 

 

2.2.34 Drainage outlets : 50mm galvanized GI pipes in case of deck slab in bridges will serve as 

drainage spouts. 
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PART - I I  

Chapter III  

GENERAL GUIDELINES  REGARDING  SPECIFICATIONS  AND SPECIAL CONDITIONS  FOR 

BORED CAST -IN -SITU RCC PILE FOUNDATIONS  

 

2.3 GENERAL GUIDELINES AND SPECIFICATIONS  FOR BORED CAST -IN -SITU RCC PILE 

FOUNDATIONS:  

 

2.3.1      The piles shall be bored cast-in-situ. The scope of the work included in relevant schedules is 

for the provision and testing of bored cast -in-situ RCC pile foundations with the pile cap . 

Items for piling in soil has been provided in schedule. If any boulder in the form of obstruction 

comes in the boring, no extra payment for piling in boulders shall be made. Bore log provided 

by the DFCCIL, if any , for construction are only indicative in this regard and it is the 

contractorsõ responsibility to make correct assessment of ground conditions before starting the 

piling operation. Rate of Item of piling includes cost of all materials and labour involved in all 

operations as specified excluding supply of cement and steel reinforcement only.  

 

2.3.2 CONCRETING IN BORED CAST -IN -SITU PILES   

 

(i) Bored Cast-in-situ concrete piles shall be installed by making a bore into the ground by 

removal of material.   Cast-in-situ concrete piles may be cast in metal liners which may remain 

permanently in place. The metal casing shall be of sufficient thickness and strength to hold its  

original form and show no harmful distortion after it and adjacent casings have been driven 

and the driving core, if any, has been withdrawn.  

 

(ii)  Concreting and reinforcement work will be done in accordance with relevant clauses  in Indian 

Railways Unified Standard Specifications (Formation Works, Bridge Works and P.Way 

Works), 2019 supplemented by these specifications.  

 

(iii)  Any liner or bore -hole which is improperly located or shows partial collapse that would affect 

the load carrying capacity of the pile, shall be rejected or repaired as directed by the Engineer 

at the cost of the Contractor. 

 

(v) Bored cast-in-situ piles in soils which are stable may often be installed with only a small casing 

length at the top.  A minimum of  2.0m length of top of bore shall invariably be provided with 

casing to prevent any loose soil falling into the bore. In cases in which the side soil lower  down 

can fall into the hole, it is necessary to stabilise the side of the bore hole with drilling mu d, or a 

suitable steel casing.  The casing may be left in position permanently specially in cases where 

the aggressive action of the ground water is to be avoided, or in the cases of piles built in water 

or in cases where significant length of piles could be exposed due to scour. 

 

(vi)       For bored cast-in-situ piles, casing / liner shall be driven open ended with a pile driving 

hammer capable of achieving penetration of the liner to the length as approved by the 

Engineer. Materials inside the casing shall be removed progressively by air lift, grab or 

percussion equipment or other approved means.   Unless otherwise approved by the Engineer, 

the diameter of the bore-holes shall be not more than the inside diameter of the liner. 
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(vii)  Where bored cast-in-situ piles are used in soils liable to flow, the bottom of the casing shall be 

kept enough in advance of the boring tool to prevent the entry of soil into the casing, thus 

preventing the formation of cavities and settlements in the adjoining ground. The wat er level 

in the casing should generally be maintained at the natural ground water level for the same 

reasons. The joints of the casing shall be made as tight as possible to minimise inflow of water 

or leakage of slurry during concreting. Where mud flow con ditions exist, the casing of cast-in-

situ piles shall not be allowed to be withdrawn. Prior to the lowering of the r einforcement cage 

into the pile  shaft, the shaft shall be cleaned of all loose materials. Cover to reinforcing steel 

shall be maintained by suitable spacers, tied in advance to the reinforcement. 

 

(viii)  Wherever practicable, concrete should be placed in a clean dry hole.  Where concrete is placed 

in dry condition and there is casing present, the top 3m of the pile shall be compacted using 

int ernal vibrators.   

 

(ix) Before concreting under water, the bottom of the hole shall be cleaned of drilling mud and all 

soft or loose material very carefully. In case a hole is bored with use of drilling mud, 

concreting should not be taken up when the specific gravity of bottom s lurry is more than 1.2. 

The drilling mud should be maintained at 1.5m above the ground water level.  

 

(x) Where the casing is withdrawn from cohesive soils for the formation of cast -in-situ pile, the 

concreting should be done with ne cessary precautions to minimise the softening of the soil by 

excess water. Care shall be taken during concreting to prevent as far as possible the 

segregation of the ingredients.  The displacement or distortion of reinforcement during 

concreting and also while extracting the tube shall be avoided. 

 

(xi)  The concrete shall be properly graded, shall be self-compacting and shall not get mixed with 

soil, excess water, or other extraneous matter.  Special care shall be taken in silty, clays and 

other soils with the tendency to squeeze into the newly deposited concrete and cause necking.  

Sufficient head of green concrete shall be maintained to prevent inflow of soil or water into the 

concrete. 

 

(xii)  The placing of concrete shall be a continuous process from the toe level to the top of the pile.  

To prevent segregation, a tube or tremie pipe as appropriate shall be used to place concrete in 

all piles. 

 

(xiii)  To ensure compaction by hydraulic static heads, rate of placing concrete in the pile shaft shall 

not be less than 6m (length of pile) per hour. Under water concreting should be done with 

tremie. 

 

(xiv)   The maximum water cement ratio shall be 0.50 for cast in situ piles. 

 

(xv)  The cement content shall not be less than 400 kg/cum of concrete.  

 

(xvi)   The mini mum slump of concrete for bored cast-in-situ piles shall 150mm to 200mm, but the 

slump should not exceed 200mm in any case. 
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(xvii ) Concreting under water:- General requirements and precautions for concreting under water 

shall be as given in Indian Railway s Unified Standard Specifications (Formation Works, Bridge 

Works and P.Way Works), 2019 supplemented by following instructions:  

 

(a)         The concreting of a pile must be completed in one continuous operation.  Also, for bored holes, 

the finishing of th e bore, cleaning of the bore, lowering of reinforcement cage and concreting of 

pile for full  height must be accomplished in one continuous operation without any stoppage.  

 

(i) The concrete should be coherent, rich in cement with high slump and restricted water 

cement ratio. 

 

(ii)  The tremie pipe will have to be large enough with due regard to the size of aggregate. 

For 20mm aggregate the tremie pipe should be of diameter not less than 150mm and for larger 

aggregate, larger diameter tremie pipes may be necessary.   

 

(iii)  The first charge of concrete should be placed with a sliding plug pushed  down the tube 

ahead of it to prevent mixing of water and concrete.  

 

(iv)  The tremie pipe should always penetrate well into the concrete with an adequate margin 

of safety against accidental wi thdrawal if the pipe is surged to discharge the concrete. 

 

(v) The pile should be concreted wholly by tremi e and the method of deposition should not 

be changed part way up the pile to p revent the laitance from being entrapped within the pile.  

 

(vi)  All tremie t ubes should be scrupulously cleaned after use.   

 

(vii)  In special circumstances, the Engineer may permit use of any other proved method of 

concrete placement designed for under water concrete. In such cases, a detailed method 

statement should be prepared and got approved by the Engineer. 

(viii)  The diameter of the finished pile shall not be less than that specified and a continuous 

record shall be kept by the Engineer as to the volume of concrete placed in relation to the pile 

length cast. 

 

2.3.3 The schedule of quantities in this contract is based on bored cast-in-situ pile of required capacity 

and for approximate anticipated depth. Depth of piles is likely to vary as per design and load 

test. The payment will be done as per actual quantity executed by the contractor as under 

relevant items of Schedule. Installation of piles shall be carried out as per layout drawings, 

installation criteria and the instructions of the Engineer.  The method of installing the piles, 

including details of the equipment shall be submitted by the contractor and got approved by the 

Engineer before start of work. 

 

2.3.4 Piling work shall conform to specifications IS: 2911 Parts 1 & 4 unless otherwise specified. 

 

2.3.5 Workmanship of bored cast-in-situ piles includes the provisions for control of piling 

installation, use of drilling mud, cleaning of borehole, tremie concreting, defective pile, 

recording of data shall be as per Clause 8 of IS: 2911(Part 1/Section 2).   
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2.3.6 The specifications for safe load, test load, total displacement, net displ acement etc., shall also 

conform to provisions as per IS: 2911 (Part 4). 

 

2.3.7 The contractor shall set out piles with precision survey duly erecting permanent bench marks 

and other references. He shall be responsible for correct maintenance of position and plumb 

thereafter and these shall be checked periodically. The control of alignment and inclination of 

piles shall be as per IS :2911(Part 1/Section 2). Tolerances as specified in the above code or as 

specified shall govern. 

 

2.3.8 Level marks shall be put accurately on each pile immediately after it is installed. If any pile 

shows subsequently a tendency to heave up due to installation of other piles later or due to 

any other reason, corrective course of action shall be suggested and taken by the contractor 

after approval by the Engineer at the cost of contractor. 

 

2.3.9 Durability provisions such as clear cover to reinforcements, minimum and maximum cement 

content, maximum water -cement ratio and permeability of concrete shall be adhered to as 

mentioned earlier  and below. The exposed area of pile above the ground  level. In case of 

harmful chemical constituents found in subsoil and in water such as chlorides and sulphides, 

special provisions as per relevant codes of practice shall be followed for protection against 

reinforcement corrosion and disintegration of concrete and for such protection against 

corrosion and bio-fouling, the pile concrete/liner below cut -off level shall be painted with 

appropriate material, if ordered by Engineer for which payment will  be made separately as 

specified in relevant schedules.   

 

2.3.10 Sulphate resistant cement may be used on need based consideration after conducting the soil 

investigation and water investigation.  It shall not be used under such conditions where 

concrete is exposed to risk of excessive chlorides and sulphate attack both. Requirements of 

concrete exposed to sulphate attack shall be as per Table 4 of IS:456. Where chloride is 

encountered along with sulphate in soil or ground water, Ordinary Portland Cementwit hC3A 

contents from 5 to 8 % shall be desirable to be used in concrete instead of sulphate resisting 

cement.  For pH around 4, steel and concrete both have to be specially quoted. If sulphate 

resistant cement is used which has faster setting properties, curing shall start within five hours 

of concreting.  

 

2.3.11 Method of boring, namely, Bailer and Chisel, Rotary, Direct Mud Circulation ( DMC ), Reverse 

Mud Circulation ( RMC), Percussion, etc., shall be chosen as appropriate to strata and site 

conditions. The agreement rates for piling are inclusive of any type of boring/any type of 

supporting arrangements adopted by the contractor and no extra payments are admissible for 

any type of scheme adopted by the contractor.  

 

2.3.12 Borehole stability shall be maintai ned with casing and/or mud circulation..  

 

2.3.13 Use of drilling mud (Bentonite) in stabilizing the sides of bore holes is mandatory in soils of 

inadequate capacity. The decision on the need of use of Bentonite will be taken by the Engineer 

which is final.  The bentonite slurry shall be maintained at 1.5m above the ground water level 

during boring operations and till the pile is concreted. The bentonite slurry shall be under 

constant circulation till start of concreting and shall meet the requirements stipul ated in the 
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subsequent clauses. Agreemental rates for piling includes the cost of Bentonite and related 

operations and the contractor cannot claim any extra cost on this account.  

 

2.3.14 Providing MS Liners: This item is for supply and fixing contractorõs permanent MS liners for 

the pile from the top of working platform upto the required depth as may be decided by the 

Engineer. The contractor shall fabricate the MS liners from his own MS sheets to suit the 

diameter of the pile as directed. Required length of MS liners will be made up by welding each 

unit outside by the contractor with his own equipments and plants. It shall be clearly noted 

that the MS sheets required for manufacture of the liners shall not be supplied by the DFCCIL. 

The welding shall be of  proper quality so as to withstand the hammering forces. The payable 

depth shall however, be measured only from the cut off level though the liner might have been 

provided right from the level of working platform on practical considerations, since the leng th 

above the cut off level has to be necessarily removed by gas cutting for facilitating peeling of 

the top portion of the pile and for interlacing its reinforcement bars into the capping slab. 

Therefore, the rate quoted shall cater for the element of cutting and removing the surplus 

length of MS liners. There is, however, no objection for the surplus pieces, if usable, are united 

and are re-welded to the required length for reuse on some of the other piles. No claim shall be 

entertained if the cut pieces cannot be reused by the contractor.  

 

2.3.15 The contractor shall take all necessary precautions while piling close to existing 

structures/other foundations/track so as to minimize vibrations and ground movement. Bores 

shall be encased as directed by the Engineer and boring shall commence only after 

precautionary measures are taken. While working near the existing track, infringements and 

other safety aspects shall be specially considered and taken care of.  

 

2.3.16 The contractor shall indemnify the DFCCIL Administration against any claim or obligations 

arising out of any damage to structure or out of any injury to any person/persons due to piling 

working done by him.  

 

2.3.17 The contractor shall mobilize and maintain requisite resources for piling includin g concreting. 

Additional resources, as a standby shall also be available in advance of work, to take care of 

any eventualities. Admixtures as approved by Engineer, shall be kept in readiness before 

concreting to meet any exigencies. After boring and/or cag e lowering to avoid borehole 

instability and settlement of bentonite, boreholes shall not be left un -concreted for long. 

 

2.3.18 The spoils arising out of boring shall be disposed off as directed by Engineer within the 

agreemental rates. In case of piling close to Railway track or near the existing road, contractor 

shall make adequate arrangements for disposing the muck away properly. Contractor shall 

also make adequate drainage arrangement for mud slurry so that the same does not affect the 

tracks or roads or adjoining properties.  

 

2.3.19 The bored spoils may be dumped in a low lying area as directed by Engineer so that work site 

is restored back to normal condition after completion of work.  

 

2.3.20 When the bore has reached its final depth, it shall be free from any foreign matter before 

placing the reinforcement cage and concreting for the pile is started. Reinforcement for the pile 

shall be carefully placed in position and concreting then started. The cover block used also 

shall satisfy strength and permeability criteria.  
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2.3.21 If hard rock is encountered, socketing in hard rock shall also be provided  as per codal 

provision . 

 

2.3.22 In case of sloping bedrock profile, the requisite depth of socketing shall be ensured as 

minimum all round piling and the  payment will be made for the least depth of socketing only 

and no claims of differential depth of socketing are admissible.  

 

2.3.23 The bottom level of pile cap will be decided by Engineer, depending upon capacity and 

ground  level. 

 

2.3.24 Care shall be taken for free flow of concrete through splices and congested reinforcement 

zones with proper detailing and monitoring.  

 

2.3.25 The quantity of concrete required for a particular pile shall be calculated as per depth of the 

pile and nominal diameter of the pile. This quantity  shall be checked with the actual quantity 

of concrete used, which is to be recorded and signed jointly by the contractor and 

representative of the DFCCIL. Theoretical quantity of concrete, calculated as per depth and 

nominal diameter  of the pile shall form the basis of calculating the cement quantity  as per 

approved design mix, for payment to the contractor ,  

 

2.3.26  For the finishing of pile heads, the clearances of reinforcements in the pile cap and the keying 

of the pile head into th e pile cap shall be as given in IS : 2911.  

 

2.3.27 The contractor shall maintain bore log register and bored samples for each pile boring and 

concreting. The details shall contain various operations in pile boring with time, type of soil 

met with depth of  penetration with levels, liner welding and lowering details, obstruction to 

boring, if any, machine down time, rock touch level and final socketed level. The flushing out 

details before cage lowering and before concreting shall also be recorded. The concreting 

details such as mix proportions, sounding at various depths vis -à-vis cement / concrete 

consumption, unusual observations while concreting, interruption to concreting, if any and 

overflow concrete shall be recorded. The swelling and/or squeezing of b orehole in uncased 

portion shall be specially monitored with recording of sounding depth, quantity concreted 

actually and quantity theoretically estimated corresponding to that sounding depth.  

 

2.3.28 The payable depth of piles shall be taken up to the clear distance from the cut-off level (bottom 

of pile cap) to the average bottom of the bore. The depth so measured shall be rounded off to 

the nearest first decimal of a metre (0.05 metre or more to be reckoned as 0.10 metre whereas 

below 0.05 metre to be reckoned as 0.00 metre) for the purpose of making payment. 

 

2.3.29 In group of two or more piles, piles of same diameter and same load carrying capacity shall be 

installed. The distance between centre to centre of such piles shall be governed by IS :2911. In 

case the contractor offers to install the piles closer than this spacing, he shall state the reduction 

in the working load of the pile which will be subject to the approval of Engineer.  The 

additional piles required on this account shall be provided by the contractor without any extra 

cost to the DFCCIL. Also cost of cement and steel reinforcement used on this score will have to 

be borne by the contractor. New MS liners shall also be to contractors account.  
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2.3.30 If any pile during boring has deviated  from the design position or from the verticality or if the 

safe allowable load of the pile is not obtainable as per the design, all these facts shall be 

reported promptly to the Engineer during the execution of the work with suggestion from the 

contractor regarding adequate corrective measures. The Engineer shall consider the 

suggestions of the contractor and shall give necessary directions for the corrective measure 

which shall be done by the contractor at his own cost and risk. However, if certain piles are 

rejected by the Engineer on account of improper location / verticality / alignment / capacity, 

the Engineer may allow the rejected piles to be left in their places and additional piles may be 

installed to take up the safe working load of the rejected p iles with satisfaction of Engineer 

without any extra cost to the DFCCIL . If any such changes involve additional expenditure due 

to increase in size of pile cap, etc., the same shall also be borne by the contractor including the 

extra cost involved in the u sage of the extra quantity of cement and steel used in such changes. 

 

2.3.31  No payment will be made for rejected piles and also for  the cement, steel and the MS liners 

provided for the rejected piles.  

 

2.3.32 Pile load Test:  IS : 2911 (Part 4) prescribes various guidelines and procedures for load tests on 

piles. Pile load test shall be conducted as per IS : 2911 (Part 4) and as directed by the Engineer. 

Vertical load tests (compression) and lateral load tests shall be adopted for testing of piles. 

There shall be two categories of tests on piles for each type of loading (vertical and lateral) , 

namely, initial tests and routine tests. Initial tests should be carried out on test piles which are 

not to be incorporated in the work. Routine tests shall be carried out as a check on working 

piles.  

 

Initial load test is carried out to determine the ultimate load capacity and arrival at the safe 

load by application of factor of safety  whereas routine test is conducted to determine the safe 

load of pile, checking the safety load and extent of safety. In other words, routine test is 

conducted to check whether the pile is capable of taking the working load assigned to it.  

 

Non-destructive testing i.e. Integrity testing of pile using Low Strain / Sonic Integrity Test / 

Sonic Echo test method in accordance with IS : 14893 shall be carried out for integrity testing of 

concrete in the installed pile. 

 

The vertical load test and lateral load test shall be carried out as per clause 6 and 7 of IS : 2911 

(Part 4).  

 

Safe load on a pile is derived  by applying a factor of safety on ultimate load capacity of pile as 

determined by a load test whereas working load is the load assigned to pile according to 

design. The safe loads on single pile and on group of piles for the initial test  and routine test 

shall be in accordance clause 6.1.5 and 6.1.6 of IS : 2911(Part 4). Test load shall be 2.5 times the 

safe capacity load for Initial Load . For routine test, test load shall be at least 1.5 times the 

working load for maximum settlement not exceeding 12mm in case of single pile whereas test 

load shall be equal to the working load  for maximum settlement not exceeding 25mm in case 

of group piles.  

 

The test shall be carried out at cut off level wherever practicable, otherwise suitable allowance 

shall be made in the interpretation of the test results / test load if the test is not carried out at 

cut-off level.  
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The contractor shall submit all data along with load vs settlement, time vs settlement, 

interpretation of the pile load test, etc., in a r eport along with characteristics of the pile as per 

IS 2911 and as directed by the Engineer.  

For any other type of test such as pullout tests, etc. if considered necessary, the contractor shall 

make arrangements in consultation with the Engineer and payme nts for the same will be 

eligible as decided mutually in advance.  

 

Payment for initial vertical load test, routine vertical load test and lateral load test will be made 

against a separate item provided in the schedule .  

 

2.3.33 The contractor is required to carry out load test in  pile or group of piles as per provisions 

contained in IS : 2911 (Part 4) of and shall provide all the designing, testing, loading, 

supporting, instrumenting, record ing & reporting arrangements at the agreement rates. The 

design, instrumentation etc., shall be approved by the CGM/GM/ CPM/  DFCCIL. 

 

2.3.34 The payment for the test of the pile or group of piles shall be made to the contractor only when 

the test is found to be satisfactory. For tests which are found to be unsatisfactory or which are 

not completed due to any reasons whatsoever, no payment shall be made to the contractor.  

 

2.3.35 The agreemental rates for tests include instrumentation, reporting, arranging of necessary 

kentledge, R.S. Joists, sand bags, etc, required for loading the platform for successful testing of 

the pile or group of piles and removing the same from the site of work after the test is 

completed and clearing the site to the satisfaction of the Engineer and no extra payment shall 

be made on this account.  

 

2.3.36 In case of defective piles, DFCCIL reserves the right to order, at the cost of contractor, non-

destructive test for integrity and / or capacity assessment or additional static load tests as 

confirmatory tests at the cost of the contractor. The test shall be considered satisfactory only if 

the criteria laid in specifications are satisfied and the behaviour of the pile or pile group during 

the period of test does not disclose any defects as specified in relevant codes and as directed by 

the Engineer. 

 

2.3.37  Each pile shall be identified with a reference member. Level marks shall be accurately painted 

on each pile immediately after its installation. The contractor shall record all the information 

during installation of piles as directed by the Enginee r. Pile records in triplicate shall be 

submitted by the contractor.  

 

2.3.38  Approval  of the termination depth of the pile by the Engineer shall, in no way, absolve the 

contractor on the integrity of the pile.  

 

2.3.39    Control of Position and Alignment:  Piles shall be installed as accurately vertical (for vertical 

piles) as possible. The permissible limits for deviation with respect to position and alignment 

shall confirm to IS: 2911 (Part 1/Section 2). 

 

2.3.40   Working  level shall be above the cut-off -level. After the initial boring of about 1m, temporary 

guide casing of suitable length shall be lowered in the pile bore for vertical pile. The diameter 

of guide casing shall be such as to give the necessary finished diameter of the concrete pile. 
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The centre line of guide casing shall be checked before continuing further boring. Guide casing 

shall be minimum of 1.0m length. Additional length of casing may be used depending on the 

condition of the strata, ground water level etc. The temporary guide casing (if  provided) shall 

be withdrawn cautiously, after concreting is done upto the required level. While withdrawing 

the casing, concrete shall not be disturbed.  

 

2.3.41 Permanent MS Liners shall be provided for piles upto point of refusal or as directed by the 

Engineer. The bottom end of the MS Liner shall be stiffened by welding additional plates to 

withstand the impact during driving.  

 

2.3.42 In case hard rock is encountered, chiseling is essentially required for softening of the rock, the 

same may be adopted only on approval of the Engineer, at no extra cost to the DFCCIL. 

Advancement of pile bore shall be done by drilling only, in case of use of rotary hydraulic 

drilling rig.  

 

2.3.43 Specifications for Bentonite shall be as follows: Liquid limit of bentonit e when tested in 

accordance with IS: 2720  (Part V) shall be 400 percent or more.  Bentonite solution should be 

made by mixing it with fresh water using pump for circulation. The density of the freshly 

prepared bentonite suspension shall be between 1.03 and 1.10 gm / ml depending upon the 

pile dimensions and type of soil in which the pile is to be installed. However, the density of 

bentonite suspension after mixing with deleterious materials in the pile bore may be upto 1.25 

gm / ml. The marsh viscosity whe n tested by a marsh cone shall be between 30 to 60 stoke. 

The pH value of the bentonite suspension shall be between 9 and 11.5. 

 

2.3.44 Cleaning of borehole: - After completion of  bore hole upto the required depth, the  borehole 

shall be cleaned as per clause 8.3 of IS : 2911 (Part 1/Section 2). 

 

2.3.45 A protocol shall be maintained regarding the strata at the founding level, SPT value, percent 

core recovery, Unconfined Compressive Strength (UCS) from the nearest borehole, socketing 

horizon, flushing of pi le bore, time interval between end of boring and start of concreting, 

bentonite density before start of concreting.  

 

2.3.46 Top of Concrete in Pile and Cut off -level (COL):- Cut-off -Level of piles shall be as indicated in 

drawings released for constructio n. The top of concrete in pile as cast shall be above the cut-

off -level by 1.0 metre (maximum) to remove all laitance and weak concrete and to ensure good 

concrete at cut-off -level, for proper embedment into the pile cap. The area surrounding the 

piles shall be excavated up to the bottom of the pile caps. After seven days of concreting of 

pile, the exposed part of concrete above the COL shall be removed / chipped off and made 

rough at COL. The projected reinforcement above COL shall be properly cleaned and bent to 

the required shape and level to be anchored into the pile cap. The pile top shall be embedded 

into the pile cap by 150 mm or clear cover to reinforcement, whichever is higher. All loose 

material on the top of pile head after chipping to the desired  level shall be removed and 

disposed off as directed by the Engineer. 

 

2.3.47 Reinforcement: The longitudinal reinforcement shall project 50 times its diameter above cut -

off -level unless otherwise indicated. Proper cover to reinforcement and central placement of 

the reinforcement cage in the pile bore shall be ensured by use of suitable concrete spacers or 

rollers, cast specifically for the purpose. Placement of reinforcement cage to its full length shall 
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be ensured before concreting. Minimum clear cover to the reinforcement shall be 75 mm, 

unless otherwise mentioned. 

 

2.3.48 Building Up of Piles: If any pile, already cast as per construction drawing, requires any extra 

casting due to any change in cut-off -level, then the pile shall be built up by using at l east one 

grade higher concrete than specified for piles, ensuring proper continuity with the existing 

concrete and to the satisfaction of the Engineer. Necessary reinforcement, as per design 

requirement and suitable shuttering shall be provided, before casting the concrete. 

Surrounding soil shall also be built up to the required level by proper compaction, to ensure 

lateral capacity of the pile.  

 

2.3.49 Breaking Off: If any pile already cast requires breaking, due to subsequent change of Pileõs cut-

off -level, then the same shall be carried out, not before seven days of casting without affecting 

the quality of existing pile, such as loosening, cracking etc., and to the satisfaction of the 

Engineer. If any pile is cracked, the same shall be replaced by the contractor at his own cost. 

 

2.3.50 Bore Hole testing: Bore hole shall be made as per IS:1892. 

 

2.3.51 IMPORTANT CONSIDERATIONS, INSPECTION / PRECAUTIONS  

 

(i)  Contractor will ensure the layout of bridge and its component to  the complete 

satisfaction of Engineer -In -charge before start of any work.  

(ii)  While concreting uncased piles, voids in  concrete shall be avoided and sufficient head of 

concrete shall be maintained to prevent inflow of soil or water into the concrete.  It is also 

necessary to take precautions durin g concreting to minimise the softening of the soil by excess 

water.  Uncased cast-in-situ piles shall not be permitted where mudflow conditions exist.  

(iii)  The drilling mud such as bentonite suspension shall be maintained at a level sufficiently 

above the surrounding ground water level to ensure  the stability of the strata which is being 

penetrated  all through the boring operation and until the pile has been concreted. 

(iv)  Where bentonite suspension is used to maintain the stability of the bore-hole, it is 

essential that the properties of the material be carefully controlled at stages of mixing;  

circulating through the bor e-hole and immediately before concrete is placed.  It is advisable to 

limit:  

(a)  The density of bentonite suspension to 1.05 g/cc and maintain it . 

(b)  The marsh cone viscosity between 30 and 40 

(c)  The pH value between 9.5 and 11.50 

(d)  The silt content less than 1 per cent 

(e)  The liquid limit of bentonite not less than 400 per cent  

These aspects shall act as controlling factors for preventing  contamination of bentonite slurry 

by clay and silt.  

 

(v)  The bores shall be washed by bentonite flush ing to ensure clean bottom at two stages 

viz. (a) after completion of boring  and (b) prior to concreting after placing of reinforcement 
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cage.  Flushing of bentonite shall be done continuously with fresh bentonite slurry till the 

consistency of inflowing and out flowing slurry is similar.  

 

(vi)  Tremie of 150mm to 200mm diameter shall be used for concreting.  The tremie should 

have uniform and smooth cross -section inside, and shall be wit hdrawn slowly ensuring 

adequate height of concrete outside the tremie pipe at all stages of withdrawal.  Othe r 

precautions to be taken while tremie concreting are: 

(a)   The sides of the bore-hole have to be stable throughout  

(b) The tremie shall be water tight throughout its length and have a hopper attached at its 

head by a water tight connection. 

(c) The tremie pipe shall be large enough in relation to the size of  aggregates. For   20mm 

aggregate the tremie pipe shall be of diameter not less than 150mm and for larger size 

aggregate tremie pipe of larger diameter is required.  

(d) The tremie pipe shall always be kept full of co ncrete and shall penetrate well into the 

concrete in the bore-hole with adequate margin of safety against accidental withdrawal if the 

pipe is surged to discharge the concrete. 

(e) For very long or large diameter piles, use of retarding plasticiser in concrete is desirable. 

 

2.3.52 Pile Data:  

 

               The contractor shall submit data in the follo wing proforma for eac h pile indicating all technical 

details along with date and time of various operations in adequate permanent forms/copies 

for record. 

 

Proforma  

(i) Reference No. Location (Co-ordinates) __ area. 

 

(ii)  Sequence of installation of  piles in group  

 

(iii)  Pile diameter & type  

 

(iv)  Working level (Platform level)  

 

(v) Cut off level (COL)  

 

(vi)  Actual length below COL  

 

(vii)  Pile termination level  

 

(a)  Start of socket (Level) 

 

(b) Termination of pile (Level):  

 

(viii)  Top of finished concrete level 

 

(ix) Date and time of start and completion of boring.  
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(x) Depth of ground water table in the vicinity.  

 

(xi)  Type of soil/ rock at pile tip  

 

(xii)  Method of boring operation  

 

(xiii)  Details of drilling mud (Bentonite) as used: 

 

(a) Freshly suppli ed mud: 

        Liquid limit  

 Sand content 

 Density  

 Marsh viscosity  

 Swelling index,  

 PH value 

 

(b)  Contaminated mud:  

 Density 

 Sand content 

 

(xiv)  (a)  Standard Penetration Test (SPT) Penetration for 100 blows at Socketing Level for 

reference pile: 

 

 (b) Unconfined Compression Strength (UCS) Value in rock (from the nearest bore 

hole): Core recovery (from the nearest bore hole): 

 

(c)    Rate of drilling in mm / hr:  

(1)  At start of socketing horizon  

(2)  At termination level  

 

(xv) Date and time of start and completion of concreting.  

 

(xvi)  Method of placing concrete 

 

(xvii)  Concrete quantity  

           Actual:  

          Theoretical: 

 

(xviii)  Ref. number of test cubes 

 

(xix)  Grade and slump of concrete 

 

(xx) Results of test cubes 

 

(xxi)  Reinforcement details: 

Main reinforcement Stirrups: Type  

No._______________ No.___________ 
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Dia ______________ Dia ___________ 

Depth_____________ Spacing________ 

 

(xxii)  Any other information regarding obstructions, delay and other interruption to the 

Sequence of work. 

 

(xxi ii)  Pile bore log details (in brief).  

 

 

2.3.53 Such structure or parts of the structure which fail to pass the specified tests, shall be removed 

from the site by the tenderer/contractor at his cost and the contractors shall redo the work. 

Payments made on account of the rejected structure/part structure work shall be recovered 

from the contractor and the work will be redone by him at the same rates.  
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PART - II  

Chapter IV  

GENERAL GUIDLINES REGARDING  SPECIFICATIONS AND SPECIAL CONDITIONS FOR 

SUPPLY OF REINFORCEMENT AND STRUCTRURAL STEEL  

 

2.4 GENERAL GUIDLINES AND SPECIFICATIONS FOR SUPPLY OF REINFORCEMENT 

AND STRUCTRURAL STEEL  

 

2.4.1 SUPPLY OF STEEL FOR VARIOUS WORKS:  

 

 Supply of steel to various specifications as required under various schedules in the contract are 

governed by the Technical specifications and Special Conditions specified hereunder.  

  

All steel shall be supplied by the Contractor at the site of work and stacked, stored, protected 

and maintained by him at his cost till they are put into use.  Any temporary structure required 

for storage of steel etc., has to be provided by the Contractor at his cost and should be removed 

after completion of the work.  The DFCCIL will only provide suitable land for construction of 

the above temporary shed free of cost wherever available.   

 

 For supply and use of steel in various works, relevant IRS Codes Specifications, IS 

Specifications and Railways specifications will be applicable. 

  

2.4.2 SPECIFICATIONS FOR STEEL:  

 

2.4.2.1 The steel supplied by the contractor must satisfy any of the follow ing material specifications as 

required for the work along with other concerned specifications.  

 

(i) The reinforcement steel shall be Thermo mechanical Treated bars of grade Fe 

500D/Fe550D conforming / satisfying to IS 1786 :2008 (Upto date).  

 

(ii)  The structural steel shall be conforming to IS 2062 (Upto date) as specified. It shall have 

Sub quality ôB0õ & Grade E250 (Fe 410) and E350 (Fe 490) as mentioned in the tender schedule 

and the requirements of IRS B1-2001 shall be fulfilled  for all components for all spans. 12 mm 

thick & above plates are fully killed and fully normalized / controlled cooled as mentioned in 

the tender schedule. 'B0' sub quality indicate the requirement of impact test at 0 degree 

temperature and should conform  to Charpy Impact Test at 0 degree temperature in accordance 

with relevant I.S. Code. 

 

(iii)  Relevant other IS and IRS Specifications with regard to properties, testing and use of the 

above steel items also shall govern. 

 

 2.4.2.2 The contractor shall produce the manufacturers test certificate for each lot of supply satisfying 

the requirements of relevant IS specifications and at the specific frequency as laid down. 

 

2.4.2.3   The Contractor shall arrange to carryout additional tests on physical properties of ste el for 

every 50 metric tonne (MT) of steel and for every change in lot / batch for reinforcement steel 
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and structural steel at his cost.  No extra payment will be made for conducting such tests and 

the agreemental rate is inclusive of above testing charges. 

2.4.3  PROCUREMENT OF STEEL:  

 

2.4.3.1 All Reinforcement steel (TMT bars) and Structural Steel shall be procured as per specification 

mentioned in BISõs documents ð IS: 1786 and IS: 2062.  

Independent tests shall be conducted, wherever required, to ensure that the materials procured 

conform to the Specifications. 

  

These steel shall be procured only from those firms, which are Established, Reliable, 

Indigenous & Primary Producers of Steel, having Integrated Steel Plants (ISP), using iron ore 

as the basic raw material and having in ðhouse iron rolling facilities, followed by production of 

liquid steel and crude steel, as per  Ministry of Steel's (Government of India) guidelines.  

 

 However, only certain isolated sections of structural steel, not being rolled b y ISPs, can be 

procured from the authorized re -rollers of ISPs or authorized licensee of BIS having 

traceability system and who use billets produced by ISPs with the approval of Engineer.  

 

2.4.3.2 The contractor shall have to submit the cash memo and challans along with the lot / batch of 

steel purchased in token of proof of purchase of steel from reputed dealers. Steel shall be 

approved by Engineer only after production of necessary certificates before use in works. 

 

2.4.4 REINFORCEMENT AND STRUCTURAL STEE L: 

 

2.4.4.1 Payment for supply of all types of steel shall be made for the quantity required / used as per 

the drawings issued from time to time. No payment will be admissible for quantity supplied in 

excess of the required quantity as per drawings.  However, contractor will be permitted to take 

the excess quantity back by his own means, but no claim for payment for transportation so 

involved will be admissible.  No payment will be made for more supply of steel at the site / 

excess used in Construction.  No payment will be made for steel used in temporary or enabling 

works unless explicitly provided for in the Schedules. Steel for enabling/temporary works 

shall be arranged by the Contractor at his own cost. 

 

2.4.5 STAGE PAYAMENTS  FOR STRUCTURAL STEEL : 

 

2.4.5.1 No Advance Payment shall be made. However, stage payment for manufacturer of steel 

girders shall be made as per Bills of Quantities by the DFCCIL for steel physically brought to 

site by the contractor. 

 

2.4.5.2 Stage payment for steel will be released subject to the following conditions:  

 

(i) The steel shall be delivered at site and properly stored under covered sheds in measurable stacks 

and separately maintained for various sizes, sections and dates of supply. 

 

(ii)  The quantities of steel shall be brought to the site only in such instalments that would facilitate smooth 

progress of work and consumed in reasonable time.  
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(iii)  Proper accountable in the Steel Register is to be maintained in the prescribed format at the site for 

the receipt and use of the steel. 

 

(iv)  Ownership of such steel shall be deemed to vest with the DFCCIL. 

 

(v) Before releasing the stage payment, the contractor shall insure the steel at his own cost in favour 

of DFCCIL against theft, misuse, damages, fire etc. 

 

(vi)  The price variation claim for steel will c ontinue to be governed as per extant PV clause and with 

reference to delivery at site. 

 

(vii)  The Stage payment will be made, only when the Engineer or his authorized representative 

certifies that the said quantity of steel is received at site and entered in the register and that in his 

opinion the steel is actually required in accordance with the contract.  

 

(viii)  If fabrication is done at the Contractorõs workshop/factory premises, the stage payment as 

prescribed in tender schedule shall be released subject to submission of Indemnity Bond of 

equivalent amount.  

 

(ix)  No Stage payment is permitted for steel required for temporary and enabling works.  

 

2.4.5.4    Any Stage payment found to be made against the materials brought to the site in excess over 

the actual materials consumed in work shall be recovered from the contractor dues. 

 

2.4.6 OTHERS: 

 

2.4.6.1  Reinforcement steel and structural steel, shall be stored in such a way so as to avoid distortion 

and to prevent deterioration by corrosion. All steel used should be free f rom loose Mill scale, 

loose rust, paints and oil covering / coating etc . 

 

2.4.6.2 Steel material, for which stage payment has been availed by the Contractor, shall be property of 

DFCCIL and will be issued to contractor by Engineer whenever required for  the work. 

Contractor will be solely responsible for guarding against theft / misuse of the consignment 

due to any cause what so ever. The stage payment will be made, only when the Engineer 

certifies that in his opinion that the materials are actually required  in accordance with the 

contract. It is the responsibility of the agency to ensure that steel as per the requirement is 

brought to site as per approved drawings / requirements.  

 

2.4.6.3 The contractor shall be bound to store the materials at site of work earmarked for the purpose 

by the Engineer and shall not remove from the site nor use for any other purposes than 

exclusively for execution of the work for which the materials are intended for. Safe guarding of 

the materials is the responsibility of the cont ractor even if the material is deemed to be owned 

by the DFCCIL and insurance etc., have been arranged by the contractor. 

 

2.4.6.4 Contractor shall remove from site any steel materials rejected by the Engineer within 

reasonable time as specified by him.  
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2.4.6.5 Before the test pieces are selected, the Contractor shall furnish copies of the mill records of the 

reinforcement steel giving number of coils in each cast with sizes and identity marks to enable 

identification of the material with the bill produce d. 

PART - II  

Chapter V  

GENERAL GUIDELINES  REGARDING  SPECIFICATIONS  AND SPECIAL CONDITIONS  FOR 

FABRICATION , ERECTION & LAUNCHING OF OPEN WEB STEEL GIRDER  / 

COMPOSITE STEEL PLATE GIRDER  

 

2.5 GENERAL GUIDELINES AND SPECIFICATIONS FOR FABRICATION & ERECTION O F 

OPEN WEB / COMPOSITE PLATE  GIRDER  AND SPECIAL CONDITIONS  

 

2.5.1 GENERAL : 

 

This chapter covers the supply of material, fabrication, assembly and erection of open web / 

composite plate steel girder s and bearings. 

 

The following are the brief specifications  and general guidelines for fabricating and erecting the 

girders but not limited to.  

 

The present tender, inter alia, involves superstructure of Open Web steel girder over 

Railway/DFCCIL Span and composite steel girder on adjacent approach portion of Rail  Flyover 

(RFO). The location, chainages, span configurations and type of super-structure of the RFO is 

given in Part -V of BID DOCUMENT.  

 

For detailed technical specifications for fabrication and erection of steel girders under Schedule 

A-I of Financial Bid , refer description of item under Schedule and Indian Railways Unified 

Standard Specifications (Formation Works, Bridge Works and P.Way Works), 2019 amended 

upto date, added to superseded by Technical Specifications  under this Chapter  (Part-II, Chapter-

V) as and wherever applicable, appended to or as modified from time to time and Indian 

Railway Specification for Fabrication and Erection of Steel Girder Bridges and Locomotive Turn -

Tables (Serial No B1-2001) with upto date correction slips.  

 

The environmental exposure condition of this area, where RFO is being constructed, is 

moderate. As per moderate condition, minimum grade of concrete required as per Addendum 

and Corrigendum slip no 12 of Concrete Bridge Code - 1997 is M30. Minimum grade of 

concrete requirement is for durability of the structure.  

 

The bearings used in RFO Girder of Open Web is Rocker/Roller type. For Composite Steel 

Girder  POT and POT cum PTFE (Poly Tetra Floro Ethylene) bearings shall be used. 

 

Open Web Steel girders are to be fabricated as per Indian Railway Specification for Fabrication 

and Erection of Steel Girder Bridges and Locomotive Turn -Tables (Serial No B1-2001) as per 

relevant RDSO drawings.   

 

High Strength Friction Grip Bolts (HSFGB) shall be used as per drawings of RDSO. Notes for use 

of HSFGB are given in RDSO drawing . 
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Protection screen is to be provided as per RDSO Drawing No RDSO/ETI/0068.  

 

The protective coating is to be given to the open web steel girder  by metallizing with sprayed 

aluminium as recommended in RDSO drawin gs.  

 

For fabrication and welding of steel Girders, the Contractor shall submit QAP and WPSS for 

approval of inspecting agency nominated by DFCCIL. The fabrication and welding shall be done 

based on approved QAP and WPSS/WPQR .   

 

The Contractor will be req uired to develop jigs & Masters for each components of open web steel 

girder. Same will be approved by DFCCIL authorized inspecting officials. Masters templates 

should be stored & handled carefully and should be used only for checking the correctness of the 

jigs from time to time.  

 

All workshop fa brication shall be done using SAW (Submerged Arc Welding) process only. All 

welding, other than workshop welding, shall be done through Gas Shielded FCAW (Flux Core 

Arc Welding) process only.  

 

SMAW (Shielded Metal Arc Welding) also known as Manual Metal Arc Welding shall NOT be 

permitted anywhere in the structure.   

 

FCAW wire to be used shall be Flux Core Tubular consumable electrode to generate flux gas in 

addition to gas cover of  CO2,  Argon or /CO 2- Argon mixtur e only .  

 

In FCAW process, wind screen and /or enclosures shall be providing around the welding 

location to prevent shielding gas from blown out.  

 

Welding shall be performed on prepared metal surfaces free from rust, dust, moisture etc. And 

before every new pass, slag must be carefully chipped off from weld surface. Radiography test 

shall be conducted to ensure weld quality.   

 

Method of launching shall be approved by East Central Railway / DFCCIL .  

 

Pier and foundation used here are to represent arrangement of own string girder Actual 

dimensions of pier and foundation is site specific.  

 

Staircase may be modified as per site requirement. 

 

After successful inspection of the fabricated components, appropriate surface treatment i.e. 

metallizing shall  be rendered & components transported to bridge sites.  

 

Contractor will be responsible for making material dumping and girder erection yard as per the 

requirement for which no extra payment will be made by the DFCCIL to the Contractor.  

 

2.5.2 Site Inspection  

 

Tenderers are requested to inspect the site and carry out careful examination to satisfy them as 

to the nature of work involved and facilities available at the site. They should note carefully all 



 
DDU -EN-RFO-DDU -322-2020 

 

Page 136 of 242 

Signature of Tenderer (s) with Seal 

the existing structures and those under construction through other  agencies. They should also 

study the suitability of utilizing the different equipments and the machinery that they intend to 

use for the execution of the work. The tenderers should also select suitable sites for the purpose 

of locating their store yard, l aboratory, staff quarters etc., and satisfy themselves with regard to 

the feasibility of transporting the plate girders from the yard to t he final site of placement etc. 

 

2.5.3 Brief Design Data  

 

The open web and composite steel girder s has been designed as per relevant IRS / IRC / RDSO  

codes and specifications.  

 

2.5.4 Codes and Specifications : 

 

The materials as well as execution of works shall be confirming to the following specifications 

and codes of practice (Latest Revision of the Specification /Codes & upto date correction slips to 

be referred). 

 

2.5.4.1  Indian Railway Standard Codes and Specifications : 

 

(i) IR Specification for Fabrication of steel girder bridge & Locomotives turn tables (fabrication 

specification)ðSERIAL NO. B1-2001 issued by RDSO, Reprint -2008 incorporating A & C slip up  

to 5 (or upto date). 

(ii)  IRS : Welded Bridge Code (1989) 

(iii)  IRS : Steel Bridge Code (2003 ) 

(iv)  IRS: M-28 Specifications for electrodes. 

(v) IRS: M-39 Specification for wire flux for SAW.  

 

2.5.4.2 Indian Standard Specification:  

 

(i) IS: 2062-2011 Specification for structural steel. 

(ii)  IS: 813-1986 Scheme of symbols for welding. 

(iii)  IS: 800-2007. 

(iv)  IS: 9595-1996 Manual for metal arc welding.  

(v) IS: 818-1968 Code of Practice for safety and Health requirements in electric and gas welding 

operations. 

(vi)  IS: 5666-1970 Etch (Pre-treatment) Primer  

(vii)   IS: 104-1979 Specification for Ready mixed paint, brushing, zinc chrome, Priming  

(viii)  IS : 2339-1963 : Aluminium paint  

(ix)  IS: 2004-1991 Carbon steel forgings for general engineering purposes. 

(x) IS: 1852-1985 Rolling and cutting tolerances for hot-rolled steel products. 

(xi)  IS: 1148-2009 Rivet bars for structural purposes. 

(xii)  IS: 4353-1995 Recommendations of Sub-merged Arc welding of mild steel and low alloy steel.  

(xiii)  IS: 3935-1966 (shear connector) 

 

2.5.5 Materials  

 

2.5.5.1 Steel (Plates and Rolled sections) should conform to IS: 2062-2011. It shall have Sub quality ôB0õ 

& Grade E250 (Fe 410) and E350 (Fe 490) as mentioned in the tender schedule and the 
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requirements of IRS B1-2001 shall be fulfilled for all components for all spans. 12 m m thick & 

above plates are fully killed and fully normalized / controlled cooled as mentioned in the 

tender schedule.  

  

Material supplied by the manufacturers shall be ultrasonically tested as per codal provisions at 

the manufacturerõs premises before dispatch. The contractor on receipt of supply in his factory 

premises/fabrication workshop may have to carry  out random USFD testing as per standards 

laid down in various codes and verify them with the list received from manufacturers, if 

instructed by the in spection agency/ Site Engineer. Only tested steel shall be used for 

fabrication. The steel shall comply in all respects with the requirements of approved drawings 

and relevant codes and specifications and it may be noted that quality of steel used for 

fabrication shall be the essence of the contract & shall be rigidly followed.   

 

2.5.5.2 Structural Steel shall be procured as per specification mentioned in BISõs documents ð IS: 2062-

2011. Independent tests shall be conducted, wherever required, to ensure that the materials 

procured conform to the Specifications. 

 

 These steel shall be procured only from those firms, which are Established, Reliable, 

Indigenous & Primary Producers of Steel, having Integrated Steel Plants (ISP), using iron ore as 

the basic raw material and having in ð house iron rolling facilities, followed by production of 

liquid steel and crude steel, as per  Ministry of Steel's (Government of India)  guidelines. 

 

 However, only certain isolated sections of structural steel, not being rolled by  ISPs, can be 

procured from the authorized re -rollers of ISPs or authorized licensee of BIS having traceability 

system and who use billets produced by ISPs with the approval of Engineer . 

  

2.5.6 Test Certificates & Testing  

 

All materials for the work shall pass Mechanical test, Charpy test, Chemical Analysis, etc. 

prescribed by the relevant IS specifications or such other equivalent specifications. 

 

For all materials including HSFG bolts, the contractor shall furnish copies of test certificates 

from the manu facturers including proof sheets, mill test certificates, etc. showing that the 

materials have been tested in accordance with the requirements of various specifications and 

codal provisions.  

 

If any further testing of materials is required by Engineer in r espect of these and other items, it 

shall be arranged for by the contractor at a reputed laboratory/National test house as approved 

by Engineer. For this, nothing extra shall be payable and accepted rates in the schedule of items 

shall be deemed to include this. 

 

Even satisfactory outcome of such tests or analysis shall in no  way limit, dilute or interfere 

with the absolute right of the Engineer to reject the whole or part of such materials supplied, 

which in the judgement of the inspecting authority does not comply with the conditions of the 

contract. The decision of the Engineer in this regard shall be final, binding and conclusive for 

all purposes. 
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The Engineer shall be empowered, at his/her discretion to make or have made under the 

supervision, any of the tests specified in the specifications mentioned herein in addition to such 

other tests as he/she may consider necessary, at any time upto the completion of the contract 

and to such an extent as he/she may think necessary to determine the quality of all materials 

used therein. In doing so, he/she shall be at liberty under any reasonable procedure, he/she 

may think fit to select, identify, have cut -off and take possession of test pieces from the material 

either before, during or after its being worked up into the finished product.  

 

The Engineer shall also be empowered to call for a duly authenticated series of mechanical tests 

to be obtained from the maker for this material  used in the work and to accept the same in lieu 

of other tests to the extent he/she deems fit. The Contractor shall supply the material required 

for the test pieces and shall also prepare the test pieces necessary. 

 

The test shall be carried out by the Contractor, for which Contractor shall provide all facilities 

including supply of lab our and plant.  Engineer may at his/her discretion direct the Contractor 

to despatch such tests pieces as he/she may require to the National Test House or elsewhere as 

he/she may think fit for such testing purposes.  

 

The Engineer may at his/her discretion,  check test results obtained at Contractor's work by 

independent tests at National Test House.  

 

The Engineer shall at all times be empowered to examine and check the working of the 

Contractor's plant before and after using it. Should the Contractor's plan t be found, in the 

Engineer's opinion, unreliable, he/she is empowered to cancel any tests already carried out in 

this contract and have these tests carried out at any National Test House or elsewhere, as 

he/she may think fit.  

 

2.5.7 Packing 

 

All projectin g plates or bars shall be kept in shape by timber or angle bars spiked or bolted to 

them and the ends of chord lengths, end posts etc at their shipping joints shall be protected and 

stiffened so as to prevent damage or distortion in transit as the Engineer may direct.  

 

All threaded ends and machined surfaces are to be efficiently protected against damage in 

transit. The parts shall be transported in convenient lengths. 

 

All straight bars and plates except small pieces are to be transported in convenient bundles 

temporarily riveted or bolted together or bound with wrought iron or suitable wire as the 

Engineer may direct. All bolts, nuts , washers, plates under 300mm square and small articles 

generally are to be packed separately for each span in cases each weighing when full not more 

than 350 kg or in strong petroleum casks, or barrels as approved by Engineer. If not entirely 

filled by the contents the space left shall be closely packed with wood shaving or other suitable 

material. HSFG & other temporary Bolts of different sizes shall be separately packed in bags, 

each bag having a label indicating its contents. A list of contents shall be placed on top of each 

case or cask. 

 

2.5.8 Stacking Materials:  
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(a) The materials, on receipt at site, shall be carefully unloaded, examined for defects, checked, 

sorted and stacked securely on a level bed out of danger from flood and out of contact with 

water or ground moisture. All materials shall be available for inspection by the Engineer . 

 

(b) The materials shall be verified with the marking shown on the marking plan of part list, which 

shall be supplied by the manufacturers or the Engineer. 

 

(c) Any materials found damaged during transit or while unloading should be stacked separately 

and damaged portions shall be indicated by paint w ith distinctive colour. All such materials 

shall be dealt with under the orders of the Engineer without delay. If any component after 

receipt at site, has in the opinion of the Engineer or Purchaser, been damaged in transit, such 

component shall be replaced or repaired to the satisfaction of the Engineer or Purchaser free of 

cost.  

 

(d) All such damaged material shall be dealt with as per the orders of the Engineer. Badly damaged 

portions may require replacement. Slightly distorted parts may be straightened by gradual 

pressure without heat or annealing. Badly distorted or broken parts must be dealt with as the 

case demands and as directed by the Engineer. 

 

(e) Where the work has been passed in the manufacturerõs works as strictly interchangeable, all 

members bearing the same marks can be stacked together without reference to any particular 

span. 

 

(f) The tenderer shall unload the material promptly on delivery; otherwise the tenderer shall be 

responsible for demurrage charges. 

 

(g) On receipt of rolled steel at workshop or fa brication yard, they shall be carefully unloaded and 

stacked properly to avoid bending, twisting, corrosion etc.  

 

2.5.9 Manufacturing  ð The whole work shall be representative of the highest class of workmanship. 

The greatest accuracy shall be observed in the design, manufacture and erection of every part 

of the work to ensure that all parts will fit accurately  together on erection and similar parts 

shall be strictly inter changeable as explained interchangeability  paragraph. The contractor 

shall state which of the following alternative methods of manufacture, he intends to adopt.  

 

 (i) The whole of work to be erected complete and pieces marked to place. 

 

 (ii ) All spans to be made strictly interchangeable as specified below.  

 

2.5.10 Int erchangeability:  

 

 (i)  Every span is to be temporarily erected complete in Contractor 's works. and all parts as marked 

to their place, unless the whole of the work is made completely interchangeable by the use of 

steel jigs and hard steel bushes controlled by master gauges, in which case the first span must 

be completely erected to test the accuracy of the templates. Further spans or part span 

assemblies built from parts selected at random by the Engineer shall be erected from time to 

time to check the accuracy of the work as the Engineer may require.  
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(ii)  If the work is considered interchangeable by the Engineer a simplified scheme of marking will 

be permitted, i.e. all pieces which are identical shall bear one distinguishing mark irrespective 

of the span to which they bel ong. Should the interchangeability not to the satisfaction of the 

Engineer, the whole of the spans must be erected complete and all parts marked to their place 

without additional charge. The tenderers must state in their tenders whether they intend to 

adopt complete interchangeability or not.  

 

(iii)   Under special arrangement with the Engineer, it shall be permissible for approved portions of 

the work to be despatched before complete erection of the first span, provided the Contractor 

satisfies the Engineer that such portions of the work are strictly interchangeable and will 

assemble correctly and accurately in the complete structure. 

 

2.5.11 The tenderer may fabricate the steel work at his workshop or at the site of the work as is 

convenient to him. If the  fabrication is done in his own workshop, the transportation of the 

fabricated materials may be done by Road or Rail transport at his own cost. The tenderer must 

inspect the approach roads right from the workshop and should ensure that it would be 

possible for him to transport the materials by Road.  

 

2.5.12 If the tenderer propose to fabricate the steel at site, land / site would be given to the tenderer to 

make temporary workshop free of cost, if available, but on completion of work, the site would 

be restored to normal condition.  

 

2.5.13 HSFG bolts shall be provided as per approved  drawing.  

 

2.5.14 The responsibility of custody of the materials, in Tendererõs workshop or site will remain with 

tenderer till the completion of work and then handed over to th e DFCCIL. 

 

2.5.15 All welding consumables (electrodes, wire, flux etc.) shall be procured only from the 

manufacturers approved by RDSO subject to final approval by Engineer.  

 

 

2.5.16    Removal of Unused Materials etc:  

 

(a) The contractor shall take steps as desired by the Engineer to ensure that rejected work is not 

resubmitted for inspection.  

 

(b) On the completion of the work, the tenderer shall remove all his unused and surplus materials, 

plant, stagings and refuse, or other materials produced by his operation s and shall leave the site 

in a clean and tidy condition.  

 

2.5.17 Fabrication  

 

2.5.17.1 General 

The fabrication of the girder and its accessories shall be carried out by the contractor in a 

workshop which is in the approved vendor list of RDSO for ôSteel Bridge Girderõ or in a site 

workshop duly approved by RDSO . The workshop staff shall have requisite experience, 

proven skill and experience in the technique of fabricating large components. Accuracy of 

fabrication shall be realized through controlled high p recision jigs, fixtures and templates, 
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which shall be inspected and passed by Engineer/Inspecting Agency  specifically approved 

beforehand by GM/ CPM DFCCIL. The fabrication shall be preceded by Quality Assurance 

plans to be submitted by the contractor and every activity shall be documented in detail. The 

Quality Assurance Plans shall clearly indicate how individual processes such as cutting of raw 

steel, making, drilling, assembly bolting, welding, painting, handling etc. shall be monitored 

for quality. The quality parameters for monitoring shall be identified . These identified quality 

parameters shall also be specified in these quality plans .The contractor shall get these quality 

plans approved from Engineer before start of fabrication work. The Engineer sh all be 

empowered to check the manufacturing process from time to time to ensure that the work is 

executed as per approved quality plans. The quality records shall be submitted to Engineer for 

record, after completion of fabrication work.  

The works of fabrication in contractorõs fabrication shop will at all times be open for inspection 

by Engineer / agency as nominated by Engineer. Before dispatch of fabricated steel work from 

the shops, the same will be inspected in the contractorõs fabrication workshop by Engineer who 

will thereafter issue inspection certificate.  

 

Any defect noticed during inspection in the execution of work shall be rectified or replaced by 

the contractor at his own cost. The decision of Engineer or any other agency nominated for 

inspection as to be rectified or replaced, shall be final and conclusive. 

 

2.5.17.2  Fabrication  Drawings  

 

 The contractor shall prepare detailed shop drawings including drawing office dispatch lists 

(DODLõs) on the basis of design drawings supplied by Engineer in such size and in such details 

as may be specified by Engineer. The shop drawings shall be submitted to Engineer in 

triplicate. No work of fabrication will be started without such approval being obtained. 

Contractor has to arrange the proof checking of the working fabrication drawings from the 

nominated Institution / Consultant . The cost will be borne by the contractor. Nomination of the 

Institution/Consultant for proof checking works will be decided by concerned 

CGM/GM/ CPM/  DFCCIL. Engineer will make all ef forts to approve the drawings submitted 

by the contractor within reasonable time but no claim from contractor for any delay on this 

account shall be entertained by Engineer.  

 

 For Engineerõs use and record, the contractor shall supply free of charge, four sets of prints on 

string paper and one set of neatly executed tracings of all approved detailed drawings and 

fabrication drawings, soon after communication of approval for use at site.  

 

2.5.17.3  Maintenance  of records by Fabricators  

 

 The records of fabrication shall be maintained  by the fabricator  in the registers such as Jigs 

register, HSFG bolt checking register, Material offering and inspection register, RDSO / 

Inspecting Agency inspection notes and compliance register, Welding procedure data register, 

Radiographic inspection register and Statement of material test certificates, etc. The formats are 

given in Appendix I of IRS B1 ð 2001. Inspections will be carried out by the agency/official 

nominated by DFCCIL.  

 

2.5.17.4  Tolerance in Fabrication  
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Fabrication tolerance for plate girders shall be as stipulated in Appendix II of IRS ðB1ð 2001. 

 

All members of the girder and joints are to be either welded or bolted as shown in the 

approved structural drawings. No welding except where approved by the Engin eer is to be 

carried out at site. All welding and bolting are to be carried out as per relevant IRS 

Specifications. 

 

2.5.18  Steel Tape 

 

The Contractor shall maintain a master steel tape of approved make for which he/she has 

obtained a certificate of accuracy from any National Test House or Government recognised 

institutions competent to do so.  

 

2.5.19 Flattening and Straightening  

 

2.5.19.1  All steel materials, plates, bars and structural  shall have straight edges, flat surfaces and be free 

from twist. If necessary, they shall be cold straightened or flattened by pressure before being 

worked or assembled unless they are required to be of curvilinear form. Pressure applied for 

straightening or flattening shall be such as it would not injure the material and adjacent 

surfaces or edges shall be in close contact or at uniform distance throughout. 

 

2.5.19.2  Flattening and straightening under hot condition shall not be carried out unless authorized and 

approved by the Engineer. 

 

2.5.20  Planing and Shearing  

 

2.5.20.1  Except where otherwise indicated, cutting of all plates and sections shall be affected by 

shearing or sawing. All edges shall be clean, reasonably square and true. Wherever possible the 

edges shall be cut in a shearing machine, which will take the whole length of the plate in one 

cut.  

 

2.5.20.2  Should the inspection find it necessary, the cut edges shall be ground afterwards. 

 

2.5.20.3  Planning or machining of the edges or surface shall be carried out when so specified in the 

contract drawings or where specifically ordered by the Engineer. Where machining is specified, 

the plates or all sections shall be cut in the first instance to such a size so as to permit not less 

than 3mm of metal being removed from each sheared edge or end, in the case of plates or 

sections of 12mm or less in thickness and not less than 6mm of metal being removed in the case 

of plates and sections exceeding 12mm in thickness. 

 

2.5.20.4  The butting ends of all booms and struts where spliced shall be faced in an end milling 

machine after members have been completely fabricated. In the case of compression members 

the face shall be machined so that the faces are at right angle to the axis of the members and the 

joint when made, will be in close contact throughout. At the discreti on of the Engineer, a 

tolerance of 0.4mm may be permitted at isolated places on the butting line. 

 

2.5.21 Flame Cutting  
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2.5.21.1  Flame cutting by mechanically controlled torch/torches shall be accepted both in the case of 

mild steel and high tensile steelwork. Provided the edge as given by the torch is reasonably 

clean and straight, plates may be cut to shape and beams and other sections cut to length with a 

gas cutting torch, preferably oxyacetylene gas should be used.  

 

2.5.21.2   All flame cut edges shall be ground to obtain reasonably clean square and true edges. Draglines 

produced by flame cut should be removed.  

 

2.5.21.3  Unless machining has been specifically provided for, special care is to be taken to ensure that 

ends of all plates and members are reasonably in close contact and the faces are at right angles 

to the axis of the members and joints, when made, are also reasonably in close contact.  

 

2.5.21.4  Use of multi -head flame cutting machine having multiple oxy acetylene torches is desirable for 

higher productivity and reducing the distortion due to cutting operation. Plasma -arc cutting 

method can also be employed. This process offers less heat input causing less distortion. 

 

2.5.22 Method of fabrication  

 

Considering the length and height of s pan, jigs and fixtures shall be used to guide and support 

drilling of holes and fixtures during entire fabrication work.  

 

 Jigs after manufacture shall be checked and approved by Engineer or any other Inspecting 

agency as nominated by CGM/GM/ CPM/ DFCCIL. Only approved and stamped jigs shall be 

used for fabrication.  

 

2.5.22.1 Tack Assembly  

 

 Tack assembly is the next step in fabrication which assembles the components to get the form 

of component or girder. This activity is to be done carefully so that the fin al components/ 

girders are fabricated to correct geometric shape and the size is within the tolerance specified. 

 

 For tack assembly, the components shall be kept on a firm hard bed and shall be held in 

position using suitable fixtures so that once the measurements are taken to set a component at 

proper location, these shall not move till the final tack assembly is done. The entire work shall 

be done in area where arrangements for manipulating the member such tur ning over, shifting 

etc can be conveniently done using EOT or other type of cranes and suitable covered shelter for 

sufficient protection against the weather is available.  

 

 Quality of tack Welds: as per clause 24 of Welded Bridge Code, 

 

(i) Tack welds shall be not less than the throat thickness or leg length of the root run to be used in 

the joint.  

(ii)  Length of the tack weld shall not be less than four times the thickness of the thicker part or 

50mm whichever is the smaller. 

(iii)  Where tack weld is incorporated in a welded joint, the shape, size and quality shal l be suitable 

for incorporation in the finished weld and it shall be free from all cracks and other welding 
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defects. Tack welds, which have poor quality and can crack, shall be cut out, ground and re-

welded.  

(iv)  Tack welds shall not be made at extreme ends of joints. 

(v) Tack welds are equally important in the overall quality and performance of the g irder and these 

shall also be made by qualified welders. 

(vi)  After the tack assembly is complete, the girder./ component shall  be checked for dimensional 

accuracy as per clause 13 of IRS B1.Drilling J ig and tacked members shall be clamped to a fixture 

to avoid shifting of jig during handling and drilling.  

Tack welding may be permitted only at ends or locations, which will eventually be cut and 

removed. No active part of the  component shall be tack welded as this would initiate crack 

formation in service.  

 

2.5.23 Template  

 

The contractor shall supply and provide templates at his own cost. No separate payment shall 

be made for this and accepted rates shall be deemed to includ e this aspect. The templates 

throughout the work shall be of steel of similar category. The templates shall be used for 

marking of cutting materials and as well as for profile machining for girders. Templates shall 

be used for marking of drilling holes in steel structure. In case where actual materials from a 

bridge have been used as templates for drilling similar pieces the Engineer will decide whether 

these are fit to be used as part of finished structure.  

 

2.5.24 Template Shop  

 

Fully covered template shop consisting of uninterrupted steel or concrete floor as approved 

having true and correct level covering adequate area shall be provided by the contractor. 

 

2.5.25 Drilling and Sub punching  

 

 All holes shall be drilled but the Contractor may, if he/she so  prefers sub-punch them to a 

diameter 6mm less than that of finished holes, e.g. a punched hole which is to be drilled out to 

25mm in diameter shall not exceed 19mm in diameter at the die end. When the bolt holes are to 

be sub-punched, they shall be marked with a centre punch and made with a nipple punch or 

preferably, shall be punched in a machine in which the position of the hole is automatically 

regulated. The punching shall be so accurate that when the work has been put together before 

drilling, a gauge  1.5mm less in diameter than the size of the punched holes can be passed easily 

through all the holes.  

 

Holes for turned bolts, should be 1mm under drilled in shop and should be reamed at site to 

suit the diameter of turned bolt.  

 

The steel bushes shall be case hardened by an approved process and checked for diameter after 

the heat-treatment. The bores of bushes shall initially have a tolerance of -0mm, 0.1mm. The 

tolerance shall be checked from time to time and when the bores exceed a tolerance of, -0mm, 
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+0.4mm, the bushes shall be rejected. For this purpose, go and no-go gauges are to be used. 

Tolerances for checking jigs from master plates shall be +0mm-0.13mm. 

 

The work shall be taken apart after drilling and all burrs left by the drill and the sharp ed ges of 

all the bolt  holes completely removed. 

 

Drifting to enlarge unfaired holes is prohibited. The holes required to be enlarged shall be 

reamed provided the Engineer permits such reaming after satisfying himself about the extent of 

inaccuracy and the effect of reaming on the soundness of the structure. The Engineer reserves 

the right to reject all steel work if the holes are not properly matched.  

 

On completion of drilling of holes in each component and before shifting the jig, it shall be 

ensured that all holes are drilled to their correct diameter to reconfirm quality of work.  

 

2.5.26 Temporary Bolts, Nuts & Washers:  

 

Refer Cl.28.1 to CI.28.8 of IR Fabrication specification Serial No. IRS-B1-2001 issued by RDSO. 

Anchor bolts shall be provided in holes ( max.  dia 40  MM) made in pier top/pedestals.  

Anchor bolts and nuts shall be hot dip galvanized 100 micron thick, as per IS: 4759.  

2.5.27 Alterations in the Work:  

 

The Contractor shall not in any case or in any circumstances have authority to make any 

alterations in, modifications of, substitution for, addition to, or omission of work or any 

method or system of construction, unless an alteration order in writing directing such 

alteration, modification, substitution, addition, omission or change shall have been given by the 

DFCCIL prior to the commencement of the work or part of work nor shall the Contractor be 

entitled to any payment for or in respect of any such alteration, modification, substitution, 

addition, omission or change may have been actually made and executed and no course of 

conduct shall be taken to be a waiver of the obligation and conditions hereby imposed.  

 

All altered, modified, substituted, additional and changed work, labour and materials and all 

omitted work shall be valued by the Purch aser on the basis of the rates specified in the 

schedule. 

 

2.5.28 Welding  

 

Welded construction work shall be carried out generally in accordance with the provisions of 

Indian Railway Standard Welded Bridge Code and subject to further specifications given i n the 

following paragraphs.  

 

All welds should be done by submerged -arc welding process either fully automatic or semi -

automatic. Carbon di oxide welding or manual metal -arc welding may be done only for welds 

of very short runs or of minor importance or wh ere access of the locations of weld do not 

permit automatic or semi -automatic welding.  

 

Except for special types of edge preparation, such as single and double 'U' single and double 'J'  

the fusion edges of all the plates which are to be joined by welding  may be prepared by using 
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mechanically controlled automatic flame cutting equipment and then ground to a smooth 

finish. Special edge preparation should be made by machining or gouging.  

 

Site welding should not be undertaken except in special circumstances with the approval of the 

Chief Bridge Engineer. Site welding should be confined to connections having low stresses, 

secondary members, bracings etc.  

 

Manual metal arc welding may be done taking adequate precautions as per IS:9595 and under 

strict supervi sion. 

 

2.5.29 Welding Procedure  

 

The welding procedure shall be such as to avoid distortion and minimize residual shrinkage 

stresses. Properly designed jigs should be used for assembly. The welding techniques and 

sequences, quality, size of electrodes, voltage and current required shall be as prescribed by 

manufacturers of the material and welding equipment. The contractor should submit full 

details of welding procedure in proforma given at Appendix -V of IRS B1-2001. 

 

2.5.30 Sequence of welding and welding pass 

 

For fabrication of welded Open web steel girder , channel shear connectors shall be welded on 

top flange plate prior to assembly of I -section. This facilitates correction of any distortion of 

flange plate developed during the welding of channel shear connectors.  

 

In making a typical I -section four fillet welds are to be made. The welding sequence to be 

followed is indicated by number 1 to 4 as shown in the Fig. 3  of IR Fabrication specification 

Serial No. IRS-B1-2001 issued by RDSO. 

 

Whenever a square butt weld in a 10 or 12mm thick plate is required to be made, the sequence 

to be adopted is shown in Fig. 3 of IR Fabrication specification Serial No. IRS-B1-2001 issued by 

RDSO. 

 

2.5.31 Procedure Trials  for welding and cutting  

 

Where required by the Engineer, welding and flame cutting trials as per following shall be 

carried out and completed before fabrication on representative samples of materials to be used 

in the work, as follows.  

 

(i) The samples of material shall be selected and marked by the ENGINEER when the materials for 

the work are inspected at the mills.  

 

(ii)  The trials of flame cutting shall be carried out in material representative of all thicknesses to be 

used in the work.  

 

(iii)  The welding & flame cutting trials shall be commensurate to the satisfaction  of Engineer and the 

procedures to be adopted in the fabrication of work which shall include:  
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a. Welding procedure in accordance with IRS Welded Bridge Code supplemented by IS 813 

and IS 1980. 

 

b. Heat control techniques required to ensure that the flame cut surface of steel are suitable 

for inclusion in welds.  

 

(iv)  The trials shall include specimen weld details from the actual construction which shall be 

welded in a manner simulating the most unfavourable instances of fit -up and preparation. After 

welding the specimens shall be held as long as possible at room temperature but in any case not 

less than 72 hours, and then shall be sectioned and examined for cracking. Six representative 

samples of each weld joint similar to joint used in fabrication of all components s hall be prepared 

by qualified and certified welding operators.  

 

(v) Procedure trials: Testing shall be to relevant IS code or if approved to BS 709. The following 

group s of tests shall be carried out with the type of welds. 

 

(a) Butt welds:  Transverse tensile test, transverse & longitudinal bend test with the root of weld in 

tension and compression respectively, Charpy V-notch impact test. 

 

(b) Fillet welds:  Fillet weld fracture test.  

 

(c) Track welds:  Inspection for cracking.  

 

(d) All welds:  Macro examination.  

 

Additional tes ts may also be carried out as per requirement and instruction of Engineer, the 

cost of which shall be borne by the contractor.  

 

Shop welded joints will be radiographically examined for 100 %.  

 

Following tests are normally performed on welds.  

 

(a) Non Dest ructive Tests (NDT):  

 - Visual inspection/profile gauge for dimensional check of size and throat thickness of weld.  

- Etching test for penetration of joint.  

- Magnetic particle or Ultra Sonic Pulse Velocity (USPV) 

- Gamma Radiography & x -ray ( only for but t welds)  

- Dye penetration of all welds joints.  

 

(b) Destructive Test :  

-Tensile test 

- Bend test 

- Impact test 

- Load test. 

 

Once samples representing the weld joint used in fabrication of all components are tested and 

test results are found satisfactory, then approval shall be taken from the Engineer for the 

welding of built up components by approved welding operators. Welding Procedure 
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Qualification Records (WPQRõS) shall include joint details, welding consumables (i.e. 

electrode/wire & flux combination) , weld parameters (i.e. welding current, wire feed speed), 

welding position, welding equipment carriage speed (for SAW process), are Length, arc voltage 

etc. 

 

2.5.32 Preparation of Faces 

 

Preparation of joint face: Except for special types of edge preparation such as single or double 

ôUõ & ôJõ joints, the fusion edges of all plates which are to be joined by welding shall be 

prepared by using mechanically controlled automatic flame cutting equipment with the cutting 

allowance. 

 

It shall be ensured by Non-destructive tests that the fusion face and adjacent surface are free 

from cracks, notches or other irregularities that are likely to cause defects during service or 

interfere with deposition of the weld.  

 

Fusion faces and the surrounding surface up to 50 mm shall be free from mill scale, moisture, 

oil, paint dirt or any other substance which may affect the quality of the weld, and same shall 

be removed by grinding or flame cleaning/grit blasting.  

 

Details of joint, fusion faces, root face and gap shall be as per details given in fabrication 

drawing or as stipulated in IS:9595. 

 

2.5.33 Welding Operation  

 

Parts to be welded shall be assembled such that the joints to be welded are accessible and 

visible to the operator. Assembly jig and fixture shall be used for a ccuracy. 

 

Manipulators should preferably be used to execute the sequence of welding without 

disturbance, in the most suitable position. Fixture shall maintain the alignment with minimum 

restraint in order to reduce the possibility of locked up stresses. 

 

Run in and run out plate shall be provided for fabrication of built up members or truss to 

ensure that weld will start on run in plate and weld will stop on run out plate and thus avoid 

crater defects on the components. 

 

The size and length of weld shall not be less than those specified in the drawing nor shall they 

be in excess of the requirement without prior approval of the Inspecting Officer. The location of 

weld shall not be changed without prior approval o f the Engineer. 

 

During design and detailing of  component lengths, care is to be taken to avoid butt weld in 

built up members of truss. Therefore it is essential to use only nearest size and length or rolled 

sections that have been procured to scheduled sizes and lengths by proper planning. No butt 

weld shall be carried out without approval of Engineer.  

 

Fabrication of components subject to dynamic loading in the structure need careful inspection 

during fabrication by qualified, experienced and certified Engineer from contractorõs side and 
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final approva l by Inspecting Officer. This inspection shall be carried out as stipulated in Indian 

Railway Welded Bridge Code before, during and after welding.  

 

2.5.34 Precautions during welding  

 

The Contractor shall submit list of weld joints of different combined thi ckness for approval of 

welding procedure for all members.  

 

The welding of built up component shall be carried out only by approved welding operators 

and in accordance with Welding Procedure Qualification Records. WPQRõs shall be prepared 

in advance and approved by the Engineer. Proper welding sequence shall be followed to avoid 

distortion and minimize residual shrinkage stress, and surface defects, within acceptable 

tolerance limits.  

 

To ensure sound and defect free welding of built up members, record of we lding adopted as 

per approved qualifying procedure shall be maintained in Performa prescribed in guidelines 

for welded fabrication issued by TPIA ( Third Party Inspecting Agency)  specifically approved 

beforehand by CGM/GM/ CPM, DFCCIL. 

 

Any change during wel ding for fabrication of built up member, such as welding sequence, 

welding process, positioning, wire and flux combination joint details, increase or decrease in 

combined thickness of joint by 5 mm etc. shall be carried out only after representative samples 

test and procedure qualification, is accepted. In no case deviation from WPQRõs without 

approval of Engineer shall be adopted.  

 

2.5.35 Additional Precautions during Welding  

 

Following precautions shall further be observed during fabrication.  

 

(i) All equipme nts shall be provided with calibrated gauges to observe limits of variation for 

parameters prescribed in WPQRõS for welding current, arc voltage, speed of travel of equipment 

etc. 

 

(ii)  Covered shed for environmental control (particularly against dust, moisture  and water) shall be 

provided to avoid entrapment of hydrogen which is likely to cause crack initiation in weld or 

under bed of weld (i.e. Heat Affected Zone HAZ). Also baking of flux use for submerged arc 

welding in oven for an hour at 200 degree C shall be carried out o ensure that no moisture is 

contained in flux during welding.  

 

(iii)  All tack weld shall be carried out by qualified and approved welder only. As tack weld will 

become part of the final weld, it shall be free from all cracks and other welding def ects. 

 

(iv)  If multiple runs are used for fabrication of built up member, inter run cleaning shall be carried 

out and subsequent weld bed made only after approval of inspecting officer or his authorized 

representative. This is to check free defects in the weld. Also visible defects such as cracks, 

cavities, if any, shall be removed by grinding. It shall be ensure during welding that craters are 

avoided.  
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(v) Stray arcing of components, which cause local hard spots or cracking of parent metal, shall be 

avoided. 

 

(vi)  Flux of approved quality will be permitted for use.  

 

(vii)  The Auto melt grade wire spools of wires for Submerged Arc Welding and Carbon Dioxide 

(CO2) consumables of only the approved quality will be permitted.  

 

(viii)  Pre Heat Treatment will be given to the consumables to remove the moisture if any.  

 

(ix)  No violation of welding procedure will be permitted on any account.  

 

2.5.36    Technical Organisation/tools, equipments and plants  

 

(A)  Contractor should have qualified and trained manpower suitable to do the work in terms of 

technical specifications and contract conditions. 

 

(B)  Contractor should have suitable and adequate plants, machinery and equipments required to 

execute the work like: 

 

(i) Cutting machine  

(ii)  Radial drilling machine.  

(iii)  Edge milling machine, end milling machines . 

(iv)  Plate/structural steel straightening machine.  

(v) Pneumatic grinding machine, drilling machines, chipping machines and wrenches 

etc. 

(vi)  Sand blasting equipment and metalizing equipments.  

(vii)  Welding machines. 

a. SAW 

b. MIG/MAG  

(viii)  Welding transformers3+  

(ix)  Cranes of adequate capacity. 

(x) Suitable Jigs and fixtures. 

(xi)  To test the raw material and girders to conform to relevant specification, testing 

facilities, for the following should be available either in house or through outsourcing.  

a. Elcometer for measurement of thickness of paints. 

b. Steel measuring taps duly calibrated. 

c. Ultrasonic flow detection testing facilities for checking internal flaws.  

(xii)    Suitable Welding manipulator.  

(xiii)  Macro etching/DP or MP testing facilities.  

(xiv)  Tongue tester for measuring current and voltage. 

(xv)      Gauges for checking weld size throat thickness and edge preparation etc.. 

(xvi)  All equipments must meet the requirements of corresponding IS, IRS or other international 

specifications. 

 

(C) Manpower:   Adequate No. of trained qualified welders shall be available with the con tractor. 

The welder must be trained in accordance with the provision of IS: 817. They must be trained 
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either from recognized welding institutes or by in house training, where proper training 

facilities exist. The welder must be tested as per requirements of IS: 7310 and proper records 

maintained.  

 

List of equipments mentioned above is only indicated and not exhaustive. The firm shall be 

required to deploy all other machineries, tools & plants etc. required for successful completion 

of the work of fabricatio n, assembly and launching of the girders. 

 

2.5.37 General: Bolting & Welding  

 

Qualified trained  and experienced supervision is essential at all times during fabrication, and 

for maintenance of records. 

 

After welding of welded components, they shall be fi nished finally by grinding or matching 

with the help of a profile template. All the butting ends of components shall be faced in milling 

machine after members haven completely fabricated. In the case of compression members, the 

face shall be machined so that the faces are of proper angle as shown in drawing and the joint 

when made will be in close contact throughout within a gap tolerance of less than 0.15 mm. The 

Engineer may permit a tolerance of (-) 0.4 mm at isolated points in butting line.  

 

2.5.38 PAIN TING  

 

Specification for metalizing and painting will be done as per Clause no 39.2.1 of Indian Railway 

Specification for Fabrication and Erection of Steel Girder Bridges and Locomotive Turn -Tables 

(Serial No B1-2001). 

 

2.5.38.1 Surface Preparation   

 

This is the most important factor in ensuring good performance of the steel girder. The surface 

should be clean, dry and free from contaminants and it should be rough enough to ensure 

adhesion of the paint film. However it should not be so rough that the film ca nnot cover the 

surface peaks. 

 

The cleaning of the surface shall be done initially with the use of emery paper, wire brushes, 

scrapers etc. for spot cleaning to remove rust, scale etc. Subsequently, sand blasting of the 

surface shall be done to remove rust, mill scale along with some of the base metal. This will be 

achieved by high velocity impact of abrasive material against the surface in accordance with 

the provisions of IS: 6586, which will also create a base for good adhesion. The abrasive 

material once used for cleaning heavily contaminated surface should not be reused even 

though re-screened. Washed salt free angular silica sand of mesh size 12 to 30 with a minimum 

of 40% retained on a 20 mesh screen shall be used for blasting. The material specifications and 

other requirements shall be as provided in Indian Railways Bridge Manual, 1998.  

 

All site bolts, nuts and washers shall be thoroughly cleaned and dipped in boiled linseed oil. 

All machined surfaces are to be well coated with a mixture of white lea d conforming to IS: 34 

and Mutton tallow conforming to IS: 887 as per specifications before despatch to site. Nothing 

extra shall be payable to contractor on this account. 
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All the components in the floor and deck system in open web girders shall be metali zed as IRS 

specifications. 

 

2.5.38.2 Metal Spraying  

 

The metal spraying shall be carried out as soon as possible after surface preparation but in any 

case within such period that the surface is still completely clean, dry and without visible 

oxidation. If deterioration in the surface to be coated is observed by comparison with a freshly 

prepared metal surface of similar quality which has undergone the same preparation, the 

preparation treatment should be repeated on the surface to be coated  

 

The wire method shall be used for the purpose of metallising the diameter of the wire being 

3mm or 5mm. Specified thickness of coating shall be applied in multiple layers and in no case 

less than 2 passes of the metal spraying unit shall be made over every part of the surface. At 

least one layer of the coating must be applied within 4 hours of blasting and the surface must 

be completely coated to the specified thickness within 8 hours of blasting.   

 

2.5.38.2.1 Purity of Aluminium  

 

The chemical composition of aluminium to be sprayed shall be 99.5% aluminium conforming to 

IS: 2590.  

 

2.5.38.2.2Appearance of the Coating  

  

The surface of the sprayed coating shall be of uniform texture and free from lumps, coarse 

areas and loosely adherent particles.  

 

2.5.38.2.3 Thickness of the Coating  

 

The nominal thickness of the coating shall be 150 ȋ(microns).The minimum local thickness, 

determined in accordance with procedure given in clause 2.5.38.3 below, shall be not less than 

110 ȋ(microns). 

 

2.5.38.3 Shop Painting  

 

Any oil, grea se or other contamination should be removed by thorough washing with a 

suitable thinner until no visible traces exist and the surfaces should be allowed to dry 

thoroughly before application of paint. The coatings may be applied by brush or spray. If 

sprayed, pressure type spray guns must be used. One coat of wash primer to IS: 5666 shall be 

applied first. After 4 to 6 hours of the application of the wash primer, one coat of Zinc chrome 

primer to IS : 104 with the additional proviso that zinc chrome to be use d in the manufacture of 

primer shall conform to type 2 of IS : 51 shall be applied. After hard drying of zinc chrome 

primer, one coat of Aluminium paint to IS : 2339 (brushing or spraying as required) shall be 

applied.  

 

2.5.38.4 Site Painting  
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After the steel work is erected at site a second cover coat of Aluminium paint to IS: 2339 

(brushing or spraying as required) shall be applie d after touching up the primer and the cover 

coat given in the shop if damaged in transit  

 

2.5.38.5  Method for the Determinatio n of Local Thickness  

 

2.5.38.5.1 Equipment  

 

 Any magnetic or electro -magnetic thickness meter that will measure local thickness of a known 

standard with an accuracy of ± 10 percent.  

 

2.5.38.5.2 Calibration of Instrument  

  

 Calibrate and check the meter on one of the following standards (as appropriate):  

 

(i)  (Applicable to ma gnetic and electro-magnetic meters other than the pull -off type) A soft brass 

shim, free from burrs, in contact with the grit -blasted surface of the base metal prior to its being 

sprayed. The thickness of the shim shall be measured by micro meter and shall be 

approximately the same as the thickness of the coating.  

 

(ii)  A sprayed metal coating of uniform known thickness approximately the same as the thickness 

of the sprayed coating to be tested, applied to a base of similar composition and thickness to 

the article being sprayed, grit -blasted in accordance with Clause 2.5.38.1.  

 

2.5.38.5.3 Procedure  

 

For each measurement of local thickness, make an appropriate number of determinations, 

according to the type of instrument used.  

With instrument measuring the average thickness over an area of not less than 0.645 sqcm, the 

local thickness shall be the result of the one reading.  

 

With instruments having one or more pointed or rounded probes, the local thickness shall be 

the mean of three readings within a circle of 0.645 cm2 area.  

 

With meters having two such probes, each reading shall be the average of two determinations 

with the probes reversed position.  

 

2.5.38.6  Method of  Test for Adhesion  

 

Using a straight edge and hardened steel scriber which has been ground to a sharp 30 degree 

point, scribe two parallel lines at a distance apart equal to approximately 10  times the average 

coating thickness. In scribing the two lines, apply enough pressure on each occasion to cut 

through the coating to the base metal in a single stroke.  

 

2.5.38.7  Inspection  

 

2.5.38.7.1  Determination of Local Thickness  

 



 
DDU -EN-RFO-DDU -322-2020 

 

Page 154 of 242 

Signature of Tenderer (s) with Seal 

 The minimum local thickness shall be determined by the method described above.  

 

2.5.38.7.2  Adhesion  

 

The sprayed metal coating shall be subjected to an adhesion test using the method described 

above. If any part of the coating between the lines breaks away from the base metal, it shall be 

deemed to have failed the test Articles, which have been rejected shall have the defective 

sections blasted clean of all sprayed metal prior to re-spraying. Where the rejection has been 

solely due to too thin a coating, sprayed metal of the same quality may be added provided that 

the surface has been kept dry and is free from visible contamination.  

 

2.5.39  Paints: Source & Quality  

 

Paint and other accessories including those for metallising work will be supplied by the 

contractor. Paints manufactured by the following firms (or more) may be used subject t o their 

being in the approved list of RDSO and final approval by the Engineer.  

 

M/S   Jenson Nicholson. Paints 

M/S  British / Barger paints.  

M/S  Shalimar Paints 

M/S   I.C.I. paints 

M/S  .Nerolac. Paints 

 

The contractor shall furnish to the Engineer, the date of manufacture of paint as certified by the 

manufacturers with the necessary container marking and test certificate for paint conforming to 

relevant IS code. In addition to this, he shall also submit the necessary vouchers in respect of 

paint purchased by him. 

The Engineer reserves the right to get the paint tested at contractorõs expenses as considered 

necessary by the Engineer. It the test results do not conform to relevant IS specifications fully, 

then the lost of paint shall be rejected and got removed from the contractor(s) storage. If the 

paint has already been applied it shall be removed. 

 

In addition to above, the following tests are required to be carried out in the field.  

-Weight per litre  

- Consistency test 

- Scratch test. 

- Flexibility and adhesiv e test. 

 

The Engineer reserves the right to reject the lot of paint even on the basis of field results. 

 

2.5.40 Painting - General Instructions  

 

Painting shall not be commenced till the surface preparation has been approved by the 

Engineer or his representative. 

 

Sealed containers of paint of approved brand shall be used. The paint drums must be rolled, 

turned upside down and shaken before opening. The paint must be stirred well before use. 

Over stirring which results in invisible air bubbles etc, shall be avoided.  
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Where brush painting is accepted, the paint must be applied by means of flat brushes not more 

than 75 mm in width having soft flexible bristles conforming to IS: 384.  

 

Round and oval brushes of approved quality conforming IS: 487 may also be used as per the 

instructions of the Engineer or his representative or inspecting officer.  

 

All new brushes should be soaked in raw linseed oil conforming to IS: 77 for at least 24 hours 

before use. 

 

The date of painting shall be marked with paint on the membe r. 

 

2.5.41 Care during Painting  

 

Paint should be mixed in small quantities sufficient to be consumed within one hour in the case 

of red lead paint.  

 

The applied coat of paint shall be uniform, and free from brush marks, sack marks, blemishes, 

scratching, non-uniform thickness, holes, log marks, fuel staining, cracking, scaling, and other 

defects. 

Paint shall be applied only on dry and clean surface free from moisture or dust (including 

scrapping dust). 

 

Paint should be used within the prescribed  life from t he date of manufacture. 

 

2.5.41.1  Each coat of paint shall be left dry till it sufficiently hardens before the subsequent coat is 

applied. Each coat of paint shall be inspected by the Engineer and certified as satisfactory 

before applying subsequent coat. 

 

2.5.42  ASSEMBLEY & ERECTION  

 

2.5.42.1 General  

 

The contractor shall provide at his own cost all tools, machinery, equipment and erection 

material, including all temporary works and shall assemble all components in every respect as 

stipulated in the cont ract and in accordance with approved drawings and specifications.  

 

Before starting the work the contractor shall seek the Engineerõs approval as to the method he 

proposes to follow and the type and suitability of equipment he proposes to use for assembly of 

girder components and launching of girder. The approval of the Engineer shall however not in 

any way relieve the contractor of the responsibility for the adequacy and safety of methods 

and/or equipments he proposes to use for carrying our work in full a ccordance with drawings 

and specifications. 

 

All temporary work shall be properly designed and substantially constructed for the loads, 

which it will be called upon to support. Adequate allowance and provision of a lateral forces 

and wind loads shall be made according to local conditions and ensure that support shall not 

settle during erection.  
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When chains are used for lashing care must be taken to protect the edges of members from 

twisting and distortion, damage to paint and similar effects.  

 

Temporary br acing shall be provided to take care of stresses caused by erection equipment or 

other incidental loads during erection.  

 

The method use for lifting and slinging flexible members shall be brought to the notice of the 

Engineer and shall be subject to his approval.  

 

The contractor shall observe sufficient accuracy in the assembly of every part of the work to 

ensure that all parts fit accurately together. 

 

2.5.42.2 Procedure for Assembly in Workshop & Site  

 

The contractor is required to undertake test assembly of the girders in his fabrication workshop 

to prove accuracy of templates and Jigs. This assembly can be done in horizontal position. In 

case the fabrication workshop is set up by the contractor at bridge site itself the test assembly 

may be done at assembly platform and after testing of accuracy of jigs, fixtures & templates and 

the same assembly can be launched after bolting.  

 

The test assembly shall be certified by Inspecting agency of the Engineer. 

 

 Launching of girders: once sufficient number of gir ders are assembled and the sub structure 

has been certified to be ready, launching of girders shall be taken up. The scheme for launching 

shall be approved beforehand by DFCCIL and any statutory  clearances such as CRS sanction 

must be obtained. Launching can be done by any of the various methods such as using single 

crane, using multiple cranes, end launching or using derricks.  

 

2.5.42.3  Erection for Open web girder         

   

(i) The joints of the chords shall be drifted, bolted and preferably riveted to their geometric  

out line.  

(ii)  All other members are to be elastically strained into position by external forces, so that as 

many holes as possible are fair when filled with rivets.  

(iii)  Drifting of joints shall be avoided as far as possible, and when necessary should be done 

with  greater care and under close expert supervision. Hammers not exceeding 1 kg (2lb) in 

weight should be used with turned barrel drifts and a number of holes drifted simultaneously, 

the effect of the drifting being checked by observation of adjacent unfilled  holes. 

(iv)  The first procedure during erection consists of placing camber jacks in position on which 

to support the structure. The camber jacks should be set with their top level and with sufficient 

run -out to allow for lowering of panel points except the cen tre by the necessary amount to 

produce the required camber in the main girders. It is essential that the camber is accurately 

maintained throughout the process of erection and it should be constantly checked. The jacks 

shall be spaced so that they will support the ends of the main girders and the panel points. The 
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bottom chord members shall then be placed on the camber jacks carefully leveled and checked 

for straightness and the joints made and riveted up.  

(v) The vertical and diagonal web members, except the end posts, shall then be erected in 

their proper position of the bottom chords. Temporary top gussets, the positions of the holes in 

which they are corrected, for the camber change of length in the members, should be used to 

connect the top ends of the members. Given by the nominal outline of the girders. The verticals 

and diagonals shall then be riveted to the lower chords.  

(vi)  All panel points, except the centre, shall now be lowered by the amount to produce the 

correct camber in the main girders as shown on the camber diagram. 

(vii)  The top chord shall be erected pieces working symmetrically starting from the centre 

outwards, each piece being cambered in turn. 

(viii)  The temporary top gussets, if used, shall be replaced by the permanent gussets in the 

same sequence as the erection of the top boom members. 

(ix)  The end posts shall be erected last.  The upper end connection should preferably be 

made first and if there is no splice in the end raker, the final closure made at the bottom end 

connection. If there is a splice, the final closure should be made at the splice. 

(x) When cantilever method of erection is used, the above procedure does not apply. 

2.5.43      Care during Assembly at Workshop  

 

2.5.43.1    Drilling & Drifting of Holes  

 

Drilling of joints shall be avoided as far as po ssible and when necessary should be done with 

great care and under expert supervision. Hammers not exceeding 1kg (2 lb) in weight may be 

used with turned barrel drifts and a number of holes drifted simultaneously, the effect of 

drifting shall be checked by  observation of adjacent unfilled hole.  

 

Any apparent error in shop work which prevents the assembling and fitting of the mating parts 

by the proper use of drifts  shall be investigated immediately.  

 

As all work is rigidly inspected at the fabrication shop before dispatch, these difficulties should 

not arise and the cause could possibly be due to the use of incorrect components. It is usually 

important that parts be correctly handed. Should errors still persist, the matter shall be 

immediately reported to th e Engineer who will decide what action is to be taken.  

 

2.5.43.2 Inspection, Testing & Marking  

 

All components shall be offered for inspection prior to painting. All approved components 

shall be stamped defect free, painted as per specifications prior to dispatch to bridge site. 

 

On final finishing of each component, it shall be marked distinctly with paint with shipping 

mark for guidance, during assembly of component.  

 

2.5.43.3 Stud shear connectors shall be subjected to the following tests:  
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The appearance test and test to check the fixing of shear studs shall be as per approved/RDSO 

drawings.  

 

2.5.44 Transports from Workshop & Stacking at Site  

 

All items fabricated in the workshop shall be marked and packaged with accompanying 

package list. The items after fabrication shall be transported by contractor to site by Rail/Road 

in a manner as to cause no damage to the components. Contractor shall be liable for all losses 

and damages in transit for the materials consigned by him till materials are erected and w ork 

completed and taken over by the Engineer. Insurance against loss or damage in transit, if any, 

shall be the responsibility of the contractor.  

 

After identification & correct marking, all components of each girder shall be dismantled & 

similar component s shall be grouped together & labelled; bolts and plates of each size shall be 

packed separately, after approval by the Engineer. 

 

The packages shall be of such size by length & weight that they are safely transportable by 

Rail/Road. The components shall be provided with necessary packing to avoid damage to 

painting & members in transit.  

 

Dimensions for transport shall be as per standard schedules. 

 

2.5.45 Assembly at site  

 

2.5.45.1 Holes 

 

After drilling holes in temporary tack assembled components, the com ponents shall be taken 

apart after match marking and all burrs left by drill and sharp edges of all holes shall be 

removed by spot grinding to ensure full contact when assembled.  

 

Assembly fixture shall be used to build components for turned bolt connectio n. These 

connections will help realize correct position of member and matching of coaxial holes in 

opposite members besides true alignment and level. 

 

After assembly, all blank holes shall be checked with plug gauge of diameter 0.8mm less than 

hole diameter, to check fair matching of holes before riveting / bolting.  

 

2.5.45.2  Drifts  

 

Drifts as per IRS specifications may be used for drawing light members into position, but their 

use on heavy members should be restricted to securing them in their correct position. In no case 

shall drifting be allowed to such an extent that holes are distorted. Drifting to enlarge unfaired 

holes is prohibited.  

 

2.5.45.3   Making of joints  
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Cleaning of permanent contact surfaces: - Surfaces which will have permanent contact shall be 

removed of paints and mill scale down to bare metal, clean and dried and immediately a 

coating of zinc chrome red oxide priming to IS:2074 shall be applied. Care shall be taken to see 

that all burrs are removed and no surface defects exist before the parts are assembled. 

 

2.5.45.3.1  Reaming 

 

               No reaming shall be undertaken without the written authority of Engineer or his authorized 

representative except for under drilled holes meant for turned bolts.  The contractor shall 

supply special bolts to fill reamed hole, where reaming is approved. Record of all such 

variations shall be kept. However, these provisions should not apply for under drilled holes 

meant for turned bolts. Copies of all correspondence pertaining to the recourse of reaming and 

the use of oversize bolts shall be sent by the contractor for information to Engineer. 

 

2.5.45.3.2  Service Bolts & Drifts  

 

Joints shall normally be made by filling not less than 50% of the holes with service bolts and 

barrel drifts in the ratio of fo ur to one. The service bolts are to be fully tightened up as soon as 

the joint is assembled.  

 

2.5.45.3.3  In cases where the joints have to withstand stresses arising from special methods of erection, 

provision is to be made to take the whole stress that will or may occur. Cylindrical drifts and 

turned bolts shall be used to withstand such stresses and no reliance is to be placed on service 

bolts for this purpose. Up to a maximum of 40 percent of the holes of each member of the joint 

are to be filled with drifts and balance of strength required is to be attained with turned bolts. 

The position and number of the drifts and bolts will be decided by Engineer.  

 

2.5.45.4  Painting  of Joints  

 

All surfaces, which are in permanent contact, shall be thoroughly cleaned down to the bare 

metal, to remove mill scale, grease etc. They shall be painted immediately before assembly with 

one coat of suitable primer  and raw linseed oil freshly ground and the surface prepared for 

painting as per painting specification at Clause 2.5.38. 

 

2.5.46 Assembly and Launching  

 

The launching of girders shall be done as per approved drawings. For this purpose, the 

contractor shall submit in triplicate, detailed launching schemes of all the girders including 

design calculations, safety procedures and method statement with such plans, sketches and 

other details as may be necessary to determine the suitability and adequacy of the schemes 

proposed. The scheme will be checked Engineer/DFCCIL/Railway . The methods adopted shall 

not, under any circu mstances, cause the stresses in various members of girder spans to exceed 

permissible and safe limits at any stage of launching. One copy duly approved by the Engineer 

shall be returned to the contractor. 

 

For the Engineerõs use and record, the contractor shall supply free of charge, four sets of prints 

of approved detailed drawings of assembly and launching schemes on strong paper with back 

of linen for use at site and one set of neatly executed tracings.  
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The launching system & procedure shown on enclosed drawings are purely indicative of the 

method proposed for launching for which the permanent members of the girders are designed. 

The contractor shall provide full structural details of the temporary members and their 

connections to the girder, along with  necessary design calculations not only justifying 

memberõs sizes but also for the entire launching system adopted. Contractor will be responsible 

for getting approval of launching scheme submitted by him from the Engineer.  

 

In order to ensure perfect fit  of the temporary components, holes may be carefully drilled for 

the connecting members in between the girders in situ and T & F High tension grip bolts used.  

 

The launching system shall be test tried if directed by the Engineer and no separate payment 

for  this shall be made. 

 

Nothing extra will be paid to the contractor for adopting any scheme for launching . All 

temporary members shall be removed after launching and may be taken back by the contractor. 

Erection gussets provided for connecting the members may be cut and edges ground as 

required by the Engineer. 

 

2.5.47 Field Bolts, Nuts and Service Accessories  

 

2.5.47.1 The work is to include supply of all units, bolts, nuts, washers etc. required to complete 

erection at site with an allowance for wastage etc. 12.5% of the net number of field bolts and 

washers required subject to a minimum number of five in each item.  

 

2.5.47.2 The Contractor shall be responsible for supplying site rivets/bolts of approved length. The 

length of such bolts shall be verified by snapping a few bolts of each length in the presence of 

the Engineer.   

 

2.5.47.3  Black hexagonal bolts (Service bolts) with nuts and ordinary platterõs washers and drifts for use 

in the erection of the work shall also be supplied at 60% (45% bolts and 15% drifts) of the 

number of field bolts per span in each size (this includes wastage).  

 

2.5.48 Temporary Strengthening  

 

The launching arrangement may include fabrication of launching nose or restraining girders, 

sway restraining devices such as sway ropes, restraining cables etc. the supply and fixing of 

members for temporary strengthening of girder members to take care of erection stresses and 

strains and other relevant components for satisfactory and successful completion of the defined 

scope of work. Erection stresses must be kept within safe and permissible limits at every stage 

of erection. 

 

The contractor has to make arrangements at his own cost for the steel for temporary 

arrangements including sway restraining devices for launching and temporary 

strengthening of girder, as may be required for the launching operations. The rate quoted 

should take into account these factors as nothing extra shall be paid.  

 

2.5.49 Inspection and Rectification  
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During erection of girders, the contractor shall provide all  facilities and permit the Engineer to 

inspect the field assembly, site bolting and erection of spans. 

 

A fter inspection by the Engineer, the contractor shall identify cause of any defect, imperfection 

and/or fault noticed during such inspection and initia te corrective action as per the direction of 

the Engineer. All defects, imperfections of faults for which the contractor is liable under the 

contract, shall be made good by the contractor to Engineerõ satisfaction and the cost of 

identifying and rectifying  such defects, imperfection or faults shall be borne by the contractor. 

 

A neat casting bearing the name of the contractor, the place and date of manufacture, the 

contact number and the standard of loading to be specified by the Engineer shall be bolted 

conspicuously on all girders. The drawing of the name plate shall be approved by the 

Engineer. 

 

2.5.50  Erection & Equipment : 

 

2.5.50.1  The Contractor shall provide at his/her own cost all tools, machinery, equipment and erection 

material necessary for the expeditious execution of the work and shall erect the structural steel 

and iron work, in every respect as covered by the contract and in accordance with the drawings 

and specifications.  

2.5.50.2 If any labour, material, plant staging haulage and storage f acilities are to be provided by the 

Engineer, details of such items and the conditions under which these are to be supplied shall be 

clearly specified in the contract agreements. In the absence of any such provisions in the 

agreement, the Contractor shall make his/her own arrangement for such items.  

2.5.50.3  Before starting the work, the Contractor shall advise the Engineer fully as to the method he/she 

proposes to follow and the amount and character of equipment he/she proposes to use, which 

shall be subjected to the approval of the Engineer. The approval of the Engineer shall not be 

considered as relieving the Contractor of the responsibility for the safety of his/her method or 

equipment or from carrying the work in full accordance with the drawings and specifications.  

2.5.50.4 All temporary work shall be properly designed and substantially constructed for the loads, 

which it will be called upon to support. Adequate allowance and provision of a lateral forces 

and wind loads shall be made according to local conditions and ensure that support shall not 

settle during erection.  

2.5.50.5  Careful and periodical inspection of plants shall be made by the Contractor to ensure that all 

tackle, ropes, chains and other important lifting gear and machinery are in go od order and fit 

for service and well upto the capacity for which they are required.  

2.5.50.6  When chains are used for lashing, care must be taken to protect the edges of members to avoid 

the marking and distortion otherwise caused.  

2.5.50.7  Span erected upon staging shall be supported upon suitable blocks, which shall ensure that the 

girders shall be at the correct elevation and alignment when completed. If other methods of 

erection be adopted where staging in situ is not employed, special means shall be used to 

ensure this.  
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2.5.50.8 The method used for lifting and slinging flexible members shall be brought to the notice of the 

Engineer and shall be subject to his/her approval.  

2.5.50.9 Temporary bracing shall be provided to take care of stresses from erection equipment or other 

loads carried during erection.  

2.5.51 ADDITIONAL S PECIAL CONDITIONS : 

 

2.5.51.1 Land: 

  

DFCCIL will at its discretion , and if available , arrange land free for use for contractorõs office at 

sites, field workshop, stores, assembly and erection yard. Land required by the contractor for 

labour or staff colony or other purpose will have to be arranged by him at his own cost.  

 

2.5.52.2  Further Drawing and Instructions:  

 

(i) CGM/GM/ CPM DFCCIL shall have full power to make and issue furthe r drawings or 

instructions or direction from time to time as may appear necessary and proper to the contractor 

for efficient construction, completion  and maintenance of the works. The contractor shall be 

bound by the same as fully as if these had been mentioned or referred to in the contract, and the 

contractor shall not be entitled to any extra payment in respect of any work or materials shown 

or directed to be done supplied by such further drawings or instructions required for completion 

of unless the CGM/GM/ CPM, DFCCIL have given an extra order for the same in writing.  

 

(ii)  The tendererõs rate should provide for cutting M. S. Plates for making out M. S. Flats from plates, 

in case M. S. Flats are not available, No extra payment for such cutting and grinding that may be 

necessary for converting M. S. Plates to Flats will be admissible. 

(iii)  If the works are required to be done in Railway Yards and Tracks are to be crossed, the tenderer 

shall inspect the site and make himself thoroughly acquainted with site condition  and quote rate 

considering these aspects. 

 

(iv)  The work shall have to be done in such a manner that the normal working of the Railway within 

the railway yard does not get disturbed. No material/temporary structures should be kept 

adjacent to the running track  which may infringe rail traffic. The contractor shall take necessary 

precaution to prevent/cause damage to the Railway property & staff during the execution of the 

work.  

 

2.5.52.3 Commencement of the Erection Work at site:  

 

The contractor shall commence the erection work when and as soon as, but not until, he 

receives instructions from Engineer to do so. On such order being given, possession of 

site/authority shall be given to the contractor of such portion or portions of the site as the 

Engineer may determine.  

 

2.5.52.4 Contractor to Study Drawing & Specification etc. and His Liability:  

 

The contractor shall be responsible for close scrutiny of the approved drawings supplied by the 

DFCCIL. For any discrepancies, error or omission in the drawings or other particulars indicated 

therein, the contractor shall approach the DFCCIL immediately for rectification of indicated 
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therein, the contractor shall approach the DFCCIL immediately for rectification of such 

discrepancies, errors and omission. If any dimension/ figure/features etc. on approved 

drawings or plans differ from those drawings or plans issued to the contractors at the time of 

calling the tender, the dimensions as figured upon the approved drawings or plans shall be 

taken as correct. 

 

 

 

 

2.5.52.5  Contr actor to Submit His Time Table:  

 

The contractor shall submit a monthly progress of work done during the month by the 4 th day 

of the following month. He will also give the programme of coming month by 25 th of each 

month. The programme will be subject to alt eration at the discretion of the DFCCIL officials.  

2.5.52.6 Any Doubted Poi nts to be referred to the CPM/GM  DFCCIL:  

 

Should there be any doubt or obscurity as to anything to be done or not to be done by the 

contractor or as to these instructions or as to any matter or thing, the contractor must set forth 

such doubt or obscurity in writi ng and submit the same to CPM/ GM DFCCIL. Only such reply 

as the said CPM/ GM DFCCIL may be in writing given shall be taken as the authoritative 

interpretation of the point in doubt or obscurity.  

 

2.5.52.7 Contractorõ(s) Liability: 

 

Any fitting, accessory or apparatus which may not have been mentioned in this specification or 

the drawings, but which are usual or necessary in the execution of such work, are to be 

provided by the  Contractor without extra payment. The whole work must be completed in all 

details, whether mentioned in this specification or not, with the exception of such work as has 

been specified in the schedule of items to be separately provided for in the Contract. 

Notwithstanding the specifications and conditions stated in the contract, the contractor shall 

keep the Engineer/ Employer authority fully indemnified and free from all liabilities and risks 

consequential to any lapse on his part in respect of material quality, standard of workmanship, 

accuracy of fabrication and the like. He shall provide all labour and material required for 

execution of the work as per all standards and specifications. 

 

2.5.52.8 DFCCIL desires that successful contractor should establish (at his own cost) the fabrication 

workshop near the site only for close monitoring of all the quality aspects of this contract work. 

Contractorõs request for establishing workshop/using workshop proposed/located away from 

the bridge site shall require pri or approval.  

 

2.5.52.9 Contractor shall establish fully equipped laboratory for all the tests required on 

materials/processes/products as per provisions of the contract, Specifications and the 

direction/approval of the Engineer. Costs of these are deemed to be included in the quoted 

rates. Prior approval of the engineer shall be obtained for non installation of such testing 

equipments which cannot be installed in normal course due to any reason. However, engineerõs 

decision (for installation and non -install ation) in this regard shall be final binding and 

conclusive. 
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2.5.52.10 Site Facilities by the Contractor:  

 

Contractor shall provide office / site facilities at the bridge site / other locations for ensuring 

smooth and efficient communication and work exec ution. Cost of these facilities deemed to be 

included in the quoted rates and nothing extra shall be paid for this item.  The details of site 

facilities to be provided by contractor for Employer and Engineer has been provided in Part III 

Chapter VIII of Ten der Document. 

 

(i) Contractor shall supply round the clock electricity in site offices of DFCCIL located at the bridge 

during the entire contract work. Contractor shall also maintain the electric 

fittings/wirings/plants of both the offices in the good conditio n. 

 

(ii)  To provide proper communication the contractor shall (at his own cost) establish inter   office 

communication system between DFCCIL office, fabrication workshops and contractorõs offices at 

site. Adequate number of intercom / telephone/ mobile sets or are similar suitable equipments 

as decided/approved by Engineer fully communicable shall be established in each of the above 

fabrication shops & at site of bridge work. The entire expenditure incidental to running and 

maintenance of above shall be borne by the contractor within quoted rates.  

 

(iii)  Contractor shall (at his own cost) depute / nominate safety officers(s) for supervising safety 

aspects of all works/process including enabling arrangements for execution and inspection of 

the work. Safety systems/arran gements should be made for each activity of fabrication/erection 

and its inspection and same should be certified by nominated safety officer. Special 

care/arrangements are required to be made for supervising the erection/launching process of 

such high gird ers and concreting in road deck: arrangements should facilitate satisfactory and 

fearless inspection of each activity of launching / erection.  

 

2.5.52.11 Declaration of designed fabrication/assembly yard as a part of site:  

 

 DFCCIL may issue necessary declaration to designate any Fabrication Workshop / Assembly 

yard as part of site on specific request of the contractor in the condition that the workshop area 

are earmarked exclusively for fabrication of girder components for this bridge . Further, there 

shall not be any additional financial implication to DFCCIL due to such declaration of site.   

 

2.5.53 METHOD OF MEASUREMENT FOR PAYMENT  

 

2.5.53.1 Measurement  

 

For the purpose of payment, quoted rates apply to the   weight of span as given in standard 

RDSO drawing including weight of rivets heads/welds bolts . The rates quoted by the tenderer 

shall include all wastage. The wastage of steel in the form of skew cuts etc shall be the 

property of the contractor.  

 

 For final payment, the weight of span as given in standard RDSO drawing including weight of 

rivet  heads / welds/ bolts and shear connectors shall be considered irrespective of interim stage 

payment.  
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 The payment for steel work as per item in the schedule of items shall be released in stages of 

accepted item rates for quantities executed, as mentioned in the tender schedule. The payment 

after receipt of material in fabrication shop shall be made on the basis of measurements 

contained in the supplierõs vouchers, if required, these measurements shall be further verified 

by the representative of Engineer in charge by measuring dimensions/sizes of the sections and 

multiplying the same by standard weight. Sampling for actual weight of the sections shall also 

be done by him as per procedure and frequency prescribed by Engineer. The stage payment 

shall be limited to the quantity mentioned in the standard RDSO drawings.    

 

 The payment for complete metallizing / painting of all components of girders including all 

accessories, painting of contact surface etc including all labour and material, tools and plants, 

machinery required for all operations of work is included in the accepted rates of item in the 

schedule.  Nothing extra shall be paid.  

 

In the event of a dispute arising as to a portion of steel work, weightiest  shall be made in the 

presence of the engineer. 

 

 No separate payment shall be made for the field bolts , nuts and service accessories for 

temporary works . 

 

  The cost of temporary  erection and testing at the Contractorõs workshop, marking, packing and 

delivery  at the site of work is to be included in the price quoted on the tender.  

 

Rate include fabrication of all the types of battens, bracings, ties, stiffeners, packing, 

diaphragms,  shop bolts / welding, T&F bolts, drifts, shop welds, templates, jigs, fixture s, back 

up supports, accessories, transporting various components from fabrication shop to site 

including loading,  unloa ding, lift and taxes complete including  a ssembly of girders . 

 

Rate of girder item includes  assembling of temporary support for side s lewing, raising of 

girders to the bed block level, providing sliding arrangements and slewing the girder in 

position  and lowering of girder on bearings . 

 

Grouting of holes with epoxy based compounds in the bed block for fixing of HD bolts/anchor 

pins of bed plates as directed by Engineer are included in the bearing rates. 

 

Rate of girder item includes the Assembling, bolting with contractorõs own material, erection, 

launching, lowering, aligning and placing at exact position as per approved scheme of steel 

plate girder for  required span in proper level and alignment , grip  bolts and with  all necessary 

works like  making holes.   

 

The rate of girder item will be inclusive of supplying /erection and dismantling of staging, 

scaffolding and other temporary arrange ment required for assembling, erection, launching and 

lowering of the girder.  

 

 The rate shall be also inclusive of cold straightening of deformed bent girder parts before the 

assembling including contractorõs all labour, materials T & P, testing etc. complete. 
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2.5.54 BEARING  

 

 Bearings are required to be provided as per preapproved  drawings for applicable span. 

Contractor shall arrange these bearings as per these drawings from sources duly approved by 

Engineer. Its specification shall be referred as per relevant RDSO Drawings. 

 

The bearing sets will be paid separately as per relevant item of Price Schedules and relevant 

Para of Indian Railway Unified Standard Specifications, 2019.  

 

Bearings shall be provided before concreting of deck slab is taken up. 

Bearings shall be protected during concreting or providing holding down bolts operations. Any 

mortar or foreign material contaminating the bearing shall be completely removed.  

The contractor shall also submit a Guarantee Bond for bearing on the format given in Form-23. 

2.5.55 DEFLECTION TESTS:  

 

The deflection test shall be carried out as per additional specifications. Load testing, if any, will 

be paid separately as per relevant item. 
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PART - III  

ADDITIONAL TECHNICAL SPECIFICATIONS  

Chapter I  

STUD SHEAR CONNECTOR  

 

3.1 STUD SHEAR CONNECTOR  

3.1.1  Material:   

 The stud shear connector and ceramic ferrules shall conform to type SD1/UF as per BS EN ISO 

13918-2008. The diameter of ceramic ferrule D 7 as per Figure 13/Table 18 of BS EN ISO 13918 

shall be 26mm (+0.5/ -0mm). Mechanical properties of stud shear connectors shall be as per 

ISO 6892/BS EN ISO 13918ð2008. Shape of tip of stud shear connectors may be chosen by 

manufacturer.  The stud tip shall be supplied with flux in the form of press fitted aluminium  

ball or Aluminium  spray coating 

 

3.1.2 Welding:  

The welding of stud shear connectors shall be done by òDrawn arc stud welding with ceramic 

ferruleó Technique. The stud and the surface to which studs are welded shall be free from 

scale, moisture, rust and other foreign material. The stud base shall not be painted, galvanized 

or cadmium plated prior to welding. Welding shall not be carried out when temperature is 

below 10 degrees Celsius or surface is wet or during periods of strong winds unless the work 

and the welder are adequately protected. The welds shall be visually free from cracks and shall 

be capable of developing at least the nominal ultimate strength of studs. The procedural trial 

for welding the stud shall be carried out when specified by the Engineer  

 

3.1.3 Testing: - 

 (a)   Appearance test 

1. The weld to a stud shear connector should form a complete collar around the shank 

and free from cracks, excessive splashes of weld material, free from injurious laps 

fins, seams, twist, bends or other injurious defects. 

2. Weld material should have a `Steel Blueõ appearance.  

(b)  Test to check the fixing of shear studs 

  All studs need to be checked by a ring test. 

 

1. Ring Test: Involves striking the sid e of the head of the stud with a 2 kg hammer. A 

Ringing tone achieved after striking indicates good fusion whereas dull tone  indicates a 

lack of fusion (BS 5400 ð 6). 

2.   Bend Test: Test requires the head of a stud to be displaced laterally by approximate  25% 

of its height using a 6 kg hammer. 

-  The weld should then be checked for signs of cracking or lack of fusion  

-  Stud should not be bent back as this is likely to damage the weld. 
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-  The testing rate should be 1 in 50 (BG 5400 ð 6). 

3.1.4 Measurements: The work shall be enumerated. Its unit is "each". 

 

3.1.5 Rates: -The rate shall include the cost of material, labour, equipments, tools and plants, etc. 

complete required for all operations described above. The rate for Stud Shear Connector is 

included in the respective item for girder fabrication, so no separate payment for this item will 

be made. 
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PART - III  

Chapter II  

LOAD TESTING OF BRIDGE  

 

3.2 Load Testing of Bridge  

3.2.1 General  

 The tests described in this clause are intended as a check on structures other than those 

covered by serviceability or strength.  

 

3.2.2 The test shall be conducted as per relevant provision of Indian Railway Standard Code of 

Practice for Plain, Reinforced & Prestressed Concrete for General Bridge Construction 

(Concrete Bridge Code), 2003 with up to date Correction Slip.  
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PART - III  

Chapter III  

3.3 DELETED  
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Part III  

Chapter IV  

NON -DESTRUCTIVE INTEGRITY TESTING OF CONCRETE PILE 

3.4 NON -DESTRUCTIVE INTEGRITY TESTING OF PILE  

 

3.4.1  SCOPE 

 

These specifications cover the methods on non-destructive testing  as per IS: 14893 of all types of 

concrete piles covered in IS 2911 (Part I/Sections 1, 2, 3 and 4).  

 

3.4.2  SITE INFORMATION  REQUIRED FOR  THE TESTS 

 

The following  information is generally required  to carry out integrity tests: 

 (a)   Location of site 

 (b)   Pile types including size, material and reinforcement  

 (c)   Layout  of piles 

 (d)   Details of pile installation (including construction  and driving sequen ce and rest 

periods) 

 (e)   Number  of piles to be tested; 

 (f)    Subsurface profile/driving d e t a i l s  of the piles 

 (More if  variations are noted) 

 (g)   Depth of  water table and soil  investigation report , if any 

 (h)   Density of concrete; Strength of concrete 

 (i) Abnormal conditions noted while driving/ boring or concreting of piles. The normal 

daily report produced by the piling site should contain this information. In addition, any 

other information concerning planning and conducting the tests including relevant past 

experiences covering similar test(s) in the area, and 

 (j)     Details of test piles(s), if any. 

 

3.4.3  TYPES OF TESTS 

 

Various methods are available for checking the integrity of concrete piles after installation. In the 

most widely used method, impulses or vibrations are applied to the pi le and measurements 

made of timings and attenuation of reflected signals.  

 

The commonly used sonic methods, vibration methods, sonic logging techniques, etc, have been 

tried within the last 15 -20 years in different parts of the world. However, the methods based on 

One Dimensional Stress Wave approach known as Sonic Integrity Testing, a Low Strain Integrity 

testing or Sonic Echo Testing have been used successfully in various parts of the world. The 

method is simple and quick enabling dozens of piles to be examined in a single working day 

without much interference in site activities.  

 

The work carried out on sonic integrity testing of pile in the country has shown its efficiency; in 

assessing the structural quality of piles and therefore it is appropriate to f rame in this code the 

salient features of this method. 
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3.4.3.1  The Low  Strain  Integrity Testing  

 

This is a system of assessing the integrity of piles by the use of low stress wave imparted to the 

pile shaft and is also known as Sonic Integrity or Sonic Echo Test..A small metal/hard rubber 

hammer is used to produce a light tap on top of the pile. The shock travelling down the length of 

the pile is reflected back from the toe of the pile and recorded through a suitable 

transducer/accelerometer (also held on top of the pile close to the point of impact) in a computer 

disk or diskette for subsequent analysis. 

 

The primary shock wave which travels down the length of the shaft is reflected from the toe by 

the change in density between the concrete and sub-strata. However, if the pile has any 

imperfections or discontinuities within its length these will set up secondary reflections which 

will be added to the return signal. (See Fig.). 

 

By a careful analysis of the captured signal and knowledge of the conditions of the ground, age 

of concrete, etc, a picture of the locations of such problems can be built up. The reflected stress 

wave can be monitored using either processing technique; the observed signals are amplified 

and converted into digital display as velocit y versus length or frequency versus mobility records, 

providing information on structural integrity of piles.  

 

The stress wave velocity and approximate pile lengths are provided as input for the integrity 

testing. The stress wave velocity is dependent on the Young's modulus and mass density of pile 

concrete. This value generally lies between 3000-4000 meter per second depending on the grade 

of concrete used (M15-M25). 

 

3.4.3.2   Normally more than one recording of signals is done until repeatability of sign als is achieved. If 

necessary, averaging of signals is also done to achieve more informative signals. In a suspected 

pile the test should be repeated at more than one location on  top of the pile. 

 

3.4.3.3  The tests shall be conducted on piles whose length is correctly recorded or on test piles where 

available, to determine the value of stress wave velocity and characteristic or reference signal for 

comparing the signals for testing subsequent piles. 

 

3.4.3.4  The method of testing involves high skill and use of computerized equipment.  Therefore, the 

tests should be performed and interpreted by trained and experienced  personnel. 
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3.4.4    Data and Reporting 

 

(i)  The assessment of structural integrity is based on two  equally  important aspects: 

 

 a)  Quality  of signals, and 

b)  Accurate analysis and interpretation of signal. 

 

(ii)  Piles requiring remedial  measures s h o u l d  be so marked immediately on completion 

of the field integrity  testing, and rectification,  measures selected. 

 

(iii)  The final  report  should  include signals of each integrity  test and reflection the structural 

condition of  piles. 

 

3.4.5     GENERAL REQUIREMENTS  OF THE TESTS 

 

(i)  Piles shall be trimmed to cut off level or sound concrete level before the test with all 

laitance removed. No pile cap blindage work should be undertaken prior to the test.  

 


